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2. POWER COMPANY METER

3. 2 (3 #350 KCMIL — 3" RAC)
4. 1 #1/0 BCSD GEC — 1" PVC

d. 3/4" DIA X 10'0" COPPER CLAD GROUND ROD
6. FOR CONDUIT TYPE, QUANTITY, SIZE AND FILL, SEE ASSOCIATED PANEL SCHEDULE
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PANEL "A” SCHEDULE

PANEL "B” SCHEDULE

NOTES (DRAWING NO. E3)

P TERISTICS: MAIN BREAKER: 600 AF, 3P, 600 AT
VOLTS: 120 / 240 SOUD NEUTRAL NEMA 3R ENCLOSURE
PHASES: GROUND BAR SURGE PROTECTIVE DEVICE
WIRES: MINIMUM SHORT CIRCUIT RATING: 65,000 RMS SYM AMPS (SERIES RATED)
CKT. | POLE CONN. | CONN. AMPS BREAKER NO. & WIRE SIZE CONDUIT
NO. NO. DESCRIPTION KVA u | oL P | & | A LNE | NEuT. | EGC SIZE
1 1 BUS SPACE 10 150 | 125 IE 100 20 #12 #2 #12 1" PVC
3 3 BUS SPACE 9 150 12.5 IE 100 20 #12 #12
5 5 BUS SPACE 8 150 | 125 E 100 20 #12 #12
7 7 BUS SPACE 7 150 125 IE 100 20 #12 #2
9 9 BUS SPACE 6 150 | 125 IE 100 20 #12 #12 #12 1" PVC
1 1 BUS SPACE 5 150 12.5 E 100 20 #12 #12
13 13 BUS SPACE 4 150 | 125 K 100 20 #12 #2
15 15 BUS SPACE 3 1,50 12.5 K 100 20 #12 #12
17 17 BUS SPACE 2 150 | 125 I 100 20 #8 48 #8 [ 11/2° PvC
19 19 BUS SPACE 1 1,50 12.5 IE 100 20 48 48
21 21 BUS SPACE AV7 150 | 125 IE 100 20 48 48
23 23 BUS SPACE AV6 1,50 12.5 IE 100 20 #8 48
25 25 BUS SPACE AV5 150 | 125 IE 100 20 48 48 #8 [ 11/2°pVC
27 27 BUS SPACE AV4 150 12.5 I 100 20 #8 48
29 29 BUS SPACE AV3 150 | 125 K 100 20 48 #8
31 31 BUS SPACE AV2 150 12.5 IE 100 20 #8 48
33 33 BUS SPACE AVI 150 | 125 E 100 20 #8 48 #8 2" PVC
35 35 BUS SPACE MV1 150 12.5 I 100 20 #8 48
37 37 BUS SPACE MV2 150 | 125 K 100 20 48 48
39 39 BUS SPACE MV3 1,50 12.5 K 100 20 #8 #8
41 41 BUS SPACE MV4 150 | 125 IE 100 20 48 #8 48 1" PVC
2 2 BUS SPACE 11 150 | 125 i 100 20 #12 #12 #12 1" PVC
4 4 BUS SPACE 12 150 125 K 100 20 #12 #2
6 6 BUS SPACE 13 150 | 125 K 100 20 #12 #12
8 8 BUS SPACE 14 1,50 12.5 K 100 20 #12 #2
10 10 BUS SPACE 15 150 | 125 E 100 20 #12 #2 #12 1" PVC
12 12 BUS SPACE 16 1,50 12.5 IE 100 20 #12 #12
14 14 BUS SPACE 17 150 | 125 IE 100 20 #12 #2
16 16 BUS SPACE 18 150 125 e 100 20 #12 #12
18 18 BUS SPACE 19 150 | 125 K 100 20 #10 #0 #10 1" PVC
20 20 BUS SPACE 20 1,50 12.5 K 100 20 #10 #10
22 22 BUS SPACE 21 150 | 125 IE 100 20 #10 #0
24 2 BUS SPACE 22 150 12.5 K 100 20 #10 #0
26 26 SPARE e 100 20
28 28 SPARE K 100 20
30 30 SPARE K 100 20
3 32 SPARE K 100 20
34 34 SPARE IE 100 20
36 36 SPARE IE 100 20
38 38 SPACE HEATER " o 1% | 100 +
40 40 PANEL "D" 49.50 200.0 2 400 300 | #350 | 4350 | 44 3 PvC
42 2125 #350
TOTALS 99.00 | 425.0 | 400.0 [* => GROUND FAULT INTERRUPTER
# => PER PANEL BOARD MANUFACTURER
NN
PANEL C SCHEDULE
P TERISTICS: MAIN LUGS: 400 AMPERES
VOLTS: 120 / 240 SOLID NEUTRAL NEMA 3R ENCLOSURE
PHASES: GROUND BAR SURGE PROTECTIVE DEVICE
WIRES: MINIMUM SHORT CIRCUIT RATING: 65,000 RMS SYM AMPS (SERIES RATED)
CKT. | POLE CONN. | CONN. AMPS BREAKER NO. & WIRE SIZE CONDUIT
NO. NO. DESCRIPTION KVA u | L P | & | A UNE | NEut. | EcC SIZE
1 1 BUS SPACE 46 150 | 125 E 100 20 #12 #12 #12 1" PVC
3 3 BUS SPACE 47 150 12.5 K 100 20 #12 #12
5 5 BUS SPACE 48 150 | 125 E 100 20 12 #12
7 7 BUS SPACE 49 150 125 I 100 20 #12 #2 #12 1" PVC
9 9 BUS SPACE 50 150 | 125 K 100 20 #12 #12
11 1 BUS SPACE 51 150 12.5 I 100 20 #12 #2
13 13 BUS SPACE 52 150 | 125 K 100 20 #12 #12
15 15 BUS SPACE 53 150 12.5 E 100 20 #12 #12 #12 1" PVC
17 17 BUS SPACE 54 150 | 125 IE 100 20 #12 #2
19 19 BUS SPACE 55 1,50 12.5 K 100 20 #12 #12
21 21 BUS SPACE 56 150 | 125 IE 100 20 #12 #2
23 23 BUS SPACE 57 1,50 12.5 E 100 20 #10 #0 #10 1" PVC
25 25 BUS SPACE 58 150 | 125 I 100 20 #10 #0
27 27 BUS SPACE 59 150 12.5 K 100 20 #10 #10
29 29 BUS SPACE 60 150 | 125 IE 100 20 #0 #10
31 31 BUS SPACE 61 150 12.5 IE 100 20 48 #8 #8 [11/2° PveC
33 33 BUS SPACE 62 150 | 125 I 100 20 §8 48
35 35 BUS SPACE 63 150 12.5 K 100 20 #8 #8
37 37 BUS SPACE 64 150 | 125 K 100 20 48 #8
39 39 BUS SPACE 65 150 12.5 IE 100 20 #8 48 #8 [11/2" PveC
41 41 BUS SPACE 66 150 | 125 K 100 20 48 #8
2 2 BUS SPACE 67 150 | 125 I 100 20 #8 48
4 4 BUS SPACE 68 150 12.5 IE 100 20 #8 #8
6 6 BUS SPACE 69 150 | 125 K 100 20 §8 48 48 2" PVC
8 8 BUS SPACE 70 150 12.5 K 100 20 #8 #8
10 10 BUS SPACE 71 150 | 125 K 100 20 #8 #8
12 12 BUS SPACE 72 150 12.5 E 100 20 48 48
14 14 BUS SPACE 73 150 | 125 K 100 20 #6 #6 #6 2" PVC
16 16 BUS SPACE 74 150 12.5 I 100 20 #6 #6
18 18 BUS SPACE 75 150 | 125 I 100 20 ¥6 #6
20 20 BUS SPACE 76 1,50 12.5 K 100 20 #6 #6
22 22 BUS SPACE FUTURE 150 | 125 I 100 20 — | —— ] —— ] 1"pPvc
24 24 BUS SPACE FUTURE 1,50 12.5 K 100 20 —_ | ——
26 26 BUS SPACE FUTURE 150 | 125 E 100 20 — | -
28 28 BUS SPACE FUTURE 150 12.5 IE 100 20 — | -
30 30 BUS SPACE FUTURE 150 | 125 E 100 20 — | —— ] —— T 1"pvc
3 32 SPARE IE 100 20
34 34 SPARE K 100 20
36 36 SPARE I 100 20
38 38 SPARE K 100 20
40 40 SPARE I 100 20
42 42 SPACE HEATER " o 1% | 100 "
TOTALS 5400 | 2375 | 2125 [* => GROUND FAULT INTERRUPTER

# => PER PANEL BOARD MANUFACTURER

P H RISTICS: MAN BREAKER: 600 AF, 3P, 600 AT
VOLTS: 120 / 240 SOLID NEUTRAL NEMA 3R ENCLOSURE
PHASES: GROUND BAR SURGE PROTECTIVE DEVICE
WIRES: MINIMUM SHORT CIRCUIT RATING: 65,000 RMS SYM AMPS (SERIES RATED)
CKT. | POLE CONN. | CONN. AMPS BREAKER NO. & WIRE SIZE CONDUIT
NO. NO. DESCRIPTION KVA u | LB P | & | A LNE | NEuT. | EGC SIZE
1 1 BUS SPACE 42 150 | 125 IE 100 20 #2 #12 #2 1" PVC
3 3 BUS SPACE 41 150 125 E 100 20 #12 #12
5 5 BUS SPACE 40 150 | 125 E 100 20 #12 #12
7 7 BUS SPACE 39 150 125 IE 100 20 #12 #12
9 9 BUS SPACE 38 150 | 125 E 100 20 #12 #12 #12 1" PVC
11 1 BUS SPACE 37 150 125 E 100 20 #12 #12
13 13 BUS SPACE 36 150 | 125 E 100 20 #12 #12
15 15 BUS SPACE 35 1.50 12.5 E 100 20 #12 #12
17 17 BUS SPACE 34 150 | 125 IE 100 20 #0 #0 #10 1" PVC
19 19 BUS SPACE 33 1.50 12.5 E 100 20 $10 $10
2 21 BUS SPACE 32 150 | 125 IE 100 20 #0 #0
23 23 BUS SPACE 31 1.50 125 E 100 20 #10 #10
25 25 BUS SPACE 30 150 | 125 E 100 20 #10 #10 #10 1" PVC
27 27 BUS SPACE 29 1.50 125 E 100 20 #0 #0
29 29 BUS SPACE 28 150 | 125 E 100 20 #0 #10
31 31 BUS SPACE 27 1.50 125 IE 100 20 #0 #0
33 33 BUS SPACE 26 150 | 125 E 100 20 48 48 #8 | 11/2" Pvec
35 35 BUS SPACE 25 1.50 125 IE 100 20 48 48
37 37 BUS SPACE 24 150 | 125 E 100 20 8 #8
39 39 BUS SPACE 23 1.50 12.5 E 100 20 48 48
4 41 E 100 20
2 2 BUS SPACE 43 150 | 125 e 100 20 #12 #12 #2 1" PVC
4 4 BUS SPACE 44 1.50 125 E 100 20 #2 #12
6 6 BUS SPACE 45 150 | 125 E 100 20 #12 #12
8 8 BUS SPACE FUTURE 1.50 12.5 E 100 20 — | — ] - 1" PVC
10 10 BUS SPACE FUTURE 150 | 125 E 100 20 N pe—
12 12 BUS SPACE FUTURE 1.50 12.5 E 100 20 — | -
14 14 BUS SPACE FUTURE 150 | 125 E 100 20 N -
16 16 BUS SPACE FUTURE 1.50 125 E 100 20 — | -] - 1" PVC
18 18 SPARE E 100 20
20 20 SPARE E 100 20
22 22 SPARE E 100 20
2% 2 SPARE E 100 20
26 26 SPARE e 100 20
28 28 SPARE E 100 20
30 30 SPARE E 100 20
32 32 SPARE IE 100 20
34 34 SPARE E 100 20
36 36 SPARE E 100 20
38 38 SPACE HEATER " # 1% | 100 *
40 40 PANEL “C" 54.00 2125 1 400 30 | #350 | #350 | 4 3 PVC
42 2375 #350
TOTALS 96.00 | 4125 | 3875 [* => GROUND FAULT INTERRUPTER
*# => PER PANEL BOARD MANUFACTURER
”
PANEL "D” SCHEDULE
P H RISTICS: MAN LUGS: 400 AMPERES
VOLTS: 120 / 240 SOLID NEUTRAL NEMA 3R ENCLOSURE
PHASES: GROUND BAR SURGE PROTECTIVE DEVICE
WIRES: MINIMUM SHORT CIRCUIT RATING: 65,000 RMS SYM AMPS (SERIES RATED)
CKT. | POLE CONN. | CONN. AMPS BREAKER NO. & WIRE SIZE CONDUIT
NO. NO. DESCRIPTION KVA u | B P | & | A UNE | Neut. | EGC SIZE
1 1 BUS SPACE 83 150 | 125 E 100 20 #12 #12 #2 1" PVC
3 3 BUS SPACE 84 1.50 125 E 100 20 #12 #12
5 5 BUS SPACE 85 150 | 125 E 100 20 #12 #12
7 7 BUS SPACE 86 1.50 125 E 100 20 #12 #2
9 9 BUS SPACE 87 150 | 125 E 100 20 #12 #12 #2 1" PVC
11 11 BUS SPACE 88 1.50 125 E 100 20 #12 #12
13 13 BUS SPACE 89 150 | 125 E 100 20 $12 #12
15 15 BUS SPACE 90 1.50 125 E 100 20 #12 #12
17 17 BUS SPACE 91 150 | 125 E 100 20 #0 #0 #10 1" PVC
19 19 BUS SPACE 92 1.50 12.5 E 100 20 #10 #10
2 21 BUS SPACE 93 150 | 125 E 100 20 #0 #0
23 23 BUS SPACE 94 1.50 12.5 E 100 20 #10 #0
25 25 BUS SPACE 95 150 | 125 IE 100 20 #0 #10 #0 1" PVC
27 27 BUS SPACE 96 1.50 125 E 100 20 $10 $10
29 29 BUS SPACE 97 150 | 125 E 100 20 #10 #10
31 31 BUS SPACE 98 1.50 125 E 100 20 8 #8 #8 [11/2° PvC
33 33 BUS SPACE 99 150 | 125 e 100 20 8 8
35 35 BUS SPACE 100 1.50 125 E 100 20 8 8
37 37 BUS SPACE 101 150 | 125 E 100 20 48 48
39 39 BUS SPACE 102 1.50 125 E 100 20 48 48 48 2" PVC
4 41 BUS SPACE 103 150 | 125 E 100 20 48 48
2 2 BUS SPACE 104 150 | 125 E 100 20 48 48
4 4 BUS SPACE 105 1.50 125 E 100 20 8 #8
6 6 BUS SPACE 106 150 | 125 e 100 20 #8 #8 48 2" PVC
8 8 BUS SPACE 107 1.50 125 E 100 20 8 8
10 10 BUS SPACE 108 150 | 125 E 100 20 #8 48
12 12 BUS SPACE 109 1.50 12.5 E 100 20 8 8
14 14 BUS SPACE 82 150 | 125 E 100 20 #12 #12 #12 1" PVC
16 16 BUS SPACE 81 1.50 125 E 100 20 #12 #12
18 18 BUS SPACE 80 150 | 125 E 100 20 #12 #12
20 20 BUS SPACE 79 1.50 12.5 E 100 20 #12 #12
22 22 BUS SPACE 78 150 | 125 IE 100 20 #12 #12 #2 1" PVC
2 2 BUS SPACE 77 1.50 12.5 E 100 20 #12 #12
26 26 SPARE E 100 20
28 28 SPARE E 100 20
30 30 SPARE E 100 20
32 32 SPARE E 100 20
34 34 SPARE E 100 20
36 36 SPARE E 100 20
38 38 SPARE E 100 20
40 40 SPARE E 100 20
42 42 SPACE HEATER " * 1% | 100 *
TOTALS 4950 | 2125 | 2000 [* => GROUND FAULT INTERRUPTER

* => PER PANEL BOARD MANUFACTURER

1. PROVIDE AN INTERNAL, HUMIDISTAT-CONTROLLED SPACE HEATER IN EACH ENCLOSURE. SET FOR 95%
RELATIVE HUMIDITY.
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