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FURNISH & INSTALL
SINELE-PLY ROOFING
MEMBRANE ON TAPERED RIGID

REMOYE EXIST. MEMBRANE ROOFING,
MEMBRANE FLASHING. PREPARE EXIST. ROOF
DECK TO RECEIVE NEW ROOF SYSTEM. ——

REMOVE EXIST. METAL
COPING, TYP

EXIST. STEEL ROOF ACCESS
LADDER TO REMAIN, PREP,

\ ‘
Y

INSULATION

.
>
INSUL. ¢ \\ 16'-0"

—| REPLACE EXIST. 3" ROOF DRAIN

W/ RETROFIT DRAIN, TYP

™~ cUT EXIST. WALL TO PERMIT

‘ ‘}g INSTALLATION OF 3" PVC
+4% OVERFLOW SCUPPER. INSTALL

SCUPPER 3" ABOYE INSULATION.

EXTEND SCUPPER TO FACE OF WALL

22I _6"

q] I_BII

—INSTALL PREFINISHED METAL
PRIME ¢ PAINT © ‘//// COPING
§~ y
N
INSTALL PREFINISHED METAL 2 4 O )
pdia Q@ -4)— ax
— — 7 \ \ \
[ [ [ [ [ [ [ | [ [ [ [ T [ [ [ [ [ [
N T a1 e / N e N N Ll ¥
T . — ] — —— / T
5N
.] I_5II + %" hln, +4‘_" k’l | L
1] hid | |
EXIST. ANTENNA SUPPORT RAIL 4 = > = '
POSTS TO REMAIN, PREP, PRIME X
AND PAINT \ | | | |
‘ ‘ ‘ ‘ = REMOVE EXIST.
A SEALANT POCKET FROM
EXIST. | VTR EXIST. PIPE SUPPORTS,
‘ ‘ ‘ ‘ ‘ TYP OF 5 LOCATIONS
- FURNISH ¢ INSTALL SEALANT | | |

REMOVE EXIST. SEALANT
POCKET, TYP AT EACH UNIT

POCKET, COORDINATE SIZE ¢ ‘ ‘
LOCATION W/ CONDUIT
CONFIGURATION ( TYP EACH UNIT)

REMOVE EXIST. MEMBRANE

ROOFING, INSUL. & MEMBRANE

FLASHING. PREPARE EXIST.
ROOF DECK TO RECEIVE NEW
ROOF SYSTEM.

REMOVE EXIST.
METAL COPING, TYP

O

SLOPE (}" PER 12")

/ 7%

REMOVE EXIST. SEALANT POCKET

FROM EXIST. PIPE SUPPORTS, TYP
) OF T LOCATIONS ————

!/ﬁEXIST. VTR

—— EXTEND EXIST. CONDENSATE LINES
TO DRAIN. LINE SIZE SHALL MATCH
EXIST. PROYIDE UNION TYPE
FITTING TO PERMIT "P"-TRAP
MAINTENANCE, TYP ALL HVAC UNITS

EXIST. RTU ON EXIST. CURB, REMOVE
EXIST. FLASHING ¢ REPLACE W/ NEW
MEMBRANE FLASHING ( TYP OF 5)

,@

~

— EXIST. ANTENNA SUPPORT RAIL ¢

EXIST. VIR, REMOVE
EXIST. FLASHING ¢
PREPARE TO RECEIVE

NEN FLASHING, TYP ////////v*’
OF 5

POSTS TO REMAIN, PREP, PRIME
AND PAINT

SLOPE (}" PER 12")

FURNISH ¢ INSTALL

SINGLE-PLY ROOFING
MEMBRANE ON RIG&ID

INSULATION

‘LEXIST. VTR

6% ]

]O"

" (Y.1.F.)

ROOF NOTES:
A. PROVIDE SUPPORTS FOR PIPE AND CONDUIT TO
REMAIN ON ROOF, SEE SPECIFICATIONS.
B. EXISTING 6AS PIPING (NOT SHOAN ON PLAN
FOR CLARITY) SHALL BE PREPARED, PRIMED
AND PAINTED.
C. EXISTING COMMUNICATION WIRING & CONDUIT WILL BE THE
RESPONSIBILITY OF THE CITY OF LYNCHBURG.
D. REMOVE EXISTING PROTECTION PADS LOCATED IN SAME

AREAS AS PROPOSED NEN PADS.

LEGEND :

@ THICKNESS OF INSULATION

HEIGHT OF TOP OF PARAPET WALL

INSTALL PREFINISHED METAL COPING

REPLACE EXIST. EMERGENCY OVERFLOW DRAIN W/ RETROFIT
OVERFLON DRAIN, TYP

REPLACE EXIST. 4" ROOF DRAIN W/

ABOVE INSULATION (V.I1.F.)

7\ ROOF PLAN

Al O 1/8"=1"-0"

LOCATION OF ROOF PROTECTION
PADS, SEE SPECS.

LOCATION OF ROOF WALKWAY
PADS, SEE SPECS.

RETROFIT DRAIN, TYP
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WRITTEN DIMENSIONS ON THESE
DRAWINGS SHALL TAKE PRECEDENCE
OVER SCALED DIMENSIONS.
CONTRACTORS SHALL VERIFY AND BE
RESPONSIBLE FOR, ALL DIMENSIONS
AND CONDITIONS ON THE JOB AND
THIS OFFICE MUST BE NOTIFIED OF
ANY VARIATION FROM THE DIMENSIONS
AND CONDITIONS SHOWN BY THESE
DRAWINGS.
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NOTE: ALL EXISTING EPDM
ROOF, COPING, FLASHING
AND INSULATION W/IN SCOPE
OF WORK TO BE REMOVED

10" W(VY.1.F.)

METAL COPING
ATTACH MEMBRANE TO g

FRONT FACE OF NAILER, ;L ~ EXIST. NAILER TO REMAIN

™ |

Y
\Z ADHERED EPDM

INSTALL NEW RIGID
INSULATION, 43" MIN.

EPDMK\

HEIGHT VARIES, SEE
PLAN FOR DIMENSIONS
(V.1.F.)

7"\ PARAPET DETAIL

A2.0 311"

___________ J
EXIST. MTL
COUNTERFLASHING TO
REMAIN
“///////////fADHERED EPDM
RIGID INSULATION,
(45" MIN.
-
1
| -

7>\ CURB DETAIL

W 3= _O"

EXIST. VENT THRU ROOF
SEALANT

STAINLESS STEEL
CLAMPING RING

SINGLE-PLY ROOF
MEMBRANE

EPDM SE:Ly

/5 VENT THRU ROOF DETAIL

W 3= _O"

RIGID INSULATION, 44"MIN.
EXIST. METAL DECK

EXIST. PIPE SUPPORT
RETROFIT PIPE FLASHING SEALANT
é? ,t//ii::::::::::::SST BAND CLAMP

SINGLE-PLY ROOF
MEMBRANE

EPDM SEALANT
L g/

EXIST. METAL DECK

4 STRUCTURAL SUPPORT DETAIL

A2.0 3111 _o"

SEE SPECIFICATION SECTION OT1 5300
FOR ZURN REPLACEMENT DRAIN DATA
SHEET

/5 DRAIN DETAIL

W 3= '_Q"

1" MIN.
SINGLE -PLY MEMBRANE FLASHING
POURABLE SEALER FASTENERS @ 4" 0.C. MAX.
PENETRATION POCKET | P ONDING ADLESIVE
EPDM MEMBRANE .

CONTINUOUS BEAD OF LAP SEALANT

e
e

INSULATION

<

: NON-SHRINK &ROUT

CONDUIT, TYP

6\ SEALANT POCKET DETAIL

W 3= _"

RIGID INSULATION, 43"MIN.
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WRITTEN DIMENSIONS ON THESE
DRAWINGS SHALL TAKE PRECEDENCE
OVER SCALED DIMENSIONS.
CONTRACTORS SHALL VERIFY AND BE
RESPONSIBLE FOR, ALL DIMENSIONS
AND CONDITIONS ON THE JOB AND
THIS OFFICE MUST BE NOTIFIED OF
ANY VARIATION FROM THE DIMENSIONS
AND CONDITIONS SHOWN BY THESE
DRAWINGS.
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