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PLC SHALL BE BY ALLEN-BRADLEY.  ALL

PROGRAMMING SHALL BE BY THE OWNER

CONDUCTORS AND CONDUIT BY CONTRACTOR .
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NOTES:

1. ITEMS SHOWN IN BOLD ARE PART OF ADDENDUM.

2. PROVIDE A PRESSURE TRANSMITTER ON THE SUCTION SIDE OF PUMPS NO. 1 AND NO.2.

PUMP SHALL SHUTDOWN ON LOW PRESSURE (0 PSI). GAUGE PRESSURE TRANSMITTER

SHALL BE MICROPROCESSOR BASED DIGITAL DEVICE.

A. ACCURACY: PLUS OR MINUS 0.1 PERCENT.

B. TURN DOWN: 10 TO 1.

C. 4-20 mA ANALOG SIGNAL OUTPUT.

D. OUTPUT SIGNAL INDICATOR: 4 DIGIT LCD.

E. WETTED PARTS: 316 STAINLESS STEEL OR CERAMIC.

F. HOUSING: NEMA 4X WITH AN EPOXY COATING.

G. GAUGE TO BE COMPOUND TYPE, -30 Hg TO 100 PSI.


