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City of Lynchburg 
Procurement Division 
900 Church Street 
Lynchburg, Virginia  24504 
Telephone No.: (434) 455-3970 
Fax No.: (434) 845-0711 

Addendum for Bid 
GLTC Operations & Maintenance Facility 

15-961 
 

Date: February 26, 2015 

From: Stephanie Suter, CPPO, CPPB 

RE: Addendum No. 2  
 
 
This Addendum and all attachments become part of the bidding documents and modify the Project Manual 
and Drawing as noted.  Acknowledge receipt of this Addendum in the space provided on the Bid Form.  
Failure to do so may subject bidder to disqualification.  
 

1. Changes to the bid documents, responses to questions received, and additional clarifications by 
the design architect/engineer are attached. 
 

 
 
READ TERMS AND CONDITIONS AND SIGN 

In compliance with the above BID, and subject to all the conditions hereof, the undersigned offers and agrees to 
comply with any or all of the terms and conditions contained herein, or as mutually agreed upon by subsequent 
negotiations.  This form shall become part of the final file. 

Company Name:    Address:    Date:   

Authorized Signature:      Title:      

Print Name:     Telephone No.:  Fax No.:    



   140 John James Audubon Parkway, Suite 201, Buffalo, New York 14228 
P  716.688.0766      F  716.625.6825 

 
Project GLTC O&M Facility Addendum No. 2 
 Lynchburg, VA Contract  
Wendel Project No. 444505 Date 2/25/15 

 
 

ARTICLE - 1   DRAWING NO.  

Fixture Type DL1 
SPEC 

SECTION  
  
REVISE: Type DL1 luminaire specification that has the basis of design listed as FIBERSTARS 
is not required. This is an obsolete manufacturer. Type DL1 basis of design should be Energy 
Focus - LEDDL series. 
 
  
ARTICLE - 2   DRAWING NO.  

Luminaire Schedule no type listed 
SPEC 

SECTION  
 
 
 
ADD: This is type SW8. 
 
  
ARTICLE - 3   DRAWING NO.  

Bid Form 
SPEC 

SECTION  
  
 
ADD:  All Bidder’s to submit attached Bid Breakdown Form with bid. 
 
 
  
ARTICLE - 4   DRAWING NO.  

Applied Fireproofing 
SPEC 

SECTION 1078100 
  
DELETE: Specification section 1078100 shall be eliminated. Sprayed applied fireproofing is not 
required on this project. 
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P  716.688.0766      F  716.625.6825 

 
Project GLTC O&M Facility Addendum No. 2 
 Lynchburg, VA Contract  
Wendel Project No. 444505 Date 2/25/15 

 
 

ARTICLE - 5   DRAWING NO.  

Unit pricing for #12 
SPEC 

SECTION  
  
REVISE: Item #12 was taken out of the unit prices. The items are to be renumbered and the Unit 
Price form revised. 
 
 
  
ARTICLE - 6   DRAWING NO. A901 

Clarification on Doors 
SPEC 

SECTION  
  
CLARIFICATION:  
A118-1 should be Type D 
A-2 should be Type B (vision panel) 
M10-1 should be Type D 
M127-1 should be Type D 
M128-1 should be Type A 
 
 
  
ARTICLE - 7   DRAWING NO. A103 and A903 

Vestibule elevation 
SPEC 

SECTION  
  
 
CLARIFICATION: W4A is the same size, dimensions and details as Glazing type W4. 
 
  
ARTICLE - 8   DRAWING NO.  

Casement and Awning Windows 
SPEC 

SECTION 
084113 and 

085113 
  
Performance requirements for the windows are in 085113, so that section should be retained for 
all window types listed in that section. 084113 should be retained for storefront assemblies. Most 
stringent requirements of either section would apply to windows where an apparent conflict 
appears. DELETE: Curtain walls are not required on this project. Delete line A,3 Curtainwall 
construction in Section 084113 Aluminum-Framed Entrances and Storefronts, Part 1 - General, 
1.1 Summary. Delete line A,1,c. Glazed curtainwalls in Section 088000 Glazing, Part 1-
General,1.2 Summary. 
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P  716.688.0766      F  716.625.6825 

 
Project GLTC O&M Facility Addendum No. 2 
 Lynchburg, VA Contract  
Wendel Project No. 444505 Date 2/25/15 

 
 

 
ARTICLE - 9   DRAWING NO.  

Sliding Window types 
SPEC 

SECTION 085113 
  
REVISE: Section 085113 Aluminum Windows, Part 2- Products, 2.1 Products and 
Manufacturers, A, 1, b. Sliding Windows: Model D1039A CRL Arlene Pass Thru with D1670 by 
C.R. Laurence. 
 
 
  
ARTICLE - 10   DRAWING NO. A906 

Floor tile types 
SPEC 

SECTION  
  
REVISE: Sheet A906 Room Finish Schedule as follows:  
Room A116 
  • delete ceramic tile field and ceramic tile base 
  • add quarry tile field and quarry tile base 
Room A117 
  • delete ceramic tile field and ceramic tile base 
  • add quarry tile field and quarry tile base  
Room M12A 
  • delete ceramic tile base 
  • add quarry tile base  
Room M131 
  • delete ceramic tile base 
  • add quarry tile base 
 
  
ARTICLE - 11  DRAWING NO.  

Wall Tile 
SPEC 

SECTION A906 
  
MODIFY: An additional Type 4 tile is to be provided. Type 1 Color shall be changed to AV231 
Sant'Andrea. Add Type 4 Glazed Wall Tile with same requirements as Tile Type 1 with the 
exception of color which is AV232 Lipika. Type 4 tile shall be between the two bands of Tile 
Type 3 shown on the interior elevations. All base tiles shown on the elevations shall be Quarry 
Tile. The finish schedule will be revised to show this change. 
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Project GLTC O&M Facility Addendum No. 2 
 Lynchburg, VA Contract  
Wendel Project No. 444505 Date 2/25/15 

 
 

ARTICLE - 12  DRAWING NO.  

Epoxy Mortar and Epoxy Grout 
SPEC 

SECTION 
093000, 2.3 and 

2.4 
  
DELETE: Section 09300 Tiling, 09300-5, 2.3 Setting Materials, Section D. Epoxy Mortar in its 
entirety.  
 
DELETE: Section 09300 Tiling, 09300-6, 2.4 Grouts, Section C. Epoxy Grout in its entirety. 
 
 
  
ARTICLE - 13  DRAWING NO.  

Crystalline Waterproofing requirement 
SPEC 

SECTION 
071113 and 

071416 
  
DELETE: Crystalline Waterproofing is not required on this project. Strike Section 071113 
Bituminous Damproofing, Part 1, 1.2 Related Work Specified Elsewhere, item B. Strike Section 
071416 Cold Fluid-Applied Waterproofing, Part 1, 1.2 Related Work Specified Elsewhere, item 
B. 
 
  
ARTICLE - 14  DRAWING NO.  

Pressure Washer 
SPEC 

SECTION 115500 
  
DELETE: Equipment ID #3722, it is not required for this project.  
 
DELETE: Section 1.2.A.3 and section 3.5.A.2 from specification 115500. 
 
 
  
ARTICLE - 15  DRAWING NO.  

Jib Crane requirement 
SPEC 

SECTION 143000 
  
 
DELETE: Equipment id #5080, it is not included as part of the project.  
 
DELETE: Remove section 2.2 from specification 143000. 
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Project GLTC O&M Facility Addendum No. 2 
 Lynchburg, VA Contract  
Wendel Project No. 444505 Date 2/25/15 

 
 

ARTICLE - 16  DRAWING NO. A102 

Sliding Doors 
SPEC 

SECTION 085113 
  
REVISE: A102, add Note 6. Top of wire mesh partition continuous above sliding doors; 
minimum door height 8’-0. 
 
 
  
ARTICLE - 17  DRAWING NO.  

Folding shower seats 
SPEC 

SECTION A103 and A104 
  
ADD: Folding shower seats are required where shown in the drawings. Wall reinforcement shall 
be in accordance with ANSI A117.1 as required by VSUBC. See below for Folding Shower Seat 
specification.  
Folding Shower Seat (FSS): Provide folding shower seats complying with the following: 
1. Product: Bobrick B-5181  
2. Reversible solid phenolic. 
3. One-piece, matte finish, ivory-color melamine surfaces and black phenolic-resin core. 
4. Stainless steel type 304 frame, mounting flanges, baseplate, spring, guide bracket. 
 
 
  
ARTICLE - 18  DRAWING NO.  

Solar Panels 
SPEC 

SECTION A400 
  
DELETE: There are no solar panels in this project. Artifacts on drawing A400 will be removed. 
 
 
  
ARTICLE - 19  DRAWING NO.  

Pre-Bid Meeting: Testing of the soils moisture content 
SPEC 

SECTION  
  
Yes, testing for moisture in soils shall be performed by a 3rd party independent testing agency. 
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Project GLTC O&M Facility Addendum No. 2 
 Lynchburg, VA Contract  
Wendel Project No. 444505 Date 2/25/15 

 
 

ARTICLE - 20  DRAWING NO.  
Pre-Bid Meeting: Utility service connection permits and 
fees 

SPEC 
SECTION  

  
 
General Conditions 3.3 Owner Paid Permits and Fees, specifies what permits and fees the owner 
will pay for. General Conditions 3.3 also refers to Article 4.7 that details, Contractor-Paid Taxes, 
Permits, Fees, and Notices, describing other permits to be obtained and fees to be paid by the 
Contractor. 
 
 
  
ARTICLE - 21  DRAWING NO.  

Pre-Bid Meeting: Permit approval time frame 
SPEC 

SECTION  
  
Notice to Proceed will include 40 calendar days for the permit process, making a total of 518 
days from notice to proceed to substantial completion. 
 
 
  
ARTICLE - 22  DRAWING NO.  

ATSs 
SPEC 

SECTION  
  
CLARIFICATION: Open transition is not required on the automatic transfer switches. 
 
 
  
ARTICLE - 23  DRAWING NO. A300 and A350 

Metal Building Systems Wall Panel types 
SPEC 

SECTION  
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Project GLTC O&M Facility Addendum No. 2 
 Lynchburg, VA Contract  
Wendel Project No. 444505 Date 2/25/15 

 
 
MODIFY: 
1. EAST ELEVATION  
    o Both Keynotes are incorrect at high end wall: Delete both Keynotes and add Keynote 13 34    

19.A3, Type 1D  
    o Garage low end wall: add Keynote 13 34 19.A3, Type 1D  
 
2. NORTH ELEVATION  
    o Provide vertical panels where vertical lines are shown; provide horizontal panels where 

horizontal lines are shown. 
   o At side of entrance popup, delete Keynote 13 34 19.A2; add Keynote 13 34 19.A3; panel   

type unchanged from as shown.  
o At Service Lane front wall, delete Keynote 13 34 19.A2; add Keynote 13 34 19.A3; panel 

type unchanged from as shown.  
o At panels around Inspection Bay M8, change Keynote 13 34 19.A2 Type 1C to Type 1A 

 
3. WEST ELEVATION 

o Garage high end wall: Delete Keynote 13 34 19.A2; add Keynote 13 34 19.A3, Type 3B  
o At Service Lane side wall, delete Keynote 13 34 19.A2; add Keynote 13 34 19.A3; panel type 

unchanged from as shown. 
 
4. WEST ELEVATION – SERVICE LANE NORTH  

o Delete Keynote 13 34 19.A2; add Keynote 13 34 19.A3; panel type unchanged from as 
shown.  

 
5. WEST ELEVATION – SERVICE LANE SOUTH  

o Delete Keynote 13 34 19.A2; add Keynote 13 34 19.A3; panel type unchanged from as 
shown.  

 
6. SOUTH ELEVATION  

o At close-spaced vertical panels at high portion of garage back wall, delete Keynote 13 34 
19.A2; add Keynote 13 34 19.A3; panel type unchanged from as shown.  

o At side of entrance pop-up, delete Keynote 13 34 19.A2; add Keynote 13 34 19.A3; panel 
type unchanged from as shown.  

 
7. Radii are shown on drawing A350.  

 
8. General note: Design intent is shown correctly, i.e., vertical panels are depicted by vertical 
lines and horizontal panels are depicted by horizontal lines.  

 
9. See attached PDF with corresponding drawing markups. 
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Project GLTC O&M Facility Addendum No. 2 
 Lynchburg, VA Contract  
Wendel Project No. 444505 Date 2/25/15 

 
 

ARTICLE - 24  DRAWING NO.  

Define Reasonable Objection 
SPEC 

SECTION 
General 

Conditions  
  
 
CLARIFICATION: Per the Owner, the reasons for rejection are listed in article 5.4.2. Without 
one of those reasons, they would not object. 
 
 
  
ARTICLE - 25  DRAWING NO.  

Credited work definition 
SPEC 

SECTION 
General 

Conditions  
  
REVISE: General Conditions Article 12.7.2 to reference Article 12.4.5, not Article 12.5.4. 
 
 
 
  
ARTICLE - 26  DRAWING NO.  

 Unit Price Form 
SPEC 

SECTION  
  
MODIFY: Yes, Unit price form will be revised in an addendum. 
 
 
  
ARTICLE - 27  DRAWING NO.  

ID tags 
SPEC 

SECTION  
  
 
CLARIFICATION: Employee uniforms, such as shirts and jackets with company logo and name 
tag meet this requirement, otherwise employees shall have a laminated name tag worn on a 
lanyard or laminated tag with lapel pin attachment showing company and name. 
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Project GLTC O&M Facility Addendum No. 2 
 Lynchburg, VA Contract  
Wendel Project No. 444505 Date 2/25/15 

 
 

ARTICLE - 28  DRAWING NO.  

Vibration and Seismic Controls for Electrical Systems 
SPEC 

SECTION 260548 
  
CLARIFICATION: Seismic Controls for electrical are not required. 
 
 
 
 
ARTICLE - 29  DRAWING NO.  

Applied Fireproofing 
SPEC 

SECTION 1078100 
  
DELETE: Specification section 1078100 shall be eliminated. Sprayed applied fireproofing is not 
required on this project 
 
 
 
  
ARTICLE - 30  DRAWING NO.  

Statement of Experiences clarification 
SPEC 

SECTION  
  
CLARIFICATION: The most stringent requirement rules. 5 projects required 
 
 
  
ARTICLE - 31  DRAWING NO.  

Pole lights in Alternates or Base bid 
SPEC 

SECTION  
  
CLARIFICATION: The site lighting associated with the Driving Training Area should be 
included in the Alternates, not the Base Bid. 
 
 
  
ARTICLE - 32  DRAWING NO.  

Series rated panels 
SPEC 

SECTION  
  
 
CLARIFICATION: Panels shall be fully rated. Series rated is not acceptable. 
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ARTICLE - 33  DRAWING NO.  

Light Fixture Type SW4 
SPEC 

SECTION  
  
CLARIFICATION: The light fixture is type SW8. 
 
 
  
ARTICLE - 34  DRAWING NO.  

Type DL1 
SPEC 

SECTION  
  
DELETE: Delete Type DL1 that has FIBERSTARS as basis of design from the project. Type 
DL1 that has ENERGY FOCUS as basis of design should be the only type DL1 that is required 
for the project. 
 
  
ARTICLE - 35  DRAWING NO.  

Type SW4 and SW8 
SPEC 

SECTION  
  
CLARIFICATION: Provide rigid pendant mounting for all open ceiling areas and surface 
mounting in areas where there are finished ceilings. 
 

ARTICLE - 36  DRAWING NO.  

Accessories requested for mounting cameras 
SPEC 

SECTION  
  
CLARIFICATION: Additional Accessories should not be required; however, coordination with 
the lighting manufacturer so holes can be pre-prepared will be required. 
 

ARTICLE - 37  DRAWING NO.  

Panel HPP4 
SPEC 

SECTION  
  
DELETE: Remove reference to panel HPP4. It is not required 
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ARTICLE - 38  DRAWING NO.  

 Camera types 
SPEC 

SECTION  
  
CLARIFICATION: Camera Type B shall be used in all exterior applications and in the wash bay 
(Cam 31). All other indoor cameras are Type A. 
 

ARTICLE - 39  DRAWING NO.  

Camera directions 
SPEC 

SECTION  
  
CLARIFICATION: Final mounting details are to be confirmed at rough in time. The following 
generalities can be assumed. Exterior cameras mounted on the building should be recessed in the 
building overhang. Interior cameras where ceilings exist are to be flush mounted in the ceilings. 
In open areas where cameras are not shown at walls (for example I the service bay), they are to 
be pendent mounted. All others are to be wall mounted unless views are obstructed. 
 

ARTICLE - 40  DRAWING NO.  

Compatibility with AMAG system 
SPEC 

SECTION  
  
CLARIFICATION: It is expected that card generation be the same and reporting be compatible 
with GLTC’s existing system 
 

ARTICLE - 41  DRAWING NO.  

Video Wall system equipment and controls 
SPEC 

SECTION  
  
DELETE: Delete the words "video wall" from the sentence. 
 

ARTICLE - 42  DRAWING NO.  

 Access control and video systems 
SPEC 

SECTION 
281301 and 

282300 
  
 CLARIFICATION: It is not the intention that systems specified in 281301 and 282300 be 
integrated. 
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Project GLTC O&M Facility Addendum No. 2 
 Lynchburg, VA Contract  
Wendel Project No. 444505 Date 2/25/15 

 
 

ARTICLE - 43  DRAWING NO. E001 

Emergency Exit buttons on doors 
SPEC 

SECTION  
  
ADD: Drawing E001- Add "EX" symbol under Security and Access Control. This is for 
Emergency Exit release. 
 

ARTICLE - 44  DRAWING NO. E802 

Door M1-2 
SPEC 

SECTION  
  
 CLARIFICATION: Door M1-2 only has a monitoring contact as shown on the drawing E802 
 

ARTICLE - 45  DRAWING NO.  

Porous Unit Paving – Aqua Brie Type 4 “L” Eagle Bay 
SPEC 

SECTION  
  
SUBSTITUTION: Upon preliminary review, the proposed permeable pavement manufacturer is 
an equivalent manufacturer pending the approval of shop drawings submitted during 
construction with final design calculations showing the depth and type of gravel required to store 
and infiltrate the 25 year event. 
 

ARTICLE - 46  DRAWING NO.  

 Heat Exchanger – Patterson-Kelley C750 
SPEC 

SECTION 235216 
  
 SUBSTITUTION: Upon preliminary review, the proposed boiler manufacturer is an equivalent 
manufacturer pending the approval of shop drawings submitted during construction with final 
selections and equipment schedule. 
 

ARTICLE - 47  DRAWING NO.  

Dampers – Cesco Mestek Inc. 
SPEC 

SECTION 233300 
  
SUBSTITUTION: Upon preliminary review, the proposed damper manufacturer is an equivalent 
manufacturer pending the approval of shop drawings submitted during construction with final 
selections and equipment schedule. 
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ARTICLE - 48  DRAWING NO.  

 Hose Reels – Monoxivent 9246-W-MTR  
SPEC 

SECTION 115110 
  
SUBSTITUTION: Upon preliminary review, the proposed hose reel manufacturer is an 
equivalent manufacturer pending the approval of shop drawings submitted during construction 
with final selections and equipment schedule 
 

ARTICLE - 49  DRAWING NO.  

Lighting Protection – Erico Products 
SPEC 

SECTION  
  
SUBSTITUTION: System is acceptable. 
 
 

ARTICLE - 50  DRAWING NO.  

 Lighting Protection Components - Erico 
SPEC 

SECTION  
  
 SUBSTITUTION: Erico products are acceptable 
 

ARTICLE - 51  DRAWING NO.  

Water Repellent – Baracade Silane Euclid 
SPEC 

SECTION  
  
SUBSTITUTION: Approved as equal. Verified with Euclid Chemical Co. that Euco Guard S-40 
has been discontinued and Baracade Silane 40 is an equal. 
 

ARTICLE - 52  DRAWING NO.  

 Retaining block wall – Cornerstone 100 
SPEC 

SECTION  
  
SUBSTITUTION: Cornerstone 100 retaining block wall is an equivalent manufacturer pending 
the approval of shop drawings including comprehensive engineering analysis by a qualified 
professional engineer. 
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ARTICLE - 53  DRAWING NO.  

Requirements for Builders Risk or All Risk Insurance 
SPEC 

SECTION  
  
ADD: Requirement for General Contractor to provide Builder’s Risk Insurance. Builder’s Risk 
Insurance shall be in an amount equal to 100% of the completed value of the project value less 
any non-recurring expenses such as A&E fees, Site work, etc. The policy shall provide Broad 
Form Causes of Loss (extended, if necessary, to include the perils of wind, flood, earthquake, 
collapse, vandalism/malicious mischief, and theft, including theft of materials) for anything that 
will be a part of the completed project whether or not attached to any structure at the time of the 
loss. The policy must include any architects’ and engineers’ fees necessary to provide copies of 
plans, specifications and supervision of work for the repair and/or replacement of property 
damage caused by a covered peril. The policy must include the Owner as a Named Insured with 
the Contractor as an additional insured. 
 

ARTICLE - 54  DRAWING NO. A920, A921 

 Door schedules and Card readers 
SPEC 

SECTION  
  
REVISE: The door schedules on A920 and A921 depicting the note “Card Reader by Others” 
should read “Card Reader by Access Control & Security." Provide the equipment shown on the 
electrical drawings. 
  
 

ARTICLE - 55  DRAWING NO.  

 
SPEC 

SECTION 115600 
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MODIFY- section 1.3.D to read:  

D. Comply with Virginia Department of Transportation and local state codes 
 
MODIFY- section 3.8.F to read: 

F. Final Test: 

1. Conduct precision test of all piping, tanks, and equipment in compliance with EPA and 
Connecticut Department of energy and environmental protection requirements.  Test after 
piping has been completed but before paving and the system is placed in operation. 

2. The test shall be conducted using leak detection methods approved by Connecticut 
Department of energy and environmental protection 

MODIFY- section 3.10.A to read: 

A. Provide two sets of as-built AutoCAD drawings 2008 or newer plans that show the size and 
locations of the tank, equipment, and piping system.  These plans must include a statement by the 
installer that the system has been installed in compliance with all Virginia State codes, National 
codes, Department of Health codes, DOT codes, and NFPA requirements 

 
 
 

ARTICLE - 56  DRAWING NO. 
A401, A403, 

A404, A602, A901  

  
SPEC 

SECTION  
  
 REVISE:  See attached revised 2/25/15 Architectural drawings A401, A403, A404, A602, A901  
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Sitework & Utilities $

General Building Construction $

HVAC $

Plumbing $

Fire Protection $

Electrical $

General Conditions $

Total Base Bid $

BID FORM BREAKDOWN



Greater Lynchburg Transit Co.       
GLTC Operations & Maint. Facility 
Lynchburg, Virginia 
 

DOCUMENT - UNIT PRICES FORM 

1.1 BID INFORMATION 

A. Bidder:  ____________________________________________________. 

B. Project Name:  GLTC Operations & Maintenance Facility  

C. Project Location:  419 Bradley Dr., Lynchburg Virginia 24501. 

D. Owner:  Greater Lynchburg Transit Company 

E. Architect:  Alexandria Architecture, Engineering, Land Surveying & Landscape Architects, Inc. 

1.2 BID FORM SUPPLEMENT 

A. This form is required to be attached to the Bid Form. 

B. The undersigned Bidder proposes the amounts below be added to or deducted from the Contract 
Sum on performance and measurement of the individual items of Work. 

C. If the unit price does not affect the Work of this Contract, the Bidder shall indicate "NOT 
APPLICABLE." 

1.3 UNIT PRICES 

A. Unit-Price No. 1:  Removal of unsatisfactory soil material. 

1. _______________________________________ Dollars ($_____________) per CY. 

B. Unit-Price No. 2:  Replacement with unsuitable soil with select borrow. 

1. _______________________________________ Dollars ($_____________) per CY. 

C. Unit-Price No. 3:  Rock excavation and replacement with satisfactory soil material. 

1. _______________________________________ Dollars ($_____________) per CY. 

D. Unit-Price No. 4:  Broom Finish Concrete Sidewalk 

1. _______________________________________ Dollars ($_____________) per SF. 

E. Unit-Price No. 5:  Asphalt Paving 

1. _______________________________________ Dollars ($_____________) per SF. 

 
 
UNIT PRICES FORM 1 

 



Greater Lynchburg Transit Co.       
GLTC Operations & Maint. Facility 
Lynchburg, Virginia 
 

F. Unit-Price No. 6:  Concrete Paving 

1. _______________________________________ Dollars ($_____________) per SF. 

G. Unit-Price No. 7:  Concrete Curb 

1. _______________________________________ Dollars ($_____________) per LF. 

H. Unit-Price No. 8:  Pipe Bollard - Exterior 

1. _______________________________________ Dollars ($_____________) per EA. 

I. Unit-Price No. 9:  Pipe Bollard - Interior 

1. _______________________________________ Dollars ($_____________) per EA. 

J. Unit-Price No. 10:  Chain Link Fencing – 6’ ht. 

1. _______________________________________ Dollars ($_____________) per LF. 

K. Unit-Price No. 11:  Decorative Metal Fence – 4’ ht. 

1. _______________________________________ Dollars ($_____________) per LF. 

L. Unit-Price No. 12:  Chain Link Fencing Gate – 6’ ht. 

1. _______________________________________ Dollars ($_____________) per EA. 

M. Unit-Price No. 13:  Topsoil and Seed 

1. _______________________________________ Dollars ($_____________) per SF. 

1.4 SUBMISSION OF BID SUPPLEMENT 

Respectfully submitted this ____ day of ____________, 2014. 

Submitted By: _______________________________ 

 
(Insert name of bidding firm or corporation) 

Authorized 
Signature: _______________________________ 

 
(Handwritten signature) 

Signed By: _______________________________ 

 
(Type or print name) 

Title: _______________________________ 

 
(Owner/Partner/President/Vice President 

 
UNIT PRICES FORM 2 

 



Greater Lynchburg Transit Co.       
GLTC Operations & Maint. Facility 
Lynchburg, Virginia 
 
END OF DOCUMENT 

 
UNIT PRICES FORM 3 
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KEY PLAN

9/24/14

As indicated

BUILDING ELEVATIONS

A300

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 3/32" = 1'-0"1
EAST ELEVATION

 3/32" = 1'-0"2
NORTH ELEVATION

 3/32" = 1'-0"3
WEST ELEVATION

 3/32" = 1'-0"4
SOUTH ELEVATION

0' 32'-0"16'-0"8'-0"4'-0"

SCALE: 3/32"=1'-0"

 3/32" = 1'-0"5
EAST ELEVATION - ADMIN NORTH

 3/32" = 1'-0"6
EAST ELEVATION - ADMIN SOUTH

 3/32" = 1'-0"7
WEST ELEVATION - SERVICE LANE NORTH

 3/32" = 1'-0"8
WEST ELEVATION - SERVICE LANE SOUTH

0' 32'-0"16'-0"8'-0"4'-0"

SCALE: 3/32"=1'-0"

0' 32'-0"16'-0"8'-0"4'-0"

SCALE: 3/32"=1'-0"

0' 32'-0"16'-0"8'-0"4'-0"

SCALE: 3/32"=1'-0"
NOTES:
1. WHERE POSSIBLE CENTER OR ALIGN LOUVERS
ABOVE DOORS OR OPENINGS
2. POSITION LOUVERS IN METAL PANELS TO
EXTEND ACROSS FEWEST PANEL JOINTS

 3/16" = 1'-0"A
EXT-3 TYPICAL WALL OPENING ELEVATION

Revision
Number

Issued by Revision Description Revision Date

1 ADDENDUM 2 2/25/15

KEYNOTE LEGEND

Key Value Keynote Text

04 20 00.A1 GROUND FACE CONCRETE MASONRY
UNIT

05 50 00.A3 BOLLARD

08 11 13 HOLLOW METAL DOORS AND FRAMES

08 33 23.A1

08 36 13.A1 GLASS PANEL SECTIONAL DOOR

08 41 13 ALUMINUM-FRAMED ENTRANCES AND
STOREFRONTS

08 41 13.A1 ALUMINUM AND GLASS ENTRANCE
DOORS

08 41 13.B1 ALUMINUM STOREFRONT SYSTEM

08 51 13 ALUMINUM WINDOWS

08 51 13.A1 PROJECTED CASEMENT/FIXED WINDOW

08 51 13.C1 ALUM WINDOW FIXED/FIXED

08 90 00 LOUVERS

13 12 00.A1 PRE-ENGINEERED ROOF CANOPY AND
COLUMNS

13 34 19 METAL BUILDING SYSTEM

13 34 19.A1 HIGH DEFINITION METAL PANELS

13 34 19.A2 HORIZONTAL RIBBED METAL PANELS

13 34 19.A3 VERTICAL RIBBED METAL PANELS

13 34 19.B1 STANDING SEAM METAL ROOFING

13 34 19.B3 RAIN LEADER

1

1

1

1

1

1

1

1

1

1
1

1

1



T ectonic Cop yright 2007

FFE
0"

FFE
0"

T.O. ADMIN WALL
11' - 10"

POMKJIHGFECBA

T.O. SERVICE WALL
20' - 0"

2

A350

SERVICE LANE

S1

PARTS
STORAGE

M123

A400

1

SERVICE FLOOR
-6"

A401

2

LD

T.O. ENTRANCE WALL
18' - 6"

T.O. ROOF RIDGE
30' - 2"

MAINTENANCE
BREAK ROOM

M107

TIRE STORAGE

M124

WOMENS
LOCKER/SHOWER

RM

M105A

MENS
LOCKER/SHOWER

RM

M104A

N

08 41 13.F1

10 22 13.A1

T.O. MAINT WALL
14' - 0"

A430

9

A430

10

VACUUM

M128
WAITING AREA

A101A

TOOL STORAGE
3

M103

CORRIDOR

M14CORRIDOR

M10

CORRIDOR

A3

10 51 13.A1

W12 W12A W12B W12B W12B W12B W12B W12B

08 51 13.A1 TYP

L-4
BEHIND

LOUVERS

R = 642' - 2"

20'-0"

UNDERSIDE
OF ROOF @
COL LINE A

22'-4"

UNDERSIDE
OF ROOF @
COL LINE C

R = 396' - 6"
15'-6"

18'-5"

UNDERSIDE
OF ROOF @
COL LINE P

UNDERSIDE
OF ROOF @
COL LINE O

R = 914' - 6"

14'-5"

UNDERSIDE
OF ROOF @
COL LINE M

11'-10"

UNDERSIDE
OF ROOF @
COL LINE P

FFE
0"

T.O. LOW WALL
16' - 6"

4

A350

FARE BOX
REPAIR

M112

REPAIR BAY

M5

WORKSTATIONS
(3)

M111

A400

2

A401

3

T.O. HIGH WALL
25' - 6"

T.O. ROOF RIDGE
30' - 2"

W. TOIL.

M105

08 36 13.A1

13 34 19.A3

13 34 19.B3

09 51 00

09 29 00

13 34 19.A3

13 34 19.B3

2.1 3.1 4.1 4.2 5.1 6.1 7.2

T.O. MAINT WALL
14' - 0"

A403

2
6 7

LUBE ROOM

M118

PASSAGE

M12A

CORRIDOR

M12

W7 W14

L-10

W14

25'-5"

28'-5"

UNDERSIDE
OF ROOF @
COL LINE 4.2

UNDERSIDE
OF ROOF @
COL LINE 2.1

16'-6"

UNDERSIDE
OF ROOF @
COL LINE 7.2

R = 1232' - 10"

R = 1790' - 8"

19'-9"

UNDERSIDE
OF ROOF @
COL LINE 4.2

FFE
0"

T.O. LOW WALL
16' - 6"

4

A350

A400

3

T.O. HIGH WALL
25' - 6"

T.O. ROOF RIDGE
30' - 2"

PARTS
STORAGE

M123

RECEIVING

M122

CHASSIS WASH

M1

08 33 23.A1

14 45 0015410.E1

08 33 23.A1

08 51 13

13 34 19.A3

08 33 00.A1

2.13.14.14.25.16.17.2 67
13

A430

CHASSIS WASH PIT;
RE: STRUCT DWGS

L-2

16'-6"
19'-9"

28'-5"

25'-5"

UNDERSIDE
OF ROOF @
COL LINE 7.2

UNDERSIDE
OF ROOF @
COL LINE 4.2

UNDERSIDE
OF ROOF @
COL LINE 4.2

UNDERSIDE
OF ROOF @
COL LINE 2.1

R = 1232' - 10"

R = 1709' - 8"

3 4 5 821

4

A350

SERVICE FLOOR
-6"

T.O. HIGH WALL
25' - 6"

T.O. ROOF RIDGE
30' - 2"

A401

1

SERVICE LANE

S1

08 33 23.B1

FUELING SUPPORT

08 33 23.B1

08 11 13

15410.E1

DIVISION 22

2.1 3.1 4.1 4.2 5.1 6.1 7.26 7

13

A430

4 4

23

23

1

1

5

5

FFE
0"

T.O. ADMIN WALL
11' - 10"

3 4 5 821

4

A350

T.O. ENTRANCE WALL
18' - 6"

4

A402

6 7

1

A402

A403

3

A404

2

A404

3
13 34 19.B1

08 41 13.B108 51 13.A1

09 51 00 13 34 19.E2
MECH DUCTWORK; RE: MECH DWGS

13 34 19.B1

CONCRETE SLAB; RE: STRUCT DWGS

W5A
W14 W14 W14 W4 W14 W14 W14 W14 W14 W14 W14 W14

W1

W14 W14

TRUE

DWG. No.

PROJ. No.

SCALE

DATE

DWG. TITLE

DWN. CHK.

NOTES
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KEY PLAN

9/24/14

As indicated

BUILDING SECTIONS

A350

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 3/32" = 1'-0"4
EAST/WEST SECTION

 3/32" = 1'-0"2
NORTH/SOUTH SECTION

0' 32'-0"16'-0"8'-0"4'-0"

SCALE: 3/32"=1'-0"

 3/32" = 1'-0"3
NORTH/SOUTH SECTION 2

 3/32" = 1'-0"1
NORTH/SOUTH SECTION 3

0' 32'-0"16'-0"8'-0"4'-0"

SCALE: 3/32"=1'-0"

0' 32'-0"16'-0"8'-0"4'-0"

SCALE: 3/32"=1'-0"

0' 32'-0"16'-0"8'-0"4'-0"

SCALE: 3/32"=1'-0"

KEYNOTE LEGEND

Key Value Keynote Text

08 11 13 HOLLOW METAL DOORS AND FRAMES

08 33 00.A1 COILING DOOR-EXTERIOR

08 33 23.A1

08 33 23.B1

08 36 13.A1 GLASS PANEL SECTIONAL DOOR

08 41 13.B1 ALUMINUM STOREFRONT SYSTEM

08 41 13.F1 ALUMINUM-FRAMED CURTAINWALL
SYSTEM

08 51 13 ALUMINUM WINDOWS

08 51 13.A1 PROJECTED CASEMENT/FIXED WINDOW

09 29 00 GYPSUM BOARD

09 51 00 ACOUSTICAL CEILINGS

10 22 13.A1 WIRE MESH PARTITION

10 51 13.A1 12"x18"x72" LOCKER

13 34 19.A3 VERTICAL RIBBED METAL PANELS

13 34 19.B1 STANDING SEAM METAL ROOFING

13 34 19.B3 RAIN LEADER

13 34 19.E2 SEGMENTED STEEL BEAM

14 45 00

15410.E1

DIVISION
22

PLUMBING

 3/32" = 1'-0"5
BUILDING SECTION

0' 32'-0"16'-0"8'-0"4'-0"

SCALE: 3/32"=1'-0"

Revision
Number

Issued by Revision Description Revision Date

1 ADDENDUM 2 2/25/15
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1



FFE
0"

A

T.O. SERVICE WALL
20' - 0"

SERVICE FLOOR
-6"

3'-4"

T.O. MASONRY

13 34 19.B4

13 34 19.B2

13 34 19.B3

EXT-1

13 34 19.C1

13 34 19.E3

A450

1

A450

2

A450

17

A450

18

13 34 19.E4

CONC FOUNDATION; RE: STRUCT DWGS

CONC SLAB ON GRADE; RE: STRUCT DWGS

13 34 19.A4

13 34 19.F1

13 34 19.E2

4' - 0"

7 1/2"

1' - 6"

FFE
0"

T.O. HIGH WALL
25' - 6"

3'-4"

T.O. MASONRY

13 34 19.B4

13 34 19.B2

EXT-1

08 36 13.A1

13 34 19.C1

13 34 19.E3

4' - 0"

6'
 -

 6
"

5'
 -

 0
"

14
' -

 0
"

T
Y

P

20
' -

 0
"

2.1

A450

3

A450

4

A450

5

A450

1
Sim

13 34 19.E2

13 34 19.E4

13 34 19.E1

13 34 19.A4

13 34 19.C3

CONC FOUNDATION; RE: STRUCT DWGS

TRENCH DRAIN/BOLLARD; RE: STRUCT DWGS

FALL PROTECTION BEAM ASSEMBLY

BOLLARD; RE: STRUCT DWGS

REPAIR BAY

M5

FFE
0"

T.O. LOW WALL
16' - 6"

08 51 13

EXT-2

08 33 00.A1

11
"

3'
 -

 0
"

2'
 -

 7
"

10
' -

 0
"

7.2

4' - 0"

A450

6 A450

7

A450

8

A450

9

CONC FOUNDATION; RE: STRUCT DWGS

TRENCH DRAIN/BOLLARD; RE: STRUCT DWGS

BOLLARD; RE: STRUCT DWGS

13 34 19.E4

13 34 19.E2

13 34 19.A4

13 34 19.E1

13 34 19.B1

13 34 19.C1

13 34 19.E3

EXT-2

RECEIVING

M122

13 34 19.F1

13 34 19.D6

FRAMING FOR COILING
DOOR BY PEMB

08 33 00.A1

WALL MOUNT EXTERIOR LED LIGHT;
RE: ELEC DWGS

DWG. No.

PROJ. No.

SCALE

DATE

DWG. TITLE

DWN. CHK.

NOTES
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 3/4" = 1’−0"

WALL SECTIONS

A400

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 3/4" = 1'-0"1
WALL SECTION

 3/4" = 1'-0"2
WALL SECTION

 3/4" = 1'-0"3
WALL SECTION

KEYNOTE LEGEND

Key Value Keynote Text

08 33 00.A1 COILING DOOR-EXTERIOR

08 36 13.A1 GLASS PANEL SECTIONAL DOOR

08 51 13 ALUMINUM WINDOWS

13 34 19.A4 METAL SOFFIT SYSTEM

13 34 19.B1 STANDING SEAM METAL ROOFING

13 34 19.B2 STANDING SEAM METAL ROOFING W/
INTERIOR METAL PANEL

13 34 19.B3 RAIN LEADER

13 34 19.B4 GUTTER

13 34
19.C1

PURLIN

13 34
19.C3

Z PURLIN W/ SUPPORT BRACKET

13 34
19.D6

HEAD

13 34 19.E1 STEEL BEAM

13 34 19.E2 SEGMENTED STEEL BEAM

13 34 19.E3 ADJUSTABLE HEIGHT METAL ANGLE

13 34 19.E4 TAPERED COLUMN

13 34 19.F1 SNOW GUARDS

0' 4'-0"2'-0"1'-0"6"

SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"

SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"

SCALE: 3/4"=1'-0"

Revision
Number

Issued by Revision Description Revision Date

1 ADDENDUM 2 2/25/15

1



1

SERVICE FLOOR
-6"

3'-4"

T.O. MASONRY

13 34 19.A5

EXT-1

08 33 23.B1

A450

10

CONC FOUNDATION; RE: STRUCT DWGS

BOLLARD; RE: STRUCT DWGS

13 34 19.E2

8'
 -

 4
"

14
' -

 0
"

METAL FRAMING
BY PEMB

FFE
0"

P

T.O. ENTRANCE WALL
18' - 6"

3'-4"

T.O. MASONRY

13 34 19.A5

04 20 00.A1

09 10 00.B5

09 29 00.A1

13 34 19.A4

7' - 0"

A450

14

A450

15

A450

16

08 41 13.F1

A450

19

13 34 19.B1 BEYOND

13 34 19.B1

13 34 19

13 34 19.E1

09 51 00

CONC FOUNDATION;
RE: STRUCT DWGS

CONC SLAB ON GRADE;
RE: STRUCT DWGS

STEEL TUBE; COORD HEIGHT WITH
CURTAINWALL MANUFACTURER; RE:
STRUCT DWGS FOR SIZE AND TYPE

08 41 13.F1 STEEL ANCHORAGE BY CURTAINWALL MANUFACTURER

13 34 19.B4 BEYOND

A880

12
Sim

15
' -

 2
"

3'
 -

 4
"

EXT-3

FFE
0"

T.O. LOW WALL
16' - 6"

3'-4"

T.O. MASONRY

EXT-2

13 34 19.B4

13 34 19.B1

13 34 19.E3

13 34 19.C1

4' - 0"

13 34 19.B3

13 34 19.A4

7.2

CONC FOUNDATION;
RE: STRUCT DWGS

CONC SLAB ON GRADE;
RE: STRUCT DWGS

13 34 19.E4

13 34 19.E2

A450

6
Sim

A450

7
Sim

13 34 19.F1

MECH DROP; RE: MECH DWGS

10 30 00.A1

PROVIDE CONCRETE
'STEP' IN FOUNDATION AT
LUBE ROOM ONLY; COORD
WITH STRUCT DWGS

0'
 -

 8
"

0' - 8"

13
' -

 2
"

3'
 -

 4
"

13 34 19.E6

SPLASH PAD; RE: LA DWGS

A450

17
Sim

SPILL BARRIER (IN OPEN POSITION)

1

DWG. No.

PROJ. No.

SCALE

DATE
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DWN. CHK.

NOTES

THIS DOCUMENT, AND THE IDEAS AND DESIGNS INCORPORATED HEREIN, AS AN
INSTRUMENT OF  PROFESSIONAL SERVICE, IS THE PROPERTY OF WENDEL
DUCHSCHERER AND IS NOT TO BE USED IN WHOLE OR IN PART, FOR ANY OTHER
PROJECT WITHOUT THE WRITTEN AUTHORIZATION OF WENDEL DUCHSCHERER.
UNAUTHORIZED ALTERATION OR ADDITION TO  ANY SURVEY DRAWING, DESIGN,
SPECIFICATION, PLAN OR REPORT IS A VIOLATION OF SECTION 7209, PROVISION 2 OF
THE NEW YORK STATE EDUCATION LAW.

-
-
-
-

ALEXANDRIA ARCHITECTURE, ENGINEERING,
LAND SURVEYING & LANDSCAPE ARCHITECTS, INC

Operations &
Maintenance Facility

PROJECT ADDRESS:

1301 Kemper Street PO Box 797
Lynchburg, VA 24505−0797

1420 King Street, Suite 510
Alexandria, VA 22314

www.wendelcompanies.com
p:703.299.8718    f:703.299.8719

9/24/14

 3/4" = 1’−0"

WALL SECTIONS

A401

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 3/4" = 1'-0"1
WALL SECTION

 3/4" = 1'-0"2
WALL SECTION

KEYNOTE LEGEND

Key Value Keynote Text

04 20 00.A1 GROUND FACE CONCRETE MASONRY
UNIT

08 33 23.B1

08 41 13.F1 ALUMINUM-FRAMED CURTAINWALL
SYSTEM

09 10 00.B5 8" METAL STUD

09 29 00.A1 5/8" GYPSUM WALL BOARD

09 51 00 ACOUSTICAL CEILINGS

10 30 00.A1 AUTOMATIC SPILL BARRIER

13 34 19 METAL BUILDING SYSTEM

13 34 19.A4 METAL SOFFIT SYSTEM

13 34 19.A5 METAL FASCIA TRIM

13 34 19.B1 STANDING SEAM METAL ROOFING

13 34 19.B3 RAIN LEADER

13 34 19.B4 GUTTER

13 34
19.C1

PURLIN

13 34 19.E1 STEEL BEAM

13 34 19.E2 SEGMENTED STEEL BEAM

13 34 19.E3 ADJUSTABLE HEIGHT METAL ANGLE

13 34 19.E4 TAPERED COLUMN

13 34 19.E6 STEEL CHANNEL FRAMING

13 34 19.F1 SNOW GUARDS

 3/4" = 1'-0"3
WALL SECTION

0' 4'-0"2'-0"1'-0"6"

SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"

SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"

SCALE: 3/4"=1'-0"

Revision
Number

Issued by Revision Description Revision Date

1 ADDENDUM 2 2/25/15



FFE
0"

C

CONC FOUNDATION; RE: STRUCT DWGS

SLAB ON GRADE CONC; RE: DWGS

EXT-1

08 11 13

03 45 00

13 34 19.A2

A451

5

LOUVER; RE: MECH DWGS

FFE
0"

T.O. ROOF RIDGE
30' - 2"

4.2

T.O. MAINT WALL
14' - 0"

PNT VERTICAL STEEL SUPPORT TO STEEL ABOVE

ROUND MECH DUCT; RE: MECH DWGS

FARE BOX
REPAIR

M112

WORKSTATIONS
(3)

M111

M8F M8

09 29 00.A1

6"

13 34 19.E4

08 51 13.D1

13 34 19.B1

13 34 19.E2

S4A

SOUND ATTENUATION
BLANKET - FULL DEPTH

DUCTWORK BEYOND

DUCTWORK BEYOND

LOUVER BEYOND; RE: MECH DWGS

DUCTWORK; RE: MECH DWGS

A450

11

A450

12

A450

13

A450

4
Sim

A450

5
Sim

5' - 5"

A450

1
Sim

A450

2
Sim

4'
 -

 0
"

09 29 00.A1

06 05 73.A1

EXT-1

BATTON AND
SEAL EDGES

09 10 00

09 51 00

STEEL SUPPORT STRUCTURE; RE: STRUCT
DWGS; PAINT; COLOR BY ARCHITECT

CONC SLAB RE:
STRUCT DWGS

13 34 19.B2

DESIGN ROOF PURLIN FOR A
SUSPENDED WALL LOAD OF
250 LBS PER LINEAR FOOT

FFE
0"

T.O. ADMIN WALL
11' - 10"

1

A880

2A
TYP

08 41 13

CONC FOUNDATION; RE: STRUCT DWGS

WALL MOUNTED LIGHT FIXTURE; RE: ELEC DWGS

A451

3

13 34 19.E2

A450

10
Sim

STONE FILL; RE: LA DWGS

TURNED DOWN SLAB ON GRADE
CONC; RE: STRUCT DWGS

A905

26

2'
 -

 1
1"

8'
 -

 1
1"

DWG. No.

PROJ. No.

SCALE
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DWN. CHK.

NOTES

THIS DOCUMENT, AND THE IDEAS AND DESIGNS INCORPORATED HEREIN, AS AN
INSTRUMENT OF  PROFESSIONAL SERVICE, IS THE PROPERTY OF WENDEL
DUCHSCHERER AND IS NOT TO BE USED IN WHOLE OR IN PART, FOR ANY OTHER
PROJECT WITHOUT THE WRITTEN AUTHORIZATION OF WENDEL DUCHSCHERER.
UNAUTHORIZED ALTERATION OR ADDITION TO  ANY SURVEY DRAWING, DESIGN,
SPECIFICATION, PLAN OR REPORT IS A VIOLATION OF SECTION 7209, PROVISION 2 OF
THE NEW YORK STATE EDUCATION LAW.

-
-
-
-

ALEXANDRIA ARCHITECTURE, ENGINEERING,
LAND SURVEYING & LANDSCAPE ARCHITECTS, INC

Operations &
Maintenance Facility

PROJECT ADDRESS:

1301 Kemper Street PO Box 797
Lynchburg, VA 24505−0797

1420 King Street, Suite 510
Alexandria, VA 22314

www.wendelcompanies.com
p:703.299.8718    f:703.299.8719

9/24/14

 3/4" = 1’−0"

WALL SECTIONS

A403

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 3/4" = 1'-0"1
Section 5

 3/4" = 1'-0"2
COMMON AISLE WALL SECTION

 3/4" = 1'-0"3
Section 7

0' 4'-0"2'-0"1'-0"6"

SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"

SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"

SCALE: 3/4"=1'-0"

KEYNOTE LEGEND

Key Value Keynote Text

03 45 00 PRECAST ARCHITECTURAL CONCRETE

06 05 73.A1 2-LAYERS 5/8" FIRE RETARDANT
TREATED PLYWOOD

08 11 13 HOLLOW METAL DOORS AND FRAMES

08 41 13 ALUMINUM-FRAMED ENTRANCES AND
STOREFRONTS

08 51
13.D1

ALUM RIBBON WINDOW FIXED

09 10 00 NON-STRUCTURAL METAL FRAMING

09 29 00.A1 5/8" GYPSUM WALL BOARD

09 51 00 ACOUSTICAL CEILINGS

13 34 19.A2 HORIZONTAL RIBBED METAL PANELS

13 34 19.B1 STANDING SEAM METAL ROOFING

13 34 19.B2 STANDING SEAM METAL ROOFING W/
INTERIOR METAL PANEL

13 34 19.E2 SEGMENTED STEEL BEAM

13 34 19.E4 TAPERED COLUMN

Revision
Number

Issued by Revision Description Revision Date

1 ADDENDUM 2 2/25/15

1



FFE
0"

4.2

T.O. MAINT WALL
14' - 0"

A450

13
Sim

A450

1
Sim

5' - 5"

4'
 -

 0
"

9'
 -

 0
"

A450

4
Sim

A450

5
Sim

A450

2
Sim

13 34 19.E2

A450

11
Sim

A450

12
Sim

13 34 19.B1

09 29 00.A1

M8

MECH DUCT; RE: MECH DWGS

STEEL SUPPORT
STRUCTURE; RE:
STRUCT DWGS; PAINT;
COLOR BY ARCHITECT

CONC SLAB RE:
STRUCT DWGS

LIGHT FIXTURE;
RE: ELEC DWGS

TIRE STORAGE

M124

13 34 19.B2

DESIGN ROOF PURLIN FOR A
SUSPENDED WALL LOAD OF
250 LBS PER LINEAR FOOT

FFE
0"

T.O. ADMIN WALL
11' - 10"

8

CONCRETE FOUNDATION; RE: STRUCTURAL DWGS

CONCRETE SLAB; RE: STRUCTURAL DWGS

LINEAR DIFFUSER;
RE: MECH DWGS

09 51 00

08 51 13.A1

13 34 19.E2

13 34 19.A5

13 34 19.A5

13 34 19.B1 ROOF TYPE 1

A905

6
Sim

A905

14
Sim

3'
 -

 6
"

5'
 -

 0
"

3'
 -

 4
"

EXT-3

/A A300SEE TYP

07 14 16

T.O. ADMIN WALL
11' - 10"

T.O. ENTRANCE WALL
18' - 6"

7

13 34 19.A5

13 34 19.A5

13 34 19.B1

13 34 19.B1

13 34 19.C1

13 34 19.D2

13 34 19.D4

13 34 19.C1

13 34 19.A3

13 34 19.E613 34 19.E6 STRUCTURAL FRAMING BY PEMB

EXT-3

F4

13 34 19.C1

13 34 19.E2

09 29 00.A1

ROOF TYPE 1

ROOF TYPE 1

A880

5B

09 10 00.B3DIAGONAL
BRACING

09 51 00

SUSPENDED LIGHT
FIXTURE; RE: ELEC
DWGS

DEFLECTION TRACK

09 10 00.D1
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 3/4" = 1’−0"

WALL SECTIONS

A404

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 3/4" = 1'-0"1
WALL SECTION

 3/4" = 1'-0"2
WALL SECTION

 3/4" = 1'-0"3
WALL SECTION

0' 4'-0"2'-0"1'-0"6"

SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"

SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"

SCALE: 3/4"=1'-0"

KEYNOTE LEGEND

Key Value Keynote Text

07 14 16 COLD FLUID-APPLIED WATERPROOFING

08 51 13.A1 PROJECTED CASEMENT/FIXED WINDOW

08 51
13.D1

ALUM RIBBON WINDOW FIXED

09 10 00.B3 3 5/8" METAL STUD

09 10
00.D1

6" RUNNER TRACK

09 29 00.A1 5/8" GYPSUM WALL BOARD

09 51 00 ACOUSTICAL CEILINGS

13 34 19.A3 VERTICAL RIBBED METAL PANELS

13 34 19.A5 METAL FASCIA TRIM

13 34 19.B1 STANDING SEAM METAL ROOFING

13 34 19.B2 STANDING SEAM METAL ROOFING W/
INTERIOR METAL PANEL

13 34
19.C1

PURLIN

13 34
19.D2

PANEL SUPPORT FLASHING

13 34
19.D4

CLOSURE TRIM

13 34 19.E2 SEGMENTED STEEL BEAM

13 34 19.E4 TAPERED COLUMN

13 34 19.E6 STEEL CHANNEL FRAMING

Revision
Number

Issued by Revision Description Revision Date

1 ADDENDUM 2 2/25/15
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09 30 00.A2

09 30 00.A1

6'
 -

 0
"

SC

CH

GB

SH

TB

SC SC

GB

09 30 00.A1 TYPE 1

TYPE 3

SHOWER BASE;
RE: PLUMB DWGS

10 51 13.B2

10 51 13.A1

1' - 8" 3' - 0" 3' - 2 1/2" 2' - 9"

09 30 00.A1

SCSC

GB GB

SC

SH SH
SS

TB TB

GB GB

CHCH

6'
 -

 0
"

09 30 00.A1

09 30 00.A2

TYPE 1

TYPE 3

5' - 0 1/2" 5' - 0 1/2"7"

09 30 00.A1

09 30 00.A2

6'
 -

 0
"

10 51 13.B2

CH

SC

GB

SS

GWB; PNT

7' - 10"2' - 9"

SHOWER BASE;
RE: PLUMB DWGS

09 30 00.A1

09 30 00.A1 TYPE 3

TYPE 1

09 30 00.A1

09 30 00.A2

6'
 -

 0
"

SC

10 51 13.B2

09 30 00.A1

10' - 9 1/2"

TYPE 3

TYPE 1

10 51 13.A2

10 51 13.A1

09 30 00.A2

MS

09 65 00.A2

09 51 00

T
Y

P

5'
 -

 0
"

12 90 00.A1

12 90 00.A1

VENDING MACHINES;
NIC

REFRIGERATOR

06 40 00.B1

06 40 00.A1

09 65 00.A2

10 51 13.A3

10 51 13.A3

10 51 13.B2

10 51 13.A4

10 51 13.A3

09 65 00.A2

09 65 00.A2

RECESSED MOUNTED,
FRONT-LOADING MAILBOXES

ELEC. PANELS;
SEE ELEC. DWGS

06 40 00.G1 TRIM

28
"

35
 1

/2
"

EQ EQ

22 3/4"

10 55 00

COUNT: 119

30" 36"
36"

36" 18"

09 51 00 09 51 00 09 51 00

06 40 00.B1

06 40 00.A1

REFRIGERATOR / FREEZER -
50% OF FREEZER STORAGE
LOCATED LESS THAN 54" AFF

ICE MACHINE 09 65 00.A2

09 65 00.A2

EXPOSED BEAM; PNT

4

A800

Sim
2

A800

Sim

10 22 26.A1

09 65 00.A2

T
Y

P

5'
 -

 0
"

12 90 00.A1
12 90 00.A1

T
Y

P
.

5'
 -

 0
"

06 40 00.A1

06 40 00.B1

09 65 00.A2

36" 36"

4

A800

Sim

T
Y

P
.

5'
 -

 0
"

12 90 00.A1

4'
 -

 0
"

MBHMBHMBH

09 30 00.A2

MS

6'
 -

 0
"

4"
4"

4"
4'

 -
 8

"
4"

GLAZED WALL TILE (TYPE 4):
PROVIDE FLAT TILE COMPLYING WITH
THE FOLLOWING REQUIREMENTS:
1. MODULE SIZE: 2 BY 4 INCHES
2. THICKNESS: 5/16 INCH, MINIMUM
3. FACE: PLAIN
4. MANUFACTURER AND PRODUCT:
CROSSVILLE; LIMESTONE
5. COLOR: MIDNIGHT

GLAZED WALL TILE (TYPE 3)

CERAMIC QUARRY TILE - BASE

GLAZED WALL TILE (TYPE 1)
MANUFACTURER AND PRODUCT:
CROSSVILLE; LIMESTONE
COLOR: SANT' ANDREA

GLAZED WALL TILE (TYPE 1)
COLOR: SANT' ANDREA

GLAZED WALL TILE (TYPE 2): PROVIDE
FLAT TILE COMPLYING WITH THE
FOLLOWING REQUIREMENTS:
1. MODULE SIZE: 4 BY 8 INCHES
2. THICKNESS: 5/16 INCH, MINIMUM
3. FACE: PLAIN
4. MANUFACTURER AND PRODUCT:
CROSSVILLE; LIMESTONE
5. COLOR: LIPIKA

GWB BEYOND

TYP FULL HEIGHT TILE WALL TYP PARTIAL HEIGHT TILE WALL

ALUM TRIM PER 2A/A906

DWG. No.

PROJ. No.

SCALE

DATE

DWG. TITLE

DWN. CHK.

NOTES

THIS DOCUMENT, AND THE IDEAS AND DESIGNS INCORPORATED HEREIN, AS AN
INSTRUMENT OF  PROFESSIONAL SERVICE, IS THE PROPERTY OF WENDEL
DUCHSCHERER AND IS NOT TO BE USED IN WHOLE OR IN PART, FOR ANY OTHER
PROJECT WITHOUT THE WRITTEN AUTHORIZATION OF WENDEL DUCHSCHERER.
UNAUTHORIZED ALTERATION OR ADDITION TO  ANY SURVEY DRAWING, DESIGN,
SPECIFICATION, PLAN OR REPORT IS A VIOLATION OF SECTION 7209, PROVISION 2 OF
THE NEW YORK STATE EDUCATION LAW.

-
-
-
-

ALEXANDRIA ARCHITECTURE, ENGINEERING,
LAND SURVEYING & LANDSCAPE ARCHITECTS, INC

Operations &
Maintenance Facility

PROJECT ADDRESS:

1301 Kemper Street PO Box 797
Lynchburg, VA 24505−0797

1420 King Street, Suite 510
Alexandria, VA 22314

www.wendelcompanies.com
p:703.299.8718    f:703.299.8719

9/24/14

As indicated

INTERIOR ELEVATIONS

A602

09/24/2014

BW1

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY
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419 Bradley Dr,
Lynchburg, VA

24501−4901

 1/4" = 1'-0"1
W.SHWR.A133B-NORTH

 1/4" = 1'-0"2
W.SHWR.A133B-EAST

 1/4" = 1'-0"3
W.SHWR.A133B-SOUTH

 1/4" = 1'-0"4
W.SHWR.A133B-WEST

 1/4" = 1'-0"5
CUSTODIAL.A134-WEST

 1/4" = 1'-0"6
PANTRY/BREAK RM.A139-WEST

 1/4" = 1'-0"7
PANTRY/BREAK RM.A139-SOUTH

 1/4" = 1'-0"8
LOCKERS.A140-WEST

 1/4" = 1'-0"9
LOCKERS.A140-EAST

 1/4" = 1'-0"10
CORR.-EAST

 1/4" = 1'-0"11
PANTRY/BREAK RM.A139-EAST

 1/4" = 1'-0"12
TRAINING RM.A118/A119-NORTH

 1/4" = 1'-0"13
MOBILITY CENTER.A120-WEST

KEYNOTE LEGEND

Key Value Keynote Text

06 40 00.A1 PLASTIC-LAMINATE CABINETS

06 40 00.B1 SOLID-SURFACING MATERIAL
COUNTERTOP

06 40
00.G1

ENGINEERED RECLAIMED WOOD
PANELING

09 30 00.A1 CERAMIC WALL TILE

09 30 00.A2 CERAMIC BASE TILE

09 51 00 ACOUSTICAL CEILINGS

09 65 00.A2 RESILIENT BASE

10 22 26.A1 OPERABLE PARTITION

10 51 13.A1 12"x18"x72" LOCKER

10 51 13.A2 12"x18"x72" ADA LOCKER

10 51 13.A3 12"x18"x36" LOCKER

10 51 13.A4 12"x18"x36" ADA LOCKER

10 51 13.B1 6' BENCH

10 51 13.B2 20"x42" ADA BENCH

10 55 00 POSTAL SPECIALTIES: INFORMATION
SORTER

12 90 00.A1 TV-NIC; MOUNT CENTER 5'-0" AFF

CH COAT HOOK

GB GRAB BAR

MBH MOP AND BROOM HOLDER

MS MOP SINK

SC SHOWER CURTAIN AND ROD

SH SOAP HOLDER

SS FOLDING SHOWER SEAT

TB TOWEL BAR

GWB; PNT

 1/4" = 1'-0"14
CUSTODIAL.A134-SOUTH

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"

NOTE:  FOR ADDITIONAL NOTES AND DIMENSIONS
REFER TO DWG. G002

Revision
Number
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 3/8" = 1'-0"15
TYPICAL TILE WALL ELEVATION

1

NOTE: ELEVATION RELATES TO INTERIOR ELEVATIONS:
• 3, 4, 5, 13, 14, 16, 17, 18 ON A600
• 13, 14, 15, 16, 17 ON A601
• 1, 2, 3, 4 ON A602
• DETAILS 1, 2, 2A ON A906



NOTE:
LOCATE JAMB ANCHORS ABOVE HINGE REINF.
AND JUST BELOW TOP REINF. CLIPS ON STRIKE
SIDE OCCUR DIRECTLY OPPOSITE OF THOSE ON
THE HINGE SIDE.

ELEVATION/SECTION
ANCHOR @ HEAD OF JAMBSTUD ANCHOR & JAMB

MASONRY ANCHOR
& FLOOR SHOE

BOTTOM OF SLAB

CEILING TRACK

3/4" CHNL. WELD
OR SADDLE TIE
TO EACH STUD

DOUBLE STUDS
@ DOOR JAMBS

METAL
STUDS @
16" O.C.

FLOOR TRACK

FLOOR SLAB

DOOR
FRAME
ANCHORS

MASONRY

C
A

B

DOUBLE METAL STUDS

METAL RUNNER

BEND RUNNER
DOWN, FASTEN
TO METAL STUD

2" HEAD FRAME

DOOR JAMB

DOOR JAMB

14 GA. "Z"
ANCHOR 4 PER
JAMB

DOUBLE METAL STUDS

14 GA. "T"
ANCHOR 4
PER JAMB

14 GA.
FLOOR SHOE

BA C

9"

2'
 -

 9
"

2'
 -

 9
"

9"

3'
 -

 4
" 5'
 -

 0
"

3'
 -

 6
"

DEADLOCK STRIKECL

CL STRIKE FOR
KNOB LOCKS
HANDLE SETS
ROLLER LATCHES
EXIT DEVICES
THREE HINGE DIM.
& MODIFY FOR FOUR

   PUSH BAR
& PULL

CL

1 2

S
E

E
 S

C
H

E
D

U
LE

S
E

E
 S

C
H

E
D

U
LE

SEE SCHED

2"2"

2"

SEE SCHED

2" 2"

4"

A DC
HG

B

6"

6"
3"

30
"

F

VIEW WINDOWS

SAFETY STRIPING
ON GLAZING TYPE 3

4"

4"

E

7"
2'

 -
 6

"
6"

2 
1/

2"

2 1/2" 2 1/2"2 1/2" 2 1/2"

7"
2'

 -
 6

"
6"

2 
1/

2"

6"
30

"

3"

6" 45.00°

G3

G3 G3 G3

G3G3

G3
G3

G3 G3 G3

G3G3G3

G3G3G3

G3G3G3

G3G3G3

2 
1/

2"
2"

2 
1/

4"

6"

6"

1 
3/

4"
5/

8"2 1/2"

3/4"

2 1/4"

5/8"
1 3/4"

HEAD DETAIL2H JAMB DETAIL2I

JAMB DETAIL2D

JAMB DETAIL2M

08 41 13

EXT-2 & 3

1/2"

PART.

GWB
1/2"

2
"

3
/4

"

2" 2"

SEALANT
BOTH SIDES

1
/2

"

P
A

R
T

.

G
W

B
1
/2

"

2"
3/4"

2
"

2
"

SEALANT
BOTH SIDES

HEAD DETAIL2A HEAD DETAIL2CJAMB DETAIL2B

HEAD  DETAIL2N

4 "Z" CLIPS
PER JAMB

1"

2"

SEALANT
BOTH SIDES

METAL
FLASHING

E
X

T
-2

 &
 3

1"2"

SEALANT
BOTH SIDES

DOOR J-TRIM

COILING DOOR SILL DETAIL2USECTION DOOR SILL DETAIL2T

DOOR
(UNDERCUT 3/4")

CERAMIC TILE

CL

THRESHOLD

DOOR

INTEXT

THRESHOLD
SET IN BED OF
SEALANT

1/
2"

2
1

DOOR SILL DETAIL2P
DOOR SILL DETAIL2Q

JAMB DETAIL2FHEAD DETAIL2E

PART.

CMU

P
A

R
T

.

C
M

U

5 
1/

2"

1/
4"

1/4"

5 1/2"

CL

CL

PART.

CMU F2

P
A

R
T

.

C
M

U
F

2

2"

4"
3/

4"

1/4"

2"
5/8"

2" 2"

CL

CL

EQ EQ EQ EQ

5/
8"

4"

2"

DOOR

CONCRETEVCT

DOOR SILL DETAIL2R

TRANSITION STRIP

VCT

HEAD DETAIL2J JAMB DETAIL2K

1"

2"

SEALANT
BOTH SIDES

METAL
FLASHING

1"
2"

SEALANT
BOTH SIDES

DOOR J-TRIM JAMB DETAIL2L

1"2"

SEALANT
BOTH SIDES

SEALANT
BOTH SIDES

4 "Z" CLIPS
PER JAMB

CT

SEALANT;
BOTH SIDES

GWB FURRING

SEALANT
BOTH SIDES

CT
SEALANT; BOTH SIDES

GWB FURRING

4 "Z" CLIPS
PER JAMB

EXT-1

E
X

T
-1

E
X

T
-1

, 
2,

 3

1/
2"

 M
A

X
.

HOLLOW METAL DOOR W/
NEOPRENE SHOE

ALUM. THRESHOLD

COUNTERSINK ANCHORS,
MIN (4) PER THRESHOLD

THRESHOLD DETAIL2G

COILING OH DOOR
JAMB DETAIL

2V 2W COILING OH DOOR
JAMB DETAIL 2X COILING OH DOOR

JAMB DETAIL
2Y

COILING OH DOOR
JAMB DETAIL

2Z
SECTION OH DOOR
JAMB DETAIL

2BB
SECTION OH DOOR
HEAD DETAIL

2DD COILING/FABRIC OH DOOR DETAIL
2EE COILING/FABRIC OH DOOR DETAIL

2GG
FABRIC OH DOOR
JAMB DETAIL

2FF
FABRIC OH DOOR
JAMB DETAIL

METAL FRAME
DESIGNED BY PEMB
MANUFACTURER

PART.

CMU

COILING DOOR/FABRIC
ROLL UP DOOR
MOTOR/HOUSE

COILING DOOR/FABRIC
ROLL UP DOOR
MOTOR/HOUSE

METAL FRAME DESIGNED BY
PEMB MANUFACTURER

METAL FRAME
DESIGNED BY PEMB
MANUFACTURER

P
A

R
T

.

C
M

U

METAL FRAME DESIGNED
BY PEMB MANUFACTURER

TRACK BEYOND

METAL
FLASHING

METAL
FLASHING

EXT-1

3"

METAL FRAME
DESIGNED BY PEMB
MANUFACTURER

LO
W

E
X

T
-1

LO
W

E
X

T
-1

 &
 2

2AA SECTION DOOR
JAMB DETAIL

METAL FRAME DESIGNED
BY PEMB MANUFACTURER

H
IG

H

E
X

T
-1

2CC COILING/FABRIC OH DOOR DETAIL

COILING DOOR/FABRIC
ROLL UP DOOR
MOTOR/HOUSE

METAL FRAMING DESIGNED BY
PEMB MANUFACTURER

METAL FRAME
DESIGNED BY PEMB
MANUFACTURER

METAL
FLASHING

EXT-2

EXT-1

METAL FLASHING

E
X

T
-1

METAL FLASHING

METAL FRAME DESIGNED
BY PEMB MANUFACTURER

METAL FLASHING

E
X

T
-2

E
X

T
-1

3/4"

3/
4"

2 3/4"

2 
3/

4"

DOOR

VCTVCT

DOOR SILL DETAIL2O

TRANSITION STRIP

DOOR

CERAMIC TILE

CL

TRANSITION STRIP

DOOR SILL DETAIL2S

CERAMIC TILE

7"

08 41 13

STEEL PLATE

CONT. WELD

CONT. WELD

BENT METAL

STEEL PLATE

CONT. WELD

BENT METAL

CONT. WELD

BENT METAL

1"

LO
W

E
X

T
-1

METAL FRAME DESIGNED
BY PEMB MANUFACTURER

STEEL PLATE

CONT. WELD

CONT. WELD

BENT METAL

METAL FRAME
DESIGNED  BY PEMB
MANUFACTURER

METAL FRAME
DESIGNED BY PEMB
MANUFACTURER

GROUT
CORES SOLID

GROUT CORES SOLID

GROUT
CORES SOLID

GROUT
CORES SOLID

GROUT
CORES SOLID

BOND BEAM

METAL FRAME DESIGNED
BY PEMB MANUFACTURER

0'
 -

 7
"
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DOOR SCHEDULE

DOOR

NO.

DOOR OPENING FRAME DETAILS DOOR

LABEL HARDWARE REMARKSWIDTH HEIGHT MATERIAL DEPTH TYPE HEAD JAMB SILL MATERIAL THICKNESS TYPE

A100-1 6' - 0" 7' - 0" ALUM 4 1/2" 1 2N 2M 2R ALUM/ GL 1 3/4" E 01 Access Control

A100-2 6' - 0" 7' - 0" ALUM 4 1/2" 1 2N 2M 2O ALUM/ GL 1 3/4" E 02

A102-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 19

A103-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 20

A103-2 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03

A104-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 21

A105-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 22

A106-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03

A107-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03

A108-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03

A109-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03

A110-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03

A111-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03

A113-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03

A114-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A

A115-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03

A116-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2Q WD 1 3/4" A 08 3/4" Undercut

A117-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2Q WD 1 3/4" A 08 3/4" Undercut

A118-1 3' - 0" 7' - 0" HM 4 5/8" 1 2A 2B 2O WD 1 3/4" D 23 w/ Vision Panels

A119-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" D 24 w/ Vision Panels

A120-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 25

A120-2 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 25

A121-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03

A122-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03

A123-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 26

A125-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 27

A126-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03

A127-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03

A130-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 34

A131-1 6' - 0" 7' - 0" ALUM 4 1/2" 1 2N 2M 2R ALUM/ GL 1 3/4" C 29 Access Control

A131-2 3' - 0" 7' - 0" ALUM 4 1/2" 1 2N 2M 2O ALUM/GL 1 3/4" C 31

A132-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2S WD 1 3/4" A 06 3/4" Undercut

A132-2 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2S WD 1 3/4" A 07 3/4" Undercut

A132A-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2Q WD 1 3/4" A 06 3/4" Undercut

A133-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2S WD 1 3/4" A 06 3/4" Undercut

A133-2 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2S WD 1 3/4" A 07 3/4" Undercut

A133A-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2Q WD 1 3/4" A 06 3/4" Undercut

A134-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 28 3/4" Undercut

A135-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" - 18

A137-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 33

A137-2 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03

A139-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B, 2M 2O WD 1 3/4" A 32

A141-1 6' - 0" 7' - 0" ALUM 4 1/2" 1 2N 2M 2O ALUM/ GL 1 3/4" C 30

A141-2 6' - 0" 7' - 0" ALUM 4 1/2" - 2N 2M 2R ALUM/ GL 1 3/4" C 29 Access Control

A142-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 35 Access Control

A-2 3' - 0" 7' - 0" HM 4 5/8" 2 2E 2F 2R HM 1 3/4" B 35 w/ Vision Panel

A-3 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 35 Access Control

M1-1 14' - 0" 14' - 0" HM - 2EE 2X, 2Y 2U STL 2" G 12 Motorized Overhead Coiling Door

M1-2 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" A 11

M1-3 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 38

M2-1 14' - 0" 14' - 0" ALUM - 2BB 2AA, 2Z 2T ALUM/ GL 2 1/8" F - 12 Motorized Overhead Glass Sectional Door

M3-1 14' - 0" 14' - 0" ALUM - 2BB 2AA, 2Z 2T ALUM/ GL 2 1/8" F - 12 Motorized Overhead Glass Sectional Door

M4-1 14' - 0" 14' - 0" ALUM - 2BB 2AA, 2Z 2T ALUM/ GL 2 1/8" F - 12 Motorized Overhead Glass Sectional Door

M5-1 14' - 0" 14' - 0" ALUM - 2BB 2AA, 2Z 2T ALUM/ GL 2 1/8" F - 12 Motorized Overhead Glass Sectional Door

M6-1 14' - 0" 14' - 0" ALUM - 2BB 2AA, 2Z 2T ALUM/ GL 2 1/8" F - 12 Motorized Overhead Glass Sectional Door

M7-1 14' - 0" 14' - 0" ALUM - 2BB 2AA, 2Z 2T ALUM/ GL 2 1/8" F - 12 Motorized Overhead Glass Sectional Door

M8-1 14' - 0" 14' - 0" ALUM - 2BB 2AA, 2Z 2T ALUM/ GL 2 1/8" F - 12 Motorized Overhead Glass Sectional Door

M9A-1 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" A 29 Access Control

M9B-1 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" A 29 Access Control

M10-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 04

M11-1 3' - 0" 7' - 0" HM 5 3/4" 1 2H 2I, 2L 2P HM 1 3/4" A 29 Access Control

M11-2 8' - 0" 8' - 0" HM - 2CC 2W, 2Y 2U STL 2" G 12 Motorized Overhead Coiling Door

M13-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 17

M14-1 3' - 0" 7' - 0" HM 5 3/4" 1 2H 2I, 2L 2P HM 1 3/4" A 29 Access Control

M104-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2Q SIM HM 1 3/4" A 06 3/4" Undercut

M105-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2Q SIM HM 1 3/4" A 06 3/4" Undercut

M106-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 10 3/4" Undercut

M107-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F, 23/A903 2R HM 1 3/4" A 09

M108-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 03

M109-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 03

M110-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 36

M111-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 37

M112-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 36

M116-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 60 MIN 16

M116-2 6' - 0" 7' - 0" HM 5 3/4" 1 2H 2I, 2L 2P HM 1 3/4" D 13

M117-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 60 MIN 15

M117-2 6' - 0" 7' - 0" HM 5 3/4" 1 2H 2I, 2L 2P HM 1 3/4" D 14

M117-3 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 60 MIN 15

M118-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 60 MIN 38

M118-2 6' - 0" 7' - 0" HM 5 3/4" 1 2H 2I, 2L 2P HM 1 3/4" A 13

M119-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 05

M120-1 6' - 0" 7' - 0" HM 5 3/4" 1 2H 2I, 2L 2P HM 1 3/4" D 13

M122-1 3' - 0" 7' - 0" HM 5 3/4" 1 2H 2I, 2L 2P HM 1 3/4" A 29 Access Control

M122-2 10' - 0" 10' - 0" HM - 2CC 2W, 2Y 2U STL 2" G 12 Motorized Overhead Coiling Door

M123-2 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 41

M123-3 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 40

M123-4 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 60 MIN 39 3/4" Undercut

M123-5 8' - 0" 8' - 0" STL - 2DD 2V 2U STL H 12 Motorized Overhead Coiling Door

M123A-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 03

M124-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 05

M124-2 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 16

M124-3 8' - 0" 8' - 0" STL - 2DD 2V 2U STL H 12 Motorized Overhead Coiling Door

M124-4 8' - 0" 8' - 0" STL - 2DD 2V 2U STL H 12 Motorized Overhead Coiling Door

M125-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 18 Access Control

M126-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 90 MIN 05

M127-1 3' - 0" 7' - 0" HM 4 5/8" 2 2E 2F 2G HM 1 3/4" D 90 MIN 10

M128-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 90 MIN 05

M129-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 90 MIN 05

M130-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 90 MIN 28 3/4" Undercut

M131-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 90 MIN 08 3/4" Undercut

M132-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 90 MIN 42

M132-2 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 90 MIN 17 Access Control

M134-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 90 MIN 42

M135-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 90 MIN 42

M135-2 6' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" D 13

M135A-1 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P WD 1 3/4" A 43

S1-1 14' - 0" 14' - 0" STL - 2EE 2FF, 2GG 2U FABRIC H 12 Motorized Fabric Roll-up Door

S1-2 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" A 11

S1A-2 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" A 11

S2-1 14' - 0" 14' - 0" STL - 2EE 2FF, 2GG 2U FABRIC H 12 Motorized Fabric Roll-up Door

S2-2 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" A 11

S2A-1 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" A 11

SS-1 12' - 0" 9' - 4" HM 2DD 2V 2U STL 2" x 12 Salt Storage Building

SS-2 3' - 0" 7' - 0" HM 5 3/4" 2E 2F 2G HM 1 3/4" - 43 Salt Storage Building

 1/4" = 1'-0"1
Door Details

 1/4" = 1'-0"4
Door Frame Types

 1/4" = 1'-0"3
Door Types

 1 1/2" = 1'-0"2
FRAME DETAILS

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"

SCALE: 1/4"=1'-0"
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0' 2'-0"1'-0"6"3"

SCALE: 1 1/2"=1'-0"

NOTES:
1. REFER TO ELECTRICAL DWGS FOR ELECTRICAL CONNECTIONS
2. OVERHEAD DOOR ELECTRICAL DEVICES ARE NOT CNG-COMPLIANT OR CNG-READY
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ROOM FINISH SCHEDULE

ROOM

NUMBER ROOM NAME

FLOOR FINISH BASE WALLS CEILING

NOTESFIELD FINISH

NORTH

WALL EAST WALL SOUTH WALL WEST WALL

FINISHFIELD FIELD FIELD FIELD

A1 CORRIDOR POL CONC 4" RUBBER GWB/PNT-6 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A2 CORRIDOR POL CONC 4" RUBBER GWB/PNT-5 GWB/PNT-2 GWB/PNT-2 GWB/PNT-5 ACT

A3 CORRIDOR POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A4 CORRIDOR POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A5 CORRIDOR POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A6 PASSAGE POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A7 CORRIDOR POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A100 VEST POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A101 REC POL CONC 4" RUBBER - - GWB/PNT-6 GWB/PNT-6 ACT

A101A WAITING AREA POL CONC 4" RUBBER GWB/PNT-6 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 6

A102 CONF A POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 6

A103 CONF B POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 5

A104 LOST & FND POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A105 CLOSET POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A106 GM POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 5

A107 A. GM POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 5

A108 HR POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 5

A109 FINANCE POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 5

A110 PAYROLL POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 5

A111 PLANNING POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A112 WORKSTATIONS POL CONC 4" RUBBER GWB/PNT-5 GWB/PNT-5 GWB/PNT-2 GWB/PNT-2 ACT

A113 ID/PHOTO POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A114 MARKETING POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A115 TRAIN. OFF. & STORAGE POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A116 UNISEX TOILET QT QT GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB

A117 UNISEX TOILET QT QT GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB

A118 OPS TRAINING RM POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A119 MAINT TRAINING RM POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A120 MOBILITY CENTER POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 5, 6

A121 MOBILITY OFF POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 5

A122 FLEX POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 5

A123 STORAGE POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A124 A. SUPER POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 5

A125 WORK AREA POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A126 IT OFFICE POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A127 IT STATIC CONTROL RES 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A128 OPS SUPER POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 5

A129 SUPER POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 5

A130 SECURITY POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 5, 7

A131 VEST POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A132 M. TOIL QT QT GWB/PNT-4 GWB/PNT-4 GWB/PNT-4 GWB/PNT-4 GWB

A132A VEST QT QT GWB/PNT-4 GWB/PNT-4 GWB/PNT-4 GWB/PNT-4 GWB

A132B SHWR QT QT CT/GWB/PNT-4 CT/CMU/PNT-4 CT/CMU/PNT-4 CT/CMU/PNT-4 GWB

A133 W. TOIL QT QT GWB/PNT-3 GWB/PNT-3 GWB/PNT-3 GWB/PNT-3 GWB

A133A VEST QT QT GWB/PNT-3 GWB/PNT-3 GWB/PNT-3 GWB/PNT-3 GWB

A133B SHWR QT QT CT/GWB/PNT-3 CT/GWB/PNT-3 CT/GWB/PNT-3 CT/GWB/PNT-3 GWB

A134 CUSTODIAL POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A135 FILE STOR POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A136 PARATRANSIT DISPATCH POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 5

A137 FIXED ROUTE DISPATCH POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT NOTE 5

A138 READY ROOM POL CONC 4" RUBBER GWB/PNT-6 GWB/PNT-6 GWB/PNT-2 GWB/PNT-2 PARTIAL ACT NOTE 3, 5, 6

A139 PANTRY/BREAK RM POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-6 GWB/PNT-2 GWB/PNT-2 PARTIAL ACT NOTE 3, 5

A140 LCKRS POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A141 VEST POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A142 EXERCISE POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-6 GWB/PNT-2 ACT

M1 CHASSIS WASH CONC W/ HARDENER - CMU/HPC CMU/HPC CMU/HPC CMU/HPC NONE NOTE 2

M2 HVAC  BAY CONC W/ HARDENER - CMU/MTL/PNT-1 - - - NONE NOTE 2

M3 TIRE BAY CONC W/ HARDENER - CMU/MTL/PNT-1 - - - NONE NOTE 2

M4 FUTURE CONC W/ HARDENER - CMU/MTL/PNT-1 - - - NONE NOTE 2

M5 REPAIR BAY CONC W/ HARDENER - CMU/MTL/PNT-1 - - - NONE NOTE 2

M6 REPAIR BAY CONC W/ HARDENER - CMU/MTL/PNT-1 - - - NONE NOTE 2

M7 REPAIR BAY CONC W/ HARDENER - CMU/MTL/PNT-1 - - - NONE NOTE 2

M8 INSPECTION BAY CONC W/ HARDENER - CMU/MTL/PNT-1 - - - NONE NOTE 2

M9 COMMON AISLE CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M9A AISLE CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M9B AISLE CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M10 CORRIDOR CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M11 CORRIDOR CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M12 CORRIDOR CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M12A PASSAGE CONC W/ HARDENER QT CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 GWB NOTE 2

M13 CORR CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M14 CORRIDOR CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M100 SPEC. TOOLS CONC W/ HARDENER - CMU/FENCE CMU/FENCE CMU/FENCE CMU/PNT-1 NONE NOTE 2

M101 TOOL STORAGE 1 CONC W/ HARDENER - CMU/FENCE CMU/FENCE CMU/FENCE CMU/PNT-1 NONE NOTE 2

M102 TOOL STORAGE 2 CONC W/ HARDENER - CMU/FENCE CMU/FENCE CMU/FENCE CMU/PNT-1 NONE NOTE 2

M103 TOOL STORAGE 3 CONC W/ HARDENER - CMU/FENCE CMU/FENCE CMU/FENCE CMU/PNT-1 NONE NOTE 2

M104 M. TOIL. QT QT CMU/PNT-4 CMU/PNT-4 CMU/PNT-4 CMU/PNT-4 GWB NOTE 2

M104A MENS LOCKER/SHOWER RM QT QT CT/CMU/PNT-3 CT/CMU/PNT-3 CT/CMU/PNT-3 CT/CMU/PNT-3 GWB NOTE 2

M105 W. TOIL. QT QT CMU/PNT-4 CMU/PNT-4 CMU/PNT-4 CMU/PNT-4 GWB NOTE 2

M105A WOMENS LOCKER/SHOWER RM QT QT CT/CMU/PNT-4 CT/CMU/PNT-4 CT/CMU/PNT-4 CT/CMU/PNT-4 GWB NOTE 2

M106 CUSTODIAL SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 GWB NOTE 2

M107 MAINTENANCE BREAK ROOM POL CONC 4" RUBBER CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2

M108 LIBRARY POL CONC 4" RUBBER CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2

M109 CONSULTATION POL CONC 4" RUBBER CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2

M110 SUPERINTENDANT POL CONC 4" RUBBER CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2, 5

M111 WORKSTATIONS (3) POL CONC 4" RUBBER CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2

M112 FARE BOX REPAIR CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2

M113 COMMON WORK AREA CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M113A USED OIL CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M114 RECYCLING CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M115 LAUNDRY CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M116 MECH. RM. CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M117 ELEC. RM. CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M118 LUBE ROOM CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M119 PORTABLE ELEC. STOR. SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2

M120 GROUNDS CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M121 BATTERY CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M122 RECEIVING CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M123 PARTS STORAGE CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M123A PARTS CLERK SEALED CONC 4" RUBBER CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2

M124 TIRE STORAGE CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M125 FARE COLLECTION & VAULT SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 GWB NOTE 2

M126 SERVICE CONTROL SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M127 SERVICE STORAGE SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M128 VACUUM SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M128A WORK AREA SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M129 IT/WIRING ROOM STATIC CONTROL RES 4" RUBBER CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2

M130 CUSTODIAL SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 GWB NOTE 2

M131 TOILET SEALED CONC QT CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 GWB NOTE 2

M132 PASSAGE CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 1; NOTE 2

M133 COMPRESSOR ROOM SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M134 MECH RM SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M135 WASH WATER RECYCLING SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M135A FIRE PUMP ROOM SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

S1 SERVICE LANE CONC W/ HARDENER - CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC HPC NOTE 1; NOTE 2

S1A AISLE CONC W/ HARDENER - CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC HPC NOTE 1; NOTE 2

S2 WASH LANE CONC W/ HARDENER - CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC HPC NOTE 1; NOTE 2

S2A AISLE CONC W/ HARDENER - CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC HPC NOTE 1; NOTE 2

SSA STORAGE CONC - CMU/HPC CMU/HPC CMU/CONC/HPC CMU/HPC NONE NOTE 4

SSB SALT STORAGE CONC - CMU/CONC CMU/CONC CMU/CONC CMU/CONC NONE NOTE 4

 3" = 1'-0"1
SHOWER BASE - SECTION DETAIL

 3" = 1'-0"2
TILE TO TILE - PLAN DETAIL

 1 1/2" = 1'-0"3
TYPICAL GRAB BAR MOUNTING DETAIL

 1 1/2" = 1'-0"4
Detail 7

NOTES:

1. INCLUDES SIDEWALK AND CURB
2. HIGH PERFORMANCE COATING SYSTEMS ON WALLS, CEILINGS, EXPOSED METAL, STRUCTURAL STEEL; EXCLUDES PRE-FINISHED SURFACES
3. FLOATING ACT GROUPS; PAINT STRUCTURE AND EQUIPMENT ABOVE INCLUDING MECH & PLUMBING DEVICES; PNT-5
4. HIGH PERFORMANCE COATING SYSTEMS ON CMU WALLS ONLY
5. HORIZONTAL LOUVER BLINDS
6. VERTICAL LOUVER BLINDS
7. INCLUDES INTERIOR VISION LITE

 3" = 1'-0"2A
TILE WALL - PLAN DETAIL

KEYNOTE LEGEND

Key Value Keynote Text

07 92 00.A1 SEALANT

07 95 13.E1

09 29 00.A1 5/8" GYPSUM WALL BOARD

09 29 00.E1

09 30 00.A1 CERAMIC WALL TILE

09 30 00.A3 ALUM TRIM

10 30 00.A1 AUTOMATIC SPILL BARRIER
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	UNIT PRICES FORM
	1.1 BID INFORMATION
	A. Bidder:  ____________________________________________________.
	B. Project Name:  GLTC Operations & Maintenance Facility
	C. Project Location:  419 Bradley Dr., Lynchburg Virginia 24501.
	D. Owner:  Greater Lynchburg Transit Company
	E. Architect:  Alexandria Architecture, Engineering, Land Surveying & Landscape Architects, Inc.

	1.2 BID FORM SUPPLEMENT
	A. This form is required to be attached to the Bid Form.
	B. The undersigned Bidder proposes the amounts below be added to or deducted from the Contract Sum on performance and measurement of the individual items of Work.
	C. If the unit price does not affect the Work of this Contract, the Bidder shall indicate "NOT APPLICABLE."

	1.3 UNIT PRICES
	A. Unit-Price No. 1:  Removal of unsatisfactory soil material.
	1. _______________________________________ Dollars ($_____________) per CY.

	B. Unit-Price No. 2:  Replacement with unsuitable soil with select borrow.
	1. _______________________________________ Dollars ($_____________) per CY.

	C. Unit-Price No. 3:  Rock excavation and replacement with satisfactory soil material.
	1. _______________________________________ Dollars ($_____________) per CY.

	D. Unit-Price No. 4:  Broom Finish Concrete Sidewalk
	1. _______________________________________ Dollars ($_____________) per SF.

	E. Unit-Price No. 5:  Asphalt Paving
	1. _______________________________________ Dollars ($_____________) per SF.

	F. Unit-Price No. 6:  Concrete Paving
	1. _______________________________________ Dollars ($_____________) per SF.

	G. Unit-Price No. 7:  Concrete Curb
	1. _______________________________________ Dollars ($_____________) per LF.

	H. Unit-Price No. 8:  Pipe Bollard - Exterior
	1. _______________________________________ Dollars ($_____________) per EA.

	I. Unit-Price No. 9:  Pipe Bollard - Interior
	1. _______________________________________ Dollars ($_____________) per EA.

	J. Unit-Price No. 10:  Chain Link Fencing – 6’ ht.
	1. _______________________________________ Dollars ($_____________) per LF.

	K. Unit-Price No. 11:  Decorative Metal Fence – 4’ ht.
	1. _______________________________________ Dollars ($_____________) per LF.

	L. Unit-Price No. 12:  Chain Link Fencing Gate – 6’ ht.
	1. _______________________________________ Dollars ($_____________) per EA.

	M. Unit-Price No. 13:  Topsoil and Seed
	1. _______________________________________ Dollars ($_____________) per SF.


	1.4 SUBMISSION OF BID SUPPLEMENT

	A102 - PARTIAL FLOOR PLAN - AREA A
	A300 - BUILDING ELEVATIONS
	A350 - BUILDING SECTIONS
	A400 - WALL SECTIONS
	A401 - WALL SECTIONS
	A403 - WALL SECTIONS
	A404 - WALL SECTIONS
	A602 - INTERIOR ELEVATIONS
	A901 - DOOR SCHEDULE, TYPES AND DETAILS
	A906 - ROOM FINISH SCHEDULE AND DETAILS Revised

