
?

SUPER
A129

MOBILITY
CENTER

A120

OPS SUPER
A128

A. SUPER
A124

VEST
A141

CONF A
A102

CONF B
A103

VEST
A100

PAYROLL
A110

FINANCE
A109

HR
A108

A. GM
A107

GM
A106

LOST & FND
A104

CLOSET
A105

CHASSIS WASH
M1

SERVICE LANE
S1

FARE
COLLECTION &

VAULT
M125

SERVICE
CONTROL

M126

SERVICE
STORAGE

M127

TOILET
M131

33

44

55

88

P

22

11

OMKJIHGFECBA

55
' - 

11
 1

/2
"

7 1/2"

24' - 11" 25' - 4" 20' - 0" 20' - 0" 20' - 0" 20' - 0" 20' - 0" 24' - 6" 7 1/2" 7 1/2" 17' - 7" 19' - 10" 28' - 0"

47' - 5" 177' - 3" 65' - 5"

29
' - 

4 
1/

2"
28

' - 
0"

28
' - 

0"
28

' - 
0"

28
' - 

0"
28

' - 
0"

29
' - 

4 
1/

2"

PANTRY/BREAK
RM
A139

FIXED ROUTE
DISPATCH

A137

EXERCISE
A142

SECURITY
A130

M. TOIL
A132

MOBILITY OFF
A121

LCKRS
A140

W. TOIL
A133

IT
A127

PLANNING
A111

WORKSTATIONS
A112

READY ROOM
A138

ELEC. RM.
M117RECEIVING

M122

VACUUM
M128

MECH RM
M134

VEST
A131

UNISEX TOILET
A116

UNISEX TOILET
A117

REC
A101

CUSTODIAL
M130

COMPRESSOR
ROOM

M133

SPEC. TOOLS
M100

10' - 0"

WASH WATER
RECYCLING

M135

CORRIDOR
A1

HVAC  BAY
M2

TIRE BAY
M3

FUTURE
M4

REPAIR BAY
M5

REPAIR BAY
M6

REPAIR BAY
M7

INSPECTION
BAY
M8

PASSAGE
M132

TIME CLOCK

4
A350

2
A350

MENS
LOCKER/SHOWER

RM
M104A

TRAIN. OFF. &
STORAGE

A115

DEF TANK

1/A102 1/A103

1/A102 1/A103

WORK AREA
A125

A133A A132A

A132BA133B

OPS TRAINING
RM
A118

ID/PHOTO
A113

6' 
- 0

"

WAITING AREA
A101A

TOOL STORAGE
1

M101

TOOL STORAGE
2

M102

TOOL STORAGE
3

M103

COMMON WORK
AREA
M113

WORKSTATIONS
(3)

M111

FARE BOX
REPAIR

M112

SUPERINTENDANT
M110

CONSULTATION
M109

LIBRARY
M108

MAINTENANCE
BREAK ROOM

M107

CUSTODIAL
M106

LUBE ROOM
M118

MECH. RM.
M116

TIRE STORAGE
M124

PARTS CLERK
M123A

PARTS
STORAGE

M123 M. TOIL.
M104

W. TOIL.
M105

GROUNDS
M120

BATTERY
M121

IT/WIRING ROOM
M129

RECYCLING
M114

9' - 8 1/2"

FLEX
A122

CUSTODIAL
A134

MAINT TRAINING
RM
A119

WOMENS
LOCKER/SHOWER

RM
M105A

FILE STOR
A135

WORK AREA
M128A

IT OFFICE
A126

INFORMATION
SORTER

LD

LAUNDRY
M115

47' - 5" 177' - 3" 65' - 5"

19
8' 

- 9
"

30
' - 

9"
12

' - 
8"

PASSAGE
M12A

CORRIDOR
M11

6' 
- 0

"

4
A402

290' - 1"

N

MARKETING
A114

USED OIL
M113A

1
A350

Sim
3

A350

Sim

AISLE
M9A

AISLE
M9B

CORRIDOR
M14

CORRIDOR
M12

CORRIDOR
M10

AISLE
S1A

CORRIDOR
A7

PASSAGE
A6

CORRIDOR
A5

CORRIDOR
A4

CORRIDOR
A3

CORRIDOR
A2

2.1

3.1

4.1

4.2

5.1

6.1

7.2

PORTABLE
ELEC. STOR.

M119

TIME CLOCK

FIRE PUMP
ROOM
M135A PARATRANSIT

DISPATCH
A136

1' 
- 6

"
3' 

- 0
"

STORAGE
A123

FORKLIFT STORAGE

INFORMATION
SORTER

6 6

7 7

CORR
M13

SIAMESE FIRE
DEPARTMENT
CONNECTION

12
' - 

8 
1/

2"
28

' - 
1"

26
' - 

0"
26

' - 
1"

17
' - 

10
"

27
' - 

4"
29

' - 
4"

31
' - 

4 
1/

2"

19
8' 

- 9
"

AISLE
S2A

WASH LANE
S2

12
' - 

8"

30
' - 

9"

5
A350

Sim

COMMON AISLE
M9

29
' - 

4 
1/

2"
28

' - 
0"

28
' - 

0"
28

' - 
0"

28
' - 

0"
28

' - 
0"

29
' - 

4 
1/

2"

BOLLARD (TYP.)

O.C.
1' - 5"

O.C.
1' - 4"

62' - 8"

TRAFFIC
STRIPING

TRAFFIC
STRIPING

TRAFFIC
STRIPING

O.C.
0' - 8"

7 1/2"

7 1/2"

7 
1/

2"
7 

1/
2"

7 1/2"

7 
1/

2" 7 1/2"

7 
1/

2"

7 1/2"

7 1/2"28' - 11" 18' - 6"

7 1/2"

TRUE

DWG. No.

PROJ. No.

SCALE

DATE

DWG. TITLE

DWN. CHK.

NOTES

THIS DOCUMENT, AND THE IDEAS AND DESIGNS INCORPORATED HEREIN, AS AN
INSTRUMENT OF  PROFESSIONAL SERVICE, IS THE PROPERTY OF WENDEL
DUCHSCHERER AND IS NOT TO BE USED IN WHOLE OR IN PART, FOR ANY OTHER
PROJECT WITHOUT THE WRITTEN AUTHORIZATION OF WENDEL DUCHSCHERER.
UNAUTHORIZED ALTERATION OR ADDITION TO  ANY SURVEY DRAWING, DESIGN,
SPECIFICATION, PLAN OR REPORT IS A VIOLATION OF SECTION 7209, PROVISION 2 OF
THE NEW YORK STATE EDUCATION LAW.

-
-
-
-

ALEXANDRIA ARCHITECTURE, ENGINEERING,
LAND SURVEYING & LANDSCAPE ARCHITECTS, INC

Operations &
Maintenance Facility

PROJECT ADDRESS:

1301 Kemper Street PO Box 797
Lynchburg, VA 24505−0797

1420 King Street, Suite 510
Alexandria, VA 22314

www.wendelcompanies.com
p:703.299.8718    f:703.299.8719

KEY PLAN

A B

9/24/14

 3/32" = 1’−0"

FLOOR PLAN OVERALL

A101

09/24/2014

RAS/JAH

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 3/32" = 1'-0"1 FIRST FLOOR OVERALL
TRUE

0' 32'-0"16'-0"8'-0"4'-0"
SCALE: 3/32"=1'-0"

Revision
Number

Issued by Revision Description Revision Date



?

    















 

  



























































































 

 

  































 



















                            


























 



    







3

4

5

8

2

1

MKJIHGFECBA

A300

2

4
A350

2
A350

CHASSIS WASH
M1

SERVICE LANE
S1

FARE
COLLECTION &

VAULT
M125

SERVICE
CONTROL

M126

SERVICE
STORAGE

M127

TOILET
M131

W. TOIL.
M105

55
' - 

11
 1

/2
"

LUBE ROOM
M118

ELEC. RM.
M117

GROUNDS
M120

PARTS
STORAGE

M123

RECEIVING
M122

SUPERINTENDANT
M110

FARE BOX
REPAIR

M112

M. TOIL.
M104

COMMON WORK
AREA
M113

TIRE STORAGE
M124

VACUUM
M128

MECH RM
M134

CUSTODIAL
M130

COMPRESSOR
ROOM

M133

MECH. RM.
M116

SPEC. TOOLS
M100

WASH WATER
RECYCLING

M135

HVAC  BAY
M2

TIRE BAY
M3

FUTURE
M4

REPAIR BAY
M5

REPAIR BAY
M6

REPAIR BAY
M7

INSPECTION
BAY

M8

WORKSTATIONS
(3)

M111

CUSTODIAL
M106

PASSAGE
M132

TOOL STORAGE
3

M103

MENS
LOCKER/SHOWER

RM
M104A

/1 A103

/1 A103

M3-1 M4-1 M5-1 M6-1 M7-1 M8-1M2-1
M1-1

M
1-

2

M9B-1

M122-1

M122-2
M11-2

M132-2

M130-1

M132-1

S1-1

S2-1

M
9A

-1

M126-1

M127-1

M128-1

M134-1

M135-1

S2-2

S1-2

M1-3

S2
A-

1

M135A-1

S1A-2

M125-1

IT/WIRING ROOM
M129

WOMENS
LOCKER/SHOWER

RM
M105A

48' - 8"

7 1/2"

176' - 0"

1' 
- 8

 1
/2

"

7 1/2" 28' - 11" 18' - 6" 7 1/2"

7 1/2"

24' - 11" 25' - 4" 20' - 0" 20' - 0" 20' - 0" 20' - 0" 20' - 0" 24' - 6"

7 1/2"

7 1/2"

20
0' 

- 0
"

7' - 4"

MO

14' - 0" 4' - 0"

MO

3' - 4" 20' - 0" 2' - 8"

MO

3' - 4"

2' - 0" MO

10' - 0" 24' - 8"

MO

6' - 4" 12' - 0"

MO

8' - 0" 4' - 0"

MO

3' - 4" 19' - 4"

MO

6' - 4" 18' - 4"

MO

6' - 4" 11' - 4"

MO

6' - 4" 26' - 8"

M.O.

3' - 4"

1' - 8"

1' - 10 1/2"

MO

3' - 4" 2' - 8"

MO

14' - 0" 4' - 8"

MO

3' - 4" 4' - 0"

MO

14' - 0" 6' - 0"

MO

14' - 0" 6' - 0"

MO

14' - 0" 6' - 0"

MO

14' - 0" 6' - 0"

MO

14' - 0" 6' - 0"

MO

14' - 0" 6' - 0"

MO

14' - 0" 3' - 4"

MO

3' - 4"

1' - 5 1/2"

3
A350

1
A350

WORK AREA
M128A

CUSTODIAL
A134

TOOL STORAGE
1

M101

TOOL STORAGE
2

M102

CONSULTATION
M109

LIBRARY
M108

MAINTENANCE
BREAK ROOM

M107

PARTS CLERK
M123A

BATTERY
M121

RECYCLING
M114

A103
4

LD

LAUNDRY
M115

6' 
- 0

"
3' 

- 4
"

17
5' 

- 4
"

3' 
- 4

"
12

' - 
0"

11
' - 

4"
20

' - 
0 

1/
2"

12
' - 

8 
1/

2"

4' 
- 0

"

M
O

3' 
- 4

"
9' 

- 0
"

M
O

6' 
- 4

"
8' 

- 8
 1

/2
"

31
' - 

4 
1/

2"

12
' - 

8 
1/

2"
28

' - 
1"

26
' - 

0"
26

' - 
1"

17
' - 

10
"

27
' - 

4"
29

' - 
4"

31
' - 

4 
1/

2"

A300 6

A300 5A3007

A3008

7' - 4"

MO

14' - 0" 4' - 0"

MO

3' - 4" 20' - 0"

M123A-1

M123-2 M
12

4-
1

M124-2

M123-3

M123-4

M116-1

M106-1

M107-1

M108-1

M109-1

M
11

0-
1

M
11

1-
1

M124-3

M123-5

M124-4

M11-1

M117-1

M129-1

M117-2 M116-2M118-2M120-1

M117-3

M10-1

PASSAGE
M12A

CORRIDOR
M11

M8FD-2

M8D

M
8D

M
8F

D

M
8D

M
8F

D
M

8D
M

8D
-1

M
8D

-2

M8

M8D

M
8D

M8FD

M8FD-2

M
8D

-1

EX
T-

1

EXT-1

EX
T-

2

EX
T-

1

EXT-1

EX
T-

1

EXT-1

M8D-2

EX
T-

2

M
8D

-2

EX
T-

1

EX
T-

1

M
8D

F-
2

M8D

M
8F

M8FD

M
8D

M8

M
8

M8D-1M8D-1

M
8D

-1

M
8F

D

M8FD

M
8F

D

M
8

M8

M
8

M
8F

D

M8

M8D-1
M8D-1

M8D-1

EXT-3

M
8F

D M
8F

14
' - 

5"

2' 
- 6

"

8' 
- 0

"

18' - 7 1/2"

9' - 8 1/2"

06 40 00.B1

M8

M
8

USED OIL
M113AVW10

REFR

IM

MWU

2.1

3.1

4.1

4.2

5.1

6.1

7.2

1 
1/

2"

41
' - 

6 
1/

2"

M
O

6' 
- 4

"
18

' - 
4"

M
O

6' 
- 4

"
19

' - 
6"

8' 
- 1

1"
18

' - 
0"

M
O

3' 
- 4

"
1' 

- 7
 1

/2
"

13
' - 

4"
6' 

- 7
 1

/2
"

M
O

3' 
- 4

"
3' 

- 4
"

M
O

6' 
- 2

"
6' 

- 5
"

M
O

3' 
- 4

"
30

' - 
10

 1
/2

"

13' - 4"

16
' - 

8"

2' 
- 2

 1
/2

"

14
' - 

0 
1/

2"
50

' - 
8"

34' - 0"

16' - 8" 16' - 8" 31' - 4" 20' - 8" 38' - 8"

60
' - 

8"

12
' - 

0"
8' 

- 8
"

8' 
- 8

"
18

' - 
0"

13
' - 

4"

72' - 7 1/2"

69' - 0" 41' - 4" 30' - 8" 11' - 4"

8' - 8" 4' - 0"

MO

3' - 4" 1' - 4" 10' - 8" 8' - 8"

MO

3' - 4" 1' - 4"

2' 
- 8

"

12
' - 

4" 9' 
- 0

"
20

' - 
3 

1/
2"

6' - 8" 10' - 0"

MO

4' - 0" 6' - 8 1/2"

3' 
- 8

"
9' 

- 4
"

M
O

3' 
- 4

"
9' 

- 4
"

M
O

3' 
- 4

"
6' 

- 8
"

8' 
- 0

"

M
O

3' 
- 4

"

1' 
- 4

"

M
O

3' 
- 4

"
9' 

- 0
"

8' - 8"

MO

6' - 4"

6' 
- 0

"

M
O

6' 
- 4

"

5' 
- 4

"
4' 

- 0
"

3' 
- 4

"

21
' - 

6 
1/

2"
13

' - 
3 

1/
2"

13
' - 

0"
11

' - 
7 

1/
2"

14
' - 

0"
12

' - 
8"

14
' - 

5 
1/

2"
26

' - 
0"

40
' - 

8"
10

' - 
10

 1
/2

"

A60026

27

A600 22

23

A600

29

A600

A60020

21

M
8D

-1

6

7

AISLE
M9A

AISLE
M9B

CORRIDOR
M14

CORRIDOR
M12

CORRIDOR
M10

AISLE
S1A

PORTABLE
ELEC. STOR.

M119

FIRE PUMP
ROOM
M135A

16
' - 

0"

W14

1
A403

5
A800

A200
1

A200
2

A600 28

A200
4

A200
11

5' - 2"

MO

3' - 4" 2' - 8"

MO

8' - 0" 8' - 8"

MO

6' - 0" 6' - 8"

MO

8' - 0" 6' - 0"

MO

3' - 4" 2' - 10"

MO

6' - 4" 2' - 0"

VW7

VW8

7' 
- 4

"
30

' - 
4"

3' 
- 4

"
4' 

- 0
"

6' 
- 4

"
37

' - 
4"

3' 
- 4

"
60

' - 
6"

19

M8FD

M119-1

M
8D

-1

A200
3

M112-1

FORKLIFT AREA

VW
9

3' - 0"

M13-1

BOLLARDS; RE: STRUCT DWGS

W7

WASH LANE
S2

AISLE
S2A

M8D-2

M8D-2

4' - 4" 17' - 3" 7' - 5 1/2"

29' - 6 1/2" 6' - 4" 10' - 10"

2' - 5"

19
' - 

2"

1
A404

A200
15

A200
16

A200
17

M
8-

2

HIGH

LOW

HIGH

LOW

A200
20

CG

CS CS CS CS CS CS CS CS

CG

CGCGCGCGCG

A200
21 ABV

TYP

A200
14ABV

SUMP PIT; RE TO
PLUMBING &
STRUCTURAL DWGS

A104
2

M8FDM8FD

M8

M8

M
8

STORAGE
EQUIPMENT; RE:
EQUIPMENT DWGS

STORAGE
EQUIPMENT; RE:
EQUIPMENT DWGS

M8
M8

ELEC PANEL;
RE: ELEC DWGS

MECH UNIT; RE:
MECH DWGS

MECH EQUIP; RE:
MECH DWGS

MECH EQUIP; RE:
MECH DWGS

MS

MS

MS

M135-2

M118-1

M14-1

24

25

M8FD

10 22 13.A1

10 22 13.A2

10 22 13.A110 22 13.A1

10 22 13.A1

10 22 13.A110 22 13.A1

10 22 13.A110 22 13.A1

10 22 13.A1

10 22 13.A2

10 22 13.A2

10 22 13.A2

25' - 0"

16
' - 

10
 1

/2
"

15
' - 

0"
15

' - 
0"

13
' - 

9 
1/

2"

TS TS TS TS TS TS TSTS TS

TSTS

TS

TS

A200
22

A200
22

Sim

M8D

M8D-1

M8D-1

M
8D

-1

M
8D

-1

M8D-1

12 90 00.A1

12 90 00.A1

12 90 00.A1

12 90 00.A112 90 00.A1

12 90 00.A1

M8D

M8D-2

M8D-2

M8D

M8D-2

COMMON AISLE
M9

12
' - 

8 
1/

2"
16

' - 
8"

11
' - 

5"
16

' - 
7"

9' 
- 5

"
18

' - 
7"

7' 
- 6

"
17

' - 
10

"
2' 

- 8
"

24
' - 

8"
3' 

- 4
"

26
' - 

0"
2' 

- 0
"

29
' - 

4 
1/

2"

06 40 00.A1

M
O

8' 
- 0

"

MECH EQUIP;
RE: MECH DWGS

A300 3 Si
m

A300

4

Sim

TY
P

7 
1/

2"
7 

1/
2"

7 1/2" 7 
1/

2"
7 

1/
2"

7 1/2"

A903
28

1' - 6"

7 
1/

2"

M
8

M
8

M
8

M
8FM

8

M8FD

M8FD
TRUE

DWG. No.

PROJ. No.

SCALE

DATE

DWG. TITLE

DWN. CHK.

NOTES

THIS DOCUMENT, AND THE IDEAS AND DESIGNS INCORPORATED HEREIN, AS AN
INSTRUMENT OF  PROFESSIONAL SERVICE, IS THE PROPERTY OF WENDEL
DUCHSCHERER AND IS NOT TO BE USED IN WHOLE OR IN PART, FOR ANY OTHER
PROJECT WITHOUT THE WRITTEN AUTHORIZATION OF WENDEL DUCHSCHERER.
UNAUTHORIZED ALTERATION OR ADDITION TO  ANY SURVEY DRAWING, DESIGN,
SPECIFICATION, PLAN OR REPORT IS A VIOLATION OF SECTION 7209, PROVISION 2 OF
THE NEW YORK STATE EDUCATION LAW.

-
-
-
-

ALEXANDRIA ARCHITECTURE, ENGINEERING,
LAND SURVEYING & LANDSCAPE ARCHITECTS, INC

Operations &
Maintenance Facility

PROJECT ADDRESS:

1301 Kemper Street PO Box 797
Lynchburg, VA 24505−0797

1420 King Street, Suite 510
Alexandria, VA 22314

www.wendelcompanies.com
p:703.299.8718    f:703.299.8719

KEY PLAN

A

9/24/14

 1/8" = 1’−0"

PARTIAL FLOOR PLAN −
AREA A

A102

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 1/8" = 1'-0"1 FLOOR PLAN - AREA A
0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

TRUE

KEYNOTE LEGEND
Key Value Keynote Text

06 40 00.A1 PLASTIC-LAMINATE CABINETS
06 40 00.B1 SOLID-SURFACING MATERIAL

COUNTERTOP
10 22 13.A1 WIRE MESH PARTITION
10 22 13.A2 WIRE MESH SLIDING DOOR
12 90 00.A1 TV-NIC; MOUNT CENTER 5'-0" AFF
CG CORNER GUARD
CS COLUMN SHIELDS
MS MOP SINK
TS TRAFFIC STRIPING

NOTES:
1. FURNITURE SHOWN FOR INFORMATION ONLY;
N.I.C.
2. EQUIPMENT: SEE Q101 TO 301
3. FLOOR SAFETY STRIPING: RE: A101
4. TOP OF WIRE MESH PARTITION 14'-0" A.F.F.
5. SEE 3/A104 FOR UPPER LEVEL WALLS ABOVE
BAYS AND COMMON AISLE

Revision
Number

Issued by Revision Description Revision Date












?

3

4

5

8

P

2

1

OM

A3001

4
A350

SUPER
A129

MOBILITY
CENTER

A120

OPS SUPER
A128

A. SUPER
A124

VEST
A141

CONF A
A102

CONF B
A103

VEST
A100

PAYROLL
A110

FINANCE
A109

HR
A108

A. GM
A107

GM
A106

LOST & FND
A104

CLOSET
A105

PANTRY/BREAK
RM
A139

FIXED ROUTE
DISPATCH

A137

EXERCISE
A142

SECURITY
A130

M. TOIL
A132

MOBILITY OFF
A121

LCKRS
A140

W. TOIL
A133

120 SF

IT
A127

WORKSTATIONS
A112

READY ROOM
A138

VEST
A131

REC
A101

CORRIDOR
A1

TIME CLOCK

/1 A102

TRAIN. OFF. &
STORAGE

A115

/1 A102

M9B-1

A120-2

A139-1

A106-1

A-2

A110-1 A109-1 A108-1 A107-1

A103-1

A102-1

A113-1

A122-1

A127-1

A123-1

A137-1

A100-1

A141-1

A100-2

A120-1

A103-2

WAITING AREA
A101A

7 1/2"

7 1/2" 17' - 7" 19' - 10" 28' - 0" 7 1/2"

66' - 8"

7 1/2"

20
0' 

- 0
"

M.O.

3' - 4"

1' - 8"

6' - 8" 4' - 0" 9' - 4" 4' - 0" 7' - 4" 4' - 0" 8' - 8" 4' - 0" 8' - 8" 4' - 0" 6' - 0"

3' - 4"

MO

3' - 4"

1' - 5 1/2"

5
A350

A103
2

A103
3

WORK AREA
A125

SHWR
A132B

SHWR
A133B

OPS TRAINING
RM
A118

ID/PHOTO
A113

FLEX
A122

CUSTODIAL
A134

MAINT TRAINING
RM
A119

FILE STOR
A135

VEST
A133A

VEST
A132A

L

11
' - 

4"
20

' - 
0 

1/
2"

12
' - 

8 
1/

2"
28

' - 
1"

26
' - 

0"
26

' - 
1"

17
' - 

10
"

27
' - 

4"
29

' - 
4"

31
' - 

4 
1/

2"

6' 
- 0

"
4' 

- 0
"

7' 
- 4

"
4' 

- 0
"

4' 
- 8

"
12

' - 
0"

M
O

11
' - 

4"
12

' - 
8"

4' 
- 0

"
4' 

- 0
"

3' 
- 8

"
4' 

- 0
"

3' 
- 4

"
4' 

- 0
"

8' 
- 0

"
4' 

- 0
"

5' 
- 4

"
4' 

- 0
"

9' 
- 8

"
4' 

- 0
" 5' 

- 4
"

4' 
- 0

"
6' 

- 0
"

4' 
- 0

"
7' 

- 4
"

M
.O

.

6' 
- 0

"
4' 

- 0
"

4' 
- 0

"
3' 

- 4
"

4' 
- 0

"

8' 
- 8

"

4' 
- 0

"
5' 

- 4
"

M
O

14
' - 

0"

A105-1

3' 
- 0

"

A137-2

A125-1A142-1

A118-1

A119-1

A115-1

A111-1

A300 6

A300 5

A134-1

A126-1

IT OFFICE
A126

A-3

EXT-3

M8FD

EXT-3

S4

S4

S4

S4S4S4S4

S4

S4

S4

S4

S4

S4

S4

S4

S4

S4

S4
A

S4

S4

S4

S4

S4

S4

S4

S4

EXT-3

EXT-3

EX
T-

3

S4

S4

S4

S4

S4

S4

S4

S4

F2

S4

EX
T-

3

F4

12
' - 

5"
16

' - 
6"

6' 
- 5

"
36

' - 
0"

16
' - 

7"

4
A402

N

A114-1

MARKETING
A114

A104-1

A121-1

VW1

VW3

VW3

REFR

MWU

2.1

3.1

4.1

4.2

5.1

6.1

7.2

1 
1/

2"

PLANNING
A111

CORRIDOR
A2

36' - 0" 10' - 9 1/2" 6' - 1 1/2" 11' - 2 1/2"

STORAGE
A123

10' - 3"

5' 
- 4

"
4' 

- 0
"

3' 
- 4

"

A6026

7

A6025

A602 10

A602

12

EXT-3

IM

11

6

7

A60213

A1
35

-1

AISLE
M9B

CORRIDOR
M14

A131-2

3
A402

2
A402

1
A402

VW2

VW12

W14

W14

W14

W14

W14

W14

W14

W14

W14

W14

W14

W14

W14

W14

W14W14W14W14W14

W14

8
A800

A200
5 A200

6

A200
4

A200
13

A200
8

A200
9

A200
18

A200
11

W3

29
' - 

4 
1/

2"
28

' - 
0"

28
' - 

0"
28

' - 
0"

28
' - 

0"
28

' - 
0"

29
' - 

4 
1/

2"

3
A403

VW4

7' 
- 4

"
30

' - 
4"

3' 
- 4

"
4' 

- 0
"

6' 
- 4

"
37

' - 
4"

3' 
- 4

"
60

' - 
6"

VW6

4' - 2" 6' - 5" 3' - 5 1/2" 6' - 0 1/2" 3' - 5"

8' - 9"

NIC NIC NIC NIC

A103
5

10 22 26.A1

10 22 26.A2

A141-2

PASSAGE
A6

CORRIDOR
A7

CORRIDOR
A5

CORRIDOR
A4

CORRIDOR
A4

CORRIDOR
A2

W2 W1

W5A

W5BW6

W8

W6

W7 W9

7' - 0" 9' - 1 1/2"

5' 
- 1

1"
17

' - 
2"

14
' - 

6"

6' 
- 1

1"
21

' - 
5"

9' 
- 7

"
10

' - 
3 

1/
2"

7' 
- 1

0"
12

' - 
5"

12
' - 

5"
14

' - 
1"

6' 
- 1

"

8' 
- 5

" 8' - 5" 11' - 6 1/2" 9' - 11" 6' - 5" 10' - 5 1/2"

6' 
- 1

 1
/2

"
8' 

- 1
0"

12' - 5" 11' - 8" 11' - 8" 11' - 8" 16' - 7 1/2"

12
' - 

9"

10' - 5" 6' - 5" 10' - 11"

12
' - 

9"

A905
12

A905
8

16' - 7 1/2"

7' - 1 1/2" 9' - 9" 11' - 2"

EQ EQ

7' - 8"

LOW

HIGH

A200
7

A200
12

A200
19

A200
3

9
A800

CS

F2

A905
13

MECH UNIT;
RE: MECH
DWGS

S4

S4

W4

W
4A

F2

F2

ELEC PANELS;
RE: ELEC DWGS

S4

S4S4

S4

LOWHIGH

A103
6

Sim

HC

HC

HC

HC
HC

A6011B

14

CL

10
' - 

7"

1' 
- 8

 1
/2

"

7' 
- 0

"

HIGH

LOW

MS

A131-1

M14-1

A130-1

A200
10

HIGH

LOW

TS

M8D-1

12 90 00.A1

12 90 00.A1

12 90 00.A1 12 90 00.A1

12 90 00.A1 12 90 00.A1 12 90 00.A1

12 90 00.A1 12 90 00.A1

12 90 00.A1

12 90 00.A1

12 90 00.A1
12 90 00.A1

12 90 00.A1

12 90 00.A1

12 90 00.A1

12 90 00.A1

12 90 00.A1

12 90 00.A1

12 90 00.A1

12 90 00.A1 12 90 00.A1

12 90 00.A1 12 90 00.A1

12 48 13

12 48 13

12 48 13

A905
15

Sim

18' - 3"

MO

8' - 6" 24' - 0"

MO

16' - 0"

MECH UNIT;
RE: MECH
DWGS

7 
1/

2"
7 

1/
2"

7 
1/

2"

7 1/2"

7 
1/

2"

7 
1/

2"

PA
RA

TR
AN

SI
T

DI
SP

AT
CH

A1
36

3

4

OML

M. TOIL
A132

W. TOIL
A133

VEST
A133A

VEST
A132A

SHWR
A132B

SHWR
A133B

N

A133-1

A132-1

A132A-1A133A-1

A132-2A133-2

M8F2-2

S4

S4

S4B

S4

3.1

4.1

A60121

18

19

20

A601

11

12

9

10
S4 S4

S4

M8FD

M8FD

S4 S4

9' 
- 6

 1
/2

"
19

' - 
8 

1/
2"

5' 
- 6

 1
/2

"

A A

SD

SD

SD

12' - 9 1/2" 4' - 3" 6' - 7 1/2" 12' - 5 1/2"

6' - 11" 23' - 6 1/2" 5' - 8"

9' 
- 6

 1
/2

"
19

' - 
8 

1/
2"

6' 
- 8

 1
/2

"

PTD
MR

MR

MR

MR

PTD

MR

MR

MR

MR

SD

SD

SD
CL

R

5' 
- 1

 1
/2

"

MIN

3' - 0"

MIN

3' - 0"

2' 
- 0

"

DF

3' - 0"

F2

F2

1' - 6"

1' - 2"

A104
1

TTD

TTD

TTD

TTD

TTD TTD

TTD

GB GB

GB GB

F6B

F6B

WR WR

WRWR

3

A800

Sim3

A800

Sim

PTD

HD

PTD

HD

HD HD

MIN

4'-0" CLR

MIN

4' - 0" CLR

06 40 00.B1
06 40 00.A2

10' - 8"

2' 
- 0

"

VGB VGB

2' - 3"

O

UNISEX TOILET
A116

UNISEX TOILET
A117

N

S4
B

S4
B

F6B

A117-1A116-1

A601 4 A6017

5 8

A601

2
9' - 3" 1' - 3 1/2" 9' - 2"

7' 
- 9

"

PTD PTD

MR MR

SD SD

TTD TTD

GBGB

GB GB

3 6

S4B

S4B

F6B

VGB VGB

JIH

4
A350

2
A350

M. TOIL.
M104

W. TOIL.
M105

RECYCLING
M114

WOMENS
LOCKER/SHOWER

RM
M105A

MENS
LOCKER/SHOWER

RM
M104A

M104-1M105-1

LAUNDRY
M115

PASSAGE
M12A

M
8D

M
8F

D

M8FD

M
8D

M8D

M8DM8D

M
4

M8

M
4

S4B

S4B

10 51 13.B2

10 51 13.B2

5.1

6.1

12' - 0" 8' - 8" 3' - 11" 4' - 1"

12' - 0" 11' - 3 1/2" 2' - 1" 11' - 3 1/2" 18' - 0 1/2"

8' - 6" 5' - 7 1/2" 3' - 3 1/2"5' - 3" 6' - 9"

A600

23
A600

1

3

A600 7

A60010

A600

12

14 6

PTD

PTD

GB

GB

SC

SD

SD

SD

PTD

M8D

A A A A A A A A

B

A

A

A

A

A

A

A

A

A A AA A A A A A A A A A

A

A

A

A

A

A

A

A

A

B A

A

A

A

A

A

A

A

A

A

B A

A

A

A

A

A

A

A

A

A

B

11' - 5" 2' - 7 1/2" 28' - 8 1/2"

6' 
- 7

 1
/2

"
1' 

- 7
 1

/2
"

9' 
- 3

"
9' 

- 5
"

3' 
- 9

 1
/2

"

30
' - 

9"

TTD

TTD

GBTTD

GB

TTD

MR

MR

10 51 13.B110 51 13.B110 51 13.B1

SC SC SC

TB
CH

GB GB

SH

TB CH

SH

GB GB

CH TB

EQ EQ

3' 
- 0

 1
/2

"

10 51 13.B110 51 13.B1

3' - 4 1/2" 3' - 4 1/2"

3' 
- 0

 1
/2

"

9

11

15 13

A60018 17
A60016

4 2

A600 5
6

8 S4B
S4B

M8B

M
4B

M
4B

M
4BM8B

GBGB

SH

M8

M
8D

M
8D

SC

SCM8D
S4B

M
8D

M
8D

S4B

HD

PTD

HD

SD

SD

SD

MR

MR

HD

HD

WR WR

WRWR

A

10 51 13.A5 10 51 13.A5 10 51 13.A5 10 51 13.A5

24

8' 
- 8

"
3' 

- 4
"

8' 
- 8

"
3' 

- 4
"

M8

M8D

M8M
8D

1' - 4" 1' - 5"

VGB VGB

2' - 10" 2' - 10" 2' - 10" 2' - 10" 2' - 10" 3' - 11"

0' 
- 8

"

4" CMU BRACING,
FULL HEIGHT

0' 
- 8

"

2' - 10" 2' - 10" 3' - 2" 3' - 10"

M4

4" CMU BRACING,
FULL HEIGHT

M4

A B

6' 
- 0

"

1' - 0"

6' 
- 0

"

1' - 0"

101

101

3' 
- 0

"
3' 

- 0
"

1' - 0"

101

101

3' 
- 0

"
3' 

- 0
"

1' - 0"

C D

2

O

A6028 9

A602

7

LCKRS
A140

C

C

C

C

C

C

C

C

C

C

C

C

C

C

C

C

C

C

C

C

C

C

D

D

D

D

C

C

C

C

C

C

C

C

C

C

C

C

C

C

10 51 13.B2

10 51 13.B1

22
' - 

5"

1' - 7" 1' - 10" 6' - 0" 3' - 1" 0' - 11"

TYPE D:
BOTTOM ROW ONLY
TYPE C ON TOP ROW

10 51 13.A3

10 51 13.A4

10 51 13.A3

16
' - 

11
 1

/2
"

5' 
- 5

"

3' 
- 3

"

9
A800

10 51 13.B1

1' - 7" 1' - 10" 6' - 0" 3' - 1" 0' - 11"

ELEC. PANELS;
SEE ELEC. DWGS

10 55 00

A6011

2 7
A800

3' - 0" 6' - 11"
3' 

- 0
"

8' 
- 6

"

A601

2A

1A

2B

1C A6011B

3" DIA. GROMMET HOLES
ON LOWER COUNTER

2' 
- 2

"

2' - 2"

TRUE

DWG. No.

PROJ. No.

SCALE

DATE

DWG. TITLE

DWN. CHK.

NOTES

THIS DOCUMENT, AND THE IDEAS AND DESIGNS INCORPORATED HEREIN, AS AN
INSTRUMENT OF  PROFESSIONAL SERVICE, IS THE PROPERTY OF WENDEL
DUCHSCHERER AND IS NOT TO BE USED IN WHOLE OR IN PART, FOR ANY OTHER
PROJECT WITHOUT THE WRITTEN AUTHORIZATION OF WENDEL DUCHSCHERER.
UNAUTHORIZED ALTERATION OR ADDITION TO  ANY SURVEY DRAWING, DESIGN,
SPECIFICATION, PLAN OR REPORT IS A VIOLATION OF SECTION 7209, PROVISION 2 OF
THE NEW YORK STATE EDUCATION LAW.

-
-
-
-

ALEXANDRIA ARCHITECTURE, ENGINEERING,
LAND SURVEYING & LANDSCAPE ARCHITECTS, INC

Operations &
Maintenance Facility

PROJECT ADDRESS:

1301 Kemper Street PO Box 797
Lynchburg, VA 24505−0797

1420 King Street, Suite 510
Alexandria, VA 22314

www.wendelcompanies.com
p:703.299.8718    f:703.299.8719

KEY PLAN

B

9/24/14

As indicated

PARTIAL FLOOR PLAN −
AREA B AND ENLARGED

TOILET ROOMS

A103

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 1/8" = 1'-0"1 FLOOR PLAN - AREA B
0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

TRUE

 1/4" = 1'-0"2 ENLARGED TOILET ROOMS - ADMIN/OPS

 1/4" = 1'-0"3 ENLARGED PUBLIC TOILET ROOMS

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

TRUE

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

TRUE

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

TRUE

 1/4" = 1'-0"4 ENLARGED TOILET ROOMS - MAINTENANCE

KEYNOTE LEGEND
Key Value Keynote Text

06 40 00.A2 PLASTIC LAMINATE
06 40 00.B1 SOLID-SURFACING MATERIAL

COUNTERTOP
10 22 13.A2 WIRE MESH SLIDING DOOR
10 22 26.A1 OPERABLE PARTITION
10 22 26.A2 ACCORDIAN FOLDING PARTITION
10 51 13.A3 12"x18"x36" LOCKER
10 51 13.A4 12"x18"x36" ADA LOCKER
10 51 13.A5 LOCKER SIDE TRIM/FILLER

PANELS
10 51 13.B1 6' BENCH
10 51 13.B2 20"x42" ADA BENCH
10 55 00 POSTAL SPECIALTIES:

INFORMATION SORTER
12 48 13 ENTRANCE FLOOR MATS
12 90 00.A1 TV-NIC; MOUNT CENTER 5'-0" AFF
CG CORNER GUARD
CH COAT HOOK
CS COLUMN SHIELDS
GB GRAB BAR
HD HAND DRYER
MR MIRROR
MS MOP SINK
PTD PAPER TOWEL DISPENSER
SC SHOWER CURTAIN AND ROD
SD SOAP DISPENSER
SH SOAP HOLDER
TB TOWEL BAR
TS TRAFFIC STRIPING
TTD TOILET TISSUE DISPENSER
VGB VERTICAL GRAB BAR
WR WASTE RECEPTICAL

NOTES:
1. FURNITURE SHOWN FOR INFORMATION ONLY; N.I.C.
2. EQUIPMENT: SEE Q101 TO Q301

Locker Schedule
Room:

Number Room: Name
Type
Mark

# OF
LOCKERS

A132B SHWR A 1
A132B SHWR B 1
A133B SHWR A 1
A133B SHWR B 1
A140 LCKRS C 76
A140 LCKRS D 4
M104A MENS

LOCKER/SHOWER
RM

A 32

M104A MENS
LOCKER/SHOWER
RM

B 2

M105A WOMENS
LOCKER/SHOWER
RM

A 27

M105A WOMENS
LOCKER/SHOWER
RM

B 2

147

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

 1/4" = 1'-0"5 ENLARGED LOCKER ROOM - ADMIN/OPS

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

TRUE

 1/4" = 1'-0"6 ENLARGED PLAN - REC - A101

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

TRUE

Revision
Number
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 1/2" = 1'-0"1 ENLARGED SHOWER ROOMS - ADMIN/OPS

 1/8" = 1'-0"3 UPPER PART PLAN ABOVE BAYS AND COMMON AISLE

 1/2" = 1'-0"2 ENLARGED TOILET ROOM

 1/8" = 1'-0"4 PLAN SECTION ABOVE VEST. A100

0' 4'-0"2'-0"1'-0"6"
SCALE: 1/2"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 1/2"=1'-0"

0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"
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13 34 19.E5 STRAIGHT COLUMN
CH COAT HOOK
GB GRAB BAR
HD HAND DRYER
PTD PAPER TOWEL DISPENSER
SC SHOWER CURTAIN AND ROD
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VGB VERTICAL GRAB BAR
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 3/32" = 1'-0"1 ROOF PLAN
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CANOPY AND STORAGE

SHEDS (NON−FUEL)

A106

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 1/8" = 1'-0"1 GASOLINE CANOPY PLAN
 1/8" = 1'-0"2 ROOF PLAN

 1/8" = 1'-0"3 BUILDING SECTION

KEYNOTE LEGEND
Key Value Keynote Text

03 30 00 CAST-IN-PLACE CONCRETE
04 20 00.B1 8" CONCRETE MASONRY UNIT
06 10 00.C1 PRESSURE TREATED 2X10
06 16 00.A3 2-LAYERS 5/8" GYPSUM ROOF

SHEATHING
07 41 13.A1 LAP-SEAM METAL ROOF PANELS
07 41 13.A2 UNDERLAYMENT
07 41 13.A3 ROOF EDGE FLASHING
07 62 00.A2 METAL GUTTER
07 62 00.A3 METAL DOWNSPOUT DRAIN TO

GRADE
08 11 13 HOLLOW METAL DOORS AND

FRAMES
08 33 00.A1 COILING DOOR-EXTERIOR
13 12 00.A1 PRE-ENGINEERED ROOF CANOPY

AND COLUMNS
13 12 00.A2 CANOPY DOWNSPOUT
13 34 19.B4 GUTTER

 1/8" = 1'-0"8 SALT SHED PLAN

 1/8" = 1'-0"14 SALT SHED SECTION

 1/8" = 1'-0"4 CANOPY ELEVATION EAST
 1/8" = 1'-0"5 CANOPY ELEVATION NORTH

 1/8" = 1'-0"6 CANOPY ELEVATION SOUTH
 1/8" = 1'-0"7 CANOPY ELEVATION WEST

 1/8" = 1'-0"10 STORAGE ELEVATION EAST
 1/8" = 1'-0"11 STORAGE ELEVATION NORTH

 1/8" = 1'-0"12 STORAGE ELEVATION SOUTH
 1/8" = 1'-0"13 STORAGE ELEVATION WEST

 1/8" = 1'-0"9 SALT SHED PLAN

0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

0' 16'-0"8'-0"4'-0"2'-0"
SCALE: 1/8"=1'-0"

 3/4" = 1'-0"15 DETAIL
0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"
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09 29 00.A109 29 00.A1

07 84 00.A1

13 34 19.E4

S4
A

DETAIL CUT AT 14'-8" ABOVE FFE

07 84 00.A1

P

6"
1/

2"

7 1/2"

TYP.
3/4"

13 34 19.D1

07 62 00.A1
08 51 13.B4

07 92 00.A3

09 29 00.A1
09 10 00.B3
08 41 13.D1
08 41 13.B1

08 80 00
BOTH SIDES

06 10 00.A1

09 10 00.B5
07 21 00.D1

04 20 00.B1

09 29 00.A1

09 29 00.A1

M8D-1

M8D-1

10 30 00.A1

10 30 00.A1

SLAB DEPRESSION

1' - 10"

SL
AB

 D
EP

RE
SS

IO
N

8' 
- 6

"

FLOOR BARRIER

COLUMN

4

A906

TRUE
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KEY PLAN

A B

9/24/14

 3/4" = 1’−0"

PLAN DETAILS

A200

09/24/2014

BW1

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 3/4" = 1'-0"1 PLAN DETAIL
 3/4" = 1'-0"2 PLAN DETAIL

 3/4" = 1'-0"4 PLAN DETAIL
 3/4" = 1'-0"5 PLAN DETAIL

 3/4" = 1'-0"6 PLAN DETAIL

 3/4" = 1'-0"13 PLAN DETAIL

 3/4" = 1'-0"8 PLAN DETAIL
 3/4" = 1'-0"9 PLAN DETAIL

 3/4" = 1'-0"18 PLAN DETAIL

 3/4" = 1'-0"11 PLAN DETAIL

KEYNOTE LEGEND
Key Value Keynote Text

03 45 00 PRECAST ARCHITECTURAL
CONCRETE

04 20 00.B1 8" CONCRETE MASONRY UNIT
06 05 73.A1 2-LAYERS 5/8" FIRE RETARDANT

TREATED PLYWOOD
06 10 00.A1 PRESSURE TREATED BLOCKING
06 16 00.A1 5/8" GYPSUM WALL SHEATHING
06 40 00.B1 SOLID-SURFACING MATERIAL

COUNTERTOP
07 21 00.A1 CLOSED-CELL POLYURETHANE

SPRAY FOAM INSULATION
07 21 00.D1 RIGID INSULATION
07 62 00.A1 PEEL & STICK AIR BARRIER
07 84 00.A1 FIRESTOPPING
07 84 00.A2 FIRE RESISTIVE JOINT SYSTEMS
07 92 00.A1 SEALANT
07 92 00.A2 SILICONE SEALANT
07 92 00.A3 BACKER ROD AND SEALANT
08 11 13 HOLLOW METAL DOORS AND

FRAMES
08 41 13.B1 ALUMINUM STOREFRONT SYSTEM
08 41 13.D1 ADJUSTABLE PARTITION CLOSURE
08 41 13.E1 .090" BENT ALUM CLOSURE TRIM
08 51 13.B4 SHIM
08 80 00 GLAZING
09 10 00 NON-STRUCTURAL METAL

FRAMING
09 10 00.B3 3 5/8" METAL STUD
09 10 00.B5 8" METAL STUD
09 10 00.C1 FURRING CHANNELS @ 16" O.C.
09 29 00.A1 5/8" GYPSUM WALL BOARD
09 29 00.A2 INTERIOR GWB TRIM BEAD
09 29 00.B1 5/8" TYPE X GYPSUM WALL BOARD
10 30 00.A1 AUTOMATIC SPILL BARRIER
13 34 19.A2 HORIZONTAL RIBBED METAL

PANELS
13 34 19.A3 VERTICAL RIBBED METAL PANELS
13 34 19.A6 METAL PANEL CORNER TRIM
13 34 19.A7 METAL PANEL END TRIM
13 34 19.C4 IN BOARD GIRTS
13 34 19.C5 OUT BOARD GIRTS
13 34 19.D1 J-TRIM
13 34 19.D2 PANEL SUPPORT FLASHING
13 34 19.D3 JAMB
13 34 19.E4 TAPERED COLUMN
13 34 19.E5 STRAIGHT COLUMN

 3/4" = 1'-0"7 PLAN DETAIL

 3/4" = 1'-0"12 PLAN DETAIL

 3/4" = 1'-0"19 PLAN DETAIL

 3/4" = 1'-0"3 PLAN DETAIL

 3/4" = 1'-0"15 PLAN DETAIL

 3/4" = 1'-0"16 PLAN DETAIL
 3/4" = 1'-0"17 PLAN DETAIL

 3/4" = 1'-0"20 PLAN DETAIL
 3/4" = 1'-0"21 PLAN DETAIL

 3/4" = 1'-0"14 PLAN DETAIL

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

 3/4" = 1'-0"10 PLAN DETAIL

DETAIL CUT AT 8’-0” ABOVE FFE

DETAIL CUT AT 2’-0” ABOVE FFE

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

 3/4" = 1'-0"22 AUTO SPILL BARRIER PLAN DETAIL

Revision
Number

Issued by Revision Description Revision Date



FFE
0"

T.O. ADMIN WALL
11' - 10"

3458 2 1

4
A350

T.O. HIGH WALL
25' - 6"

T.O. ENTRANCE WALL
18' - 6"

T.O. ROOF RIDGE
30' - 2"

08 51 13.A1

04 20 00.A1

08 41 13.B1

08 51 13.A1

13 34 19.A1

13 34 19.A3

08 51 13.A1

04 20 00.A1

08 41 13.A1

4
A402

TYP

67

1
A402

08 41 13

13 34 19.B1

13 34 19.B1

13 34 19.B1

13 12 00.A1 08 41 13.B1

08 41 13

W10

MECH UNIT; RE: MECH DWGS

TYPE 3B

13 34 19.A2TYPE 1C

TYPE 3A 13 34 19.A3 TYPE 3A

13 34 19.A2TYPE 1B

08 90 00

13 34 19.B1

ILLUMINATED SIGNAGE; RE:
SIGNAGE DWGS

L-3
BEHIND

LOUVERS

IN WINDOW
FRAME

W14 W14

W1

W14 W14 W14 W14 W14 W14 W14 W14 W4 W14 W14 W14
W5A

13 34 19.B3
13 34 19.B3

13 34 19.B3

13 34 19.B3

13 34 19.B3

13 34 19.B3

A300
A

FFE
0"

T.O. ADMIN WALL
11' - 10"

P O M K J I H G F E C B A

T.O. SERVICE WALL
20' - 0"

2
A350

L D

T.O. HIGH WALL
25' - 6"

T.O. ENTRANCE WALL
18' - 6"

T.O. ROOF RIDGE
30' - 2"

13 34 19.A2

04 20 00.A1

08 36 13.A1

08 33 23.A1
08 41 13.B1

13 34 19.A2

13 34 19.A3

08 41 13.B1

N

13 34 19.B3

T.O. MAINT WALL
14' - 0"

13 34 19.B1

13 12 00.A1

08 51 13.C1TYP

13 34 19.B3TYP

05 50 00.A3TYP

3
A403

W11 W11 W11 W11 W11W11 W11

MECH UNIT;  RE: MECH DWGS

WALL PACK; RE:
ELEC DWGS

WALL PACK; RE: ELEC DWGS

BOLLARD; RE: STRUCT DWGS

TYPE 3A

13 34 19.B1

12
A430

TYPE 1C

13 34 19.A2 TYPE 1A

TYPE 1D

13 34 19.A2TYPE 3A

W6

W5B

13 34 19.B3 13 34 19.B3

13 34 19.B3

13 34 19.B3TYP TYP
TYP

TYP

TYP

13 34 19.B3

MECH UNIT;  RE: MECH DWGS

FFE
0"

3 4 5 821

T.O. SERVICE WALL
20' - 0"

4
A350

SERVICE FLOOR
-6"

T.O. HIGH WALL
25' - 6"

T.O. ROOF RIDGE
30' - 2"

13 34 19.A2

08 11 13

04 20 00.A1

08 11 13

04 20 00.A1

T.O. MAINT WALL
14' - 0"

13 12 00.A1

13 34 19.B1

08 90 00

TYP; RE: MECH DWGS

MECH DUCT PENETRATION;
RE: MECH DWGS

TYPE 1D

13 34 19.A2TYPE 1C

13
A430

L-5 L-6

17
' - 

0"

18
' - 

2"

L-7 L-8
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' - 

4"
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' - 

2"

17
' - 

0"

L-9

13 34 19.B3

13 34 19.B3

13 34 19.B3

13 34 19.B3

13 34 19.B3 13 34 19.B3

MECH UNIT;  RE: MECH DWGS MECH UNIT;  RE: MECH DWGS

FFE
0"

T.O. ADMIN WALL
11' - 10"

POMKJIHGFECBA

T.O. SERVICE WALL
20' - 0"

2
A350

LD

T.O. ENTRANCE WALL
18' - 6"

T.O. ROOF RIDGE
30' - 2"

13 34 19.A3

13 34 19.A3

08 51 13
08 51 13.A1

04 20 00.A1
08 11 13

04 20 00.A1

13 34 19.A2

13 34 19.A3

N

13 34 19.B3

13 34 19.B3

T.O. MAINT WALL
14' - 0"

08 51 13.A1

13 34 19.B1

13 34 19.A2
W12 W12A W12B W12B W12B W12B W12B W12B

W13A W13C W13B

08 90 00

TYP; RE: MECH DWGS

08 90 00

WALL PACK; RE: ELECT DWGS

12
A430

TYPE 1D

TYPE 2A

TYPE 2B

TYPE 3A

TYPE 3A

13 34 19.A2TYPE 1C

13
' - 

0"

14
' - 

0"

14
' - 

0"

L-11L-12

L-4
BEHIND

LOUVERS
IN WINDOW FRAME

L-1

W14 W14 W14 W14 W14

13 34 19.B3
13 34 19.B3 13 34 19.B3 13 34 19.B3

13 34 19.B3

MECH UNIT;  RE: MECH DWGS

4

13

2

6

5

8

7

FFE
0"

1

T.O. ROOF

13 34 19.A3

04 20 00.A1

T.O. MAINT WALL
14' - 0"

15'-6"

08 41 13

13 34 19.B1

08 51 13.A1

08 90 00

TYPE 3A

13
' - 

0"

L-10

W7 W14

FFE
0"

8

T.O. ROOF

04 20 00.A1

08 51 13.A1

13 34 19.A3

7.2
13 34 19.B1

15'-6"
WP; RE: ELECT DWGS

TYPE 3A

W14

FFE
0"

2 1

13 34 19.A2

04 20 00.A1

08 11 13

2.1

08 90 0008 90 00 TYP; RE: MECH DWGS
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FFE
0"

8

T.O. ROOF

13 34 19.A2

04 20 00.A1

T.O. MAINT WALL
14' - 0"

TYPE 1D

FFE
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OPENING
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STEEL DOWN TO SLAB
@ EXT-3 WALL TYPE
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13 34 19
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KEY PLAN

9/24/14

As indicated

BUILDING ELEVATIONS

A300

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 3/32" = 1'-0"1 EAST ELEVATION

 3/32" = 1'-0"2 NORTH ELEVATION

 3/32" = 1'-0"3 WEST ELEVATION

 3/32" = 1'-0"4 SOUTH ELEVATION
0' 32'-0"16'-0"8'-0"4'-0"
SCALE: 3/32"=1'-0"

 3/32" = 1'-0"5 EAST ELEVATION - ADMIN NORTH
 3/32" = 1'-0"6 EAST ELEVATION - ADMIN SOUTH

 3/32" = 1'-0"7 WEST ELEVATION - SERVICE LANE NORTH
 3/32" = 1'-0"8 WEST ELEVATION - SERVICE LANE SOUTH

KEYNOTE LEGEND
Key Value Keynote Text

04 20 00.A1 GROUND FACE CONCRETE
MASONRY UNIT

05 50 00.A3 BOLLARD
08 11 13 HOLLOW METAL DOORS AND

FRAMES
08 33 23.A1
08 36 13.A1 GLASS PANEL SECTIONAL DOOR
08 41 13 ALUMINUM-FRAMED ENTRANCES

AND STOREFRONTS
08 41 13.A1 ALUMINUM AND GLASS ENTRANCE

DOORS
08 41 13.B1 ALUMINUM STOREFRONT SYSTEM
08 51 13 ALUMINUM WINDOWS
08 51 13.A1 PROJECTED CASEMENT/FIXED

WINDOW
08 51 13.C1 ALUM WINDOW FIXED/FIXED
08 90 00 LOUVERS
13 12 00.A1 PRE-ENGINEERED ROOF CANOPY

AND COLUMNS
13 34 19 METAL BUILDING SYSTEM
13 34 19.A1 INTERLOCKING SHINGLE METAL

PANELS
13 34 19.A2 HORIZONTAL RIBBED METAL

PANELS
13 34 19.A3 VERTICAL RIBBED METAL PANELS
13 34 19.B1 STANDING SEAM METAL ROOFING
13 34 19.B3 RAIN LEADER

0' 32'-0"16'-0"8'-0"4'-0"
SCALE: 3/32"=1'-0"

0' 32'-0"16'-0"8'-0"4'-0"
SCALE: 3/32"=1'-0"

0' 32'-0"16'-0"8'-0"4'-0"
SCALE: 3/32"=1'-0"

NOTES:
1. WHERE POSSIBLE CENTER OR ALIGN LOUVERS
ABOVE DOORS OR OPENINGS
2. POSITION LOUVERS IN METAL PANELS TO
EXTEND ACROSS FEWEST PANEL JOINTS

 3/16" = 1'-0"A EXT-3 TYPICAL WALL OPENING ELEVATION

Revision
Number
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T ectonic Cop yright 2007

FFE
0"

FFE
0"

T.O. ADMIN WALL
11' - 10"

POMKJIHGFECBA

T.O. SERVICE WALL
20' - 0"

2
A350

SERVICE LANE
S1

PARTS
STORAGE

M123

A400
1

SERVICE FLOOR
-6"

A401
2

LD

T.O. ENTRANCE WALL
18' - 6"

T.O. ROOF RIDGE
30' - 2"

MAINTENANCE
BREAK ROOM

M107

TIRE STORAGE
M124

WOMENS
LOCKER/SHOWER

RM
M105A

MENS
LOCKER/SHOWER

RM
M104A

N

08 41 13.F1

10 22 13.A1

T.O. MAINT WALL
14' - 0"

A430
9

A430
10

VACUUM
M128

WAITING AREA
A101A

TOOL STORAGE
3

M103

CORRIDOR
M14CORRIDOR

M10

CORRIDOR
A3

10 51 13.A1

W12 W12A W12B W12B W12B W12B W12B W12B

08 51 13.A1 TYP

L-4
BEHIND

LOUVERS

R = 642' - 2"

20'-0"

UNDERSIDE
OF ROOF @
COL LINE A

22'-4"

UNDERSIDE
OF ROOF @
COL LINE C

R = 396' - 6"
15'-6"

18'-5"

UNDERSIDE
OF ROOF @
COL LINE P

UNDERSIDE
OF ROOF @
COL LINE OR = 914' - 6"

14'-5"

UNDERSIDE
OF ROOF @
COL LINE M

11'-10"

UNDERSIDE
OF ROOF @
COL LINE P

FFE
0"

T.O. LOW WALL
16' - 6"

4
A350

FARE BOX
REPAIR

M112

REPAIR BAY
M5

WORKSTATIONS
(3)

M111

A400
2

A401
3

T.O. HIGH WALL
25' - 6"

T.O. ROOF RIDGE
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W. TOIL.
M105

08 36 13.A1

13 34 19.A2

13 34 19.B3

09 51 00

09 29 00

13 34 19.A3

13 34 19.B3

2.1 3.1 4.1 4.2 5.1 6.1 7.2

T.O. MAINT WALL
14' - 0"
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2 6 7

LUBE ROOM
M118
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CORRIDOR
M12

W7 W14

L-10

W14
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UNDERSIDE
OF ROOF @
COL LINE 4.2

UNDERSIDE
OF ROOF @
COL LINE 2.1 16'-6"

UNDERSIDE
OF ROOF @
COL LINE 7.2

R = 1232' - 10"

R = 1790' - 8"

19'-9"

UNDERSIDE
OF ROOF @
COL LINE 4.2
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T.O. LOW WALL
16' - 6"

4
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A400
3

T.O. HIGH WALL
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T.O. ROOF RIDGE
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RECEIVING
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M1

08 33 23.A1
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08 33 23.A1
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25' - 6"

T.O. ROOF RIDGE
30' - 2"
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1

SERVICE LANE
S1

08 33 23.B1

FUELING SUPPORT
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15410.E1
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1
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5
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T.O. ADMIN WALL
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T.O. ENTRANCE WALL
18' - 6"

4
A402

6 7

1
A402

A403
3

A404
2

A404
313 34 19.B1

08 41 13.B108 51 13.A1

09 51 00 13 34 19.E2
MECH DUCTWORK; RE: MECH DWGS

13 34 19.B1

CONCRETE SLAB; RE: STRUCT DWGS
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KEY PLAN

9/24/14

As indicated

BUILDING SECTIONS

A350

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 3/32" = 1'-0"4 EAST/WEST SECTION

 3/32" = 1'-0"2 NORTH/SOUTH SECTION

0' 32'-0"16'-0"8'-0"4'-0"
SCALE: 3/32"=1'-0"

 3/32" = 1'-0"3 NORTH/SOUTH SECTION 2

 3/32" = 1'-0"1 NORTH/SOUTH SECTION 3

0' 32'-0"16'-0"8'-0"4'-0"
SCALE: 3/32"=1'-0"

0' 32'-0"16'-0"8'-0"4'-0"
SCALE: 3/32"=1'-0"

0' 32'-0"16'-0"8'-0"4'-0"
SCALE: 3/32"=1'-0"

KEYNOTE LEGEND
Key Value Keynote Text

08 11 13 HOLLOW METAL DOORS AND
FRAMES

08 33 00.A1 COILING DOOR-EXTERIOR
08 33 23.A1
08 33 23.B1
08 36 13.A1 GLASS PANEL SECTIONAL DOOR
08 41 13.B1 ALUMINUM STOREFRONT SYSTEM
08 41 13.F1 ALUMINUM-FRAMED

CURTAINWALL SYSTEM
08 51 13 ALUMINUM WINDOWS
08 51 13.A1 PROJECTED CASEMENT/FIXED

WINDOW
09 29 00 GYPSUM BOARD
09 51 00 ACOUSTICAL CEILINGS
10 22 13.A1 WIRE MESH PARTITION
10 51 13.A1 12"x18"x72" LOCKER
13 34 19.A2 HORIZONTAL RIBBED METAL

PANELS
13 34 19.A3 VERTICAL RIBBED METAL PANELS
13 34 19.B1 STANDING SEAM METAL ROOFING
13 34 19.B3 RAIN LEADER
13 34 19.E2 SEGMENTED STEEL BEAM
14 45 00
15410.E1
DIVISION 22 PLUMBING

 3/32" = 1'-0"5 BUILDING SECTION
0' 32'-0"16'-0"8'-0"4'-0"
SCALE: 3/32"=1'-0"

Revision
Number

Issued by Revision Description Revision Date



FFE
0"

A

T.O. SERVICE WALL
20' - 0"

SERVICE FLOOR
-6"

3'-4"
T.O. MASONRY

13 34 19.B4

13 34 19.B2

13 34 19.B3

EXT-1

13 34 19.C1

13 34 19.E3

A450
1

A450
2

A450
17

A450
18

13 34 19.E4

CONC FOUNDATION; RE: STRUCT DWGS

CONC SLAB ON GRADE; RE: STRUCT DWGS

13 34 19.A4

13 34 19.F1

13 34 19.E2

4' - 0"

7 1/2"

1' - 6"

FFE
0"

T.O. HIGH WALL
25' - 6"

3'-4"
T.O. MASONRY

13 34 19.B4

13 34 19.B2

EXT-1

08 36 13.A1

13 34 19.C1

13 34 19.E3

4' - 0"

6' 
- 6

"
5' 

- 0
"

14
' - 

0"

TY
P

20
' - 

0"

2.1

A450
3

A450
4

A450
5

A450
1

Sim

13 34 19.E2

13 34 19.E4

13 34 19.E1

13 34 19.A4

13 34 19.C3

CONC FOUNDATION; RE: STRUCT DWGS

TRENCH DRAIN/BOLLARD; RE: STRUCT DWGS

FALL PROTECTION BEAM ASSEMBLY

BOLLARD; RE: STRUCT DWGS

REPAIR BAY
M5

FFE
0"

T.O. LOW WALL
16' - 6"

08 51 13

EXT-2

08 33 00.A1

11
"

3' 
- 0

"
2' 

- 7
"

10
' - 

0"

7.2

4' - 0"

A450
6 A450

7

A450
8

A450
9

CONC FOUNDATION; RE: STRUCT DWGS

TRENCH DRAIN/BOLLARD; RE: STRUCT DWGS

BOLLARD; RE: STRUCT DWGS

13 34 19.E4

13 34 19.E2

13 34 19.A4

13 34 19.E1

13 34 19.B1

13 34 19.C1

13 34 19.E3

EXT-2

RECEIVING
M122

13 34 19.F1

13 34 19.D6
FRAMING FOR COILING
DOOR BY PEMB

08 33 00.A1

WALL MOUNT EXTERIOR LED LIGHT;
RE: ELEC DWGS

DWG. No.

PROJ. No.

SCALE

DATE

DWG. TITLE

DWN. CHK.

NOTES
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INSTRUMENT OF  PROFESSIONAL SERVICE, IS THE PROPERTY OF WENDEL
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PROJECT WITHOUT THE WRITTEN AUTHORIZATION OF WENDEL DUCHSCHERER.
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SPECIFICATION, PLAN OR REPORT IS A VIOLATION OF SECTION 7209, PROVISION 2 OF
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-
-
-
-
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9/24/14

 3/4" = 1’−0"

WALL SECTIONS

A400

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 3/4" = 1'-0"1 WALL SECTION
 3/4" = 1'-0"2 WALL SECTION

 3/4" = 1'-0"3 WALL SECTION

KEYNOTE LEGEND
Key Value Keynote Text

08 33 00.A1 COILING DOOR-EXTERIOR
08 36 13.A1 GLASS PANEL SECTIONAL DOOR
08 51 13 ALUMINUM WINDOWS
13 34 19.A4 METAL SOFFIT SYSTEM
13 34 19.B1 STANDING SEAM METAL ROOFING
13 34 19.B2 STANDING SEAM METAL ROOFING

W/ INTERIOR METAL PANEL
13 34 19.B3 RAIN LEADER
13 34 19.B4 GUTTER
13 34 19.C1 PURLIN
13 34 19.C3 Z PURLIN W/ SUPPORT BRACKET
13 34 19.D6 HEAD
13 34 19.E1 STEEL BEAM
13 34 19.E2 SEGMENTED STEEL BEAM
13 34 19.E3 ADJUSTABLE HEIGHT METAL

ANGLE
13 34 19.E4 TAPERED COLUMN
13 34 19.F1 SNOW GUARDS

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

Revision
Number

Issued by Revision Description Revision Date



1

SERVICE FLOOR
-6"

3'-4"
T.O. MASONRY

13 34 19.A5

EXT-1

08 33 23.B1

A450
10

CONC FOUNDATION; RE: STRUCT DWGS

BOLLARD; RE: STRUCT DWGS

13 34 19.E2

8' 
- 4

"
14

' - 
0"

METAL FRAMING
BY PEMB

FFE
0"

P

T.O. ENTRANCE WALL
18' - 6"

3'-4"
T.O. MASONRY

13 34 19.A5

04 20 00.A1

09 10 00.B5

09 29 00.A1

13 34 19.A4

7' - 0"

A450
14

A450
15

A450
16

08 41 13.F1

A450
19

13 34 19.B1 BEYOND

13 34 19.B1

13 34 19

13 34 19.E1

09 51 00

CONC FOUNDATION;
RE: STRUCT DWGS

CONC SLAB ON GRADE;
RE: STRUCT DWGS

STEEL TUBE; COORD HEIGHT WITH
CURTAINWALL MANUFACTURER; RE:
STRUCT DWGS FOR SIZE AND TYPE

08 41 13.F1 STEEL ANCHORAGE BY CURTAINWALL MANUFACTURER

13 34 19.B4 BEYOND

A880
12

Sim

15
' - 

2"
3' 

- 4
"

EXT-3

FFE
0"

T.O. LOW WALL
16' - 6"

3'-4"
T.O. MASONRY

EXT-2

13 34 19.B4

13 34 19.B1

13 34 19.E3

13 34 19.C1

4' - 0"

13 34 19.B3

13 34 19.A4

7.2

CONC FOUNDATION;
RE: STRUCT DWGS

CONC SLAB ON GRADE;
RE: STRUCT DWGS

13 34 19.E4

13 34 19.E2

A450
6

Sim

A450
7

Sim

13 34 19.F1

MECH DROP; RE: MECH DWGS

10 30 00.A1

PROVIDE CONCRETE
'STEP' IN FOUNDATION AT
LUBE ROOM ONLY; COORD
WITH STRUCT DWGS

0' 
- 8

"

0' - 8"

13
' - 

2"
3' 

- 4
"

13 34 19.E6

SPLASH PAD; RE: LA DWGS

A450
17

Sim

SPILL BARRIER (IN OPEN POSITION)

DWG. No.

PROJ. No.

SCALE

DATE

DWG. TITLE

DWN. CHK.

NOTES

THIS DOCUMENT, AND THE IDEAS AND DESIGNS INCORPORATED HEREIN, AS AN
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 3/4" = 1’−0"

WALL SECTIONS

A401

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 3/4" = 1'-0"1 WALL SECTION
 3/4" = 1'-0"2 WALL SECTION

KEYNOTE LEGEND
Key Value Keynote Text

04 20 00.A1 GROUND FACE CONCRETE
MASONRY UNIT

08 33 23.B1
08 41 13.F1 ALUMINUM-FRAMED

CURTAINWALL SYSTEM
09 10 00.B5 8" METAL STUD
09 29 00.A1 5/8" GYPSUM WALL BOARD
09 51 00 ACOUSTICAL CEILINGS
10 30 00.A1 AUTOMATIC SPILL BARRIER
13 34 19 METAL BUILDING SYSTEM
13 34 19.A4 METAL SOFFIT SYSTEM
13 34 19.A5 METAL FASCIA TRIM
13 34 19.B1 STANDING SEAM METAL ROOFING
13 34 19.B3 RAIN LEADER
13 34 19.B4 GUTTER
13 34 19.C1 PURLIN
13 34 19.E1 STEEL BEAM
13 34 19.E2 SEGMENTED STEEL BEAM
13 34 19.E3 ADJUSTABLE HEIGHT METAL

ANGLE
13 34 19.E4 TAPERED COLUMN
13 34 19.E6 STEEL CHANNEL FRAMING
13 34 19.F1 SNOW GUARDS

 3/4" = 1'-0"3 WALL SECTION
0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

Revision
Number

Issued by Revision Description Revision Date



FFE
0"

M

EXT-3

A451
1

A450
16

Sim

CONC FOUNDATION;
RE: STRUCT DWGS

CONC SLAB ON GRADE;
RE: STRUCT DWGS

08 41 13

13 34 19.B1

09 51 00

A451
2

FIXED ROUTE
DISPATCH

A137

3' 
- 4

"
7' 

- 8
"

EXT-3

3' 
- 4

 1
/2

"

/A A300SEE TYP

07 14 16

FFE
0"

1

EXT-3

A451
4

A451
1

Sim

A450
16

Sim

CONC FOUNDATION; RE: STRUCT DWGS

CONC SLAB ON GRADE; RE: STRUCT DWGS

08 41 13.B1

FIXED ROUTE
DISPATCH

A137

7' 
- 8

"
3' 

- 4
"

07 92 00.A3

EXT-3

14'-4"

3' 
- 4

 1
/4

"

T.O. WALL

/A A300SEE TYP

07 14 16

FFE
0"

T.O. ADMIN WALL
11' - 10"

P

EXT-3

READY ROOM
A138

CONC FOUNDATION; RE:
STRUCT DWGS

TURNED DOWN CONC SLAB; RE:
STRUCT DWGS

A451
1

SimA880
2A

TYP

A450
6

Sim

A450
7

Sim

13 34 19.F1

STONE FILL; RE: LA DWGS

A905
26

Sim

2' 
- 1

0"
9' 

- 0
"

4' - 0"

FFE
0"

T.O. ADMIN WALL
11' - 10"

P

EXT-3

13 34 19.B3

13 34 19.B1

13 34 19.B4

13 34 19.A43' 
- 6

"
5' 

- 0
"

3' 
- 4

"

4' - 0"

08 51 13.A1

13 34 19.C1

13 34 19.E1

A450
7

Sim

CONC FOUNDATION;
RE: STRUCT DWGS

CONC SLAB ON GRADE;
RE: STRUCT DWGS

09 51 00

A450
16

Sim

A451
1

Sim

A450
6

Sim

5
A905

13 34 19.F1

EXT-3

12
A430

Sim

13 34 19.A2

08 41 13

FASCIA BEYOND

/A A300SEE TYP

DWG. No.

PROJ. No.

SCALE

DATE

DWG. TITLE

DWN. CHK.

NOTES
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9/24/14

 3/4" = 1’−0"

WALL SECTIONS

A402

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 3/4" = 1'-0"3 WALL SECTION
 3/4" = 1'-0"2 WALL SECTION

 3/4" = 1'-0"1 WALL SECTION
 3/4" = 1'-0"4 WALL SECTION

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

KEYNOTE LEGEND
Key Value Keynote Text

07 14 16 COLD FLUID-APPLIED
WATERPROOFING

07 92 00.A3 BACKER ROD AND SEALANT
08 41 13 ALUMINUM-FRAMED ENTRANCES

AND STOREFRONTS
08 41 13.B1 ALUMINUM STOREFRONT SYSTEM
08 51 13.A1 PROJECTED CASEMENT/FIXED

WINDOW
09 51 00 ACOUSTICAL CEILINGS
13 34 19.A2 HORIZONTAL RIBBED METAL

PANELS
13 34 19.A4 METAL SOFFIT SYSTEM
13 34 19.B1 STANDING SEAM METAL ROOFING
13 34 19.B3 RAIN LEADER
13 34 19.B4 GUTTER
13 34 19.C1 PURLIN
13 34 19.E1 STEEL BEAM
13 34 19.F1 SNOW GUARDS

Revision
Number

Issued by Revision Description Revision Date



FFE
0"

C

CONC FOUNDATION; RE: STRUCT DWGS

SLAB ON GRADE CONC; RE: DWGS

EXT-1

08 11 13

03 45 00

13 34 19.A2

A451
5

LOUVER; RE: MECH DWGS

FFE
0"

T.O. ROOF RIDGE
30' - 2"

4.2

T.O. MAINT WALL
14' - 0"

PNT VERTICAL STEEL SUPPORT TO STEEL ABOVE

ROUND MECH DUCT; RE: MECH DWGS

FARE BOX
REPAIR

M112

WORKSTATIONS
(3)

M111

M8F M8

09 29 00.A1

6"

13 34 19.E4

08 51 13.D1

13 34 19.B1

13 34 19.E2

S4A

SOUND ATTENUATION
BLANKET - FULL DEPTH

DUCTWORK BEYOND

DUCTWORK BEYOND

LOUVER BEYOND; RE: MECH DWGS

DUCTWORK; RE: MECH DWGS

A450
11

A450
12

A450
13

A450
4

Sim

A450
5

Sim

5' - 5"

A450
1

Sim

A450
2

Sim

4' 
- 0

"

09 29 00.A1

06 05 73.A1

EXT-1

BATTON AND
SEAL EDGES

09 10 00

09 51 00

STEEL SUPPORT STRUCTURE; RE: STRUCT
DWGS; PAINT; COLOR BY ARCHITECT

CONC SLAB RE:
STRUCT DWGS

13 34 19.B2

DESIGN ROOF PURLIN FOR A
SUSPENDED WALL LOAD OF
250 LBS PER LINEAR FOOT

FFE
0"

T.O. ADMIN WALL
11' - 10"

1

A880
2A

TYP

08 41 13

CONC FOUNDATION; RE: STRUCT DWGS

WALL MOUNTED LIGHT FIXTURE; RE: ELEC DWGS

A451
3

13 34 19.E2

A450
10

Sim

STONE FILL; RE: LA DWGS

TURNED DOWN SLAB ON GRADE
CONC; RE: STRUCT DWGS

A905
26

2' 
- 1

1"
8' 

- 1
1"

DWG. No.

PROJ. No.

SCALE

DATE

DWG. TITLE

DWN. CHK.

NOTES

THIS DOCUMENT, AND THE IDEAS AND DESIGNS INCORPORATED HEREIN, AS AN
INSTRUMENT OF  PROFESSIONAL SERVICE, IS THE PROPERTY OF WENDEL
DUCHSCHERER AND IS NOT TO BE USED IN WHOLE OR IN PART, FOR ANY OTHER
PROJECT WITHOUT THE WRITTEN AUTHORIZATION OF WENDEL DUCHSCHERER.
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SPECIFICATION, PLAN OR REPORT IS A VIOLATION OF SECTION 7209, PROVISION 2 OF
THE NEW YORK STATE EDUCATION LAW.
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ALEXANDRIA ARCHITECTURE, ENGINEERING,
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Operations &
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Alexandria, VA 22314
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9/24/14

 3/4" = 1’−0"

WALL SECTIONS

A403

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 3/4" = 1'-0"1 Section 5
 3/4" = 1'-0"2 COMMON AISLE WALL SECTION

 3/4" = 1'-0"3 Section 7
0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

KEYNOTE LEGEND
Key Value Keynote Text

03 45 00 PRECAST ARCHITECTURAL
CONCRETE

06 05 73.A1 2-LAYERS 5/8" FIRE RETARDANT
TREATED PLYWOOD

08 11 13 HOLLOW METAL DOORS AND
FRAMES

08 41 13 ALUMINUM-FRAMED ENTRANCES
AND STOREFRONTS

08 51 13.D1 ALUM RIBBON WINDOW FIXED
09 10 00 NON-STRUCTURAL METAL

FRAMING
09 29 00.A1 5/8" GYPSUM WALL BOARD
09 51 00 ACOUSTICAL CEILINGS
13 34 19.A2 HORIZONTAL RIBBED METAL

PANELS
13 34 19.B1 STANDING SEAM METAL ROOFING
13 34 19.B2 STANDING SEAM METAL ROOFING

W/ INTERIOR METAL PANEL
13 34 19.E2 SEGMENTED STEEL BEAM
13 34 19.E4 TAPERED COLUMN

Revision
Number

Issued by Revision Description Revision Date



FFE
0"

4.2

T.O. MAINT WALL
14' - 0"

A450
13

Sim

A450
1

Sim

5' - 5"

4' 
- 0

"
9' 

- 0
"

A450
4

Sim

A450
5

Sim

A450
2

Sim

13 34 19.E2

A450
11

Sim

A450
12

Sim

13 34 19.B1

09 29 00.A1

M8

MECH DUCT; RE: MECH DWGS

STEEL SUPPORT
STRUCTURE; RE:
STRUCT DWGS; PAINT;
COLOR BY ARCHITECT

CONC SLAB RE:
STRUCT DWGS

LIGHT FIXTURE;
RE: ELEC DWGS

TIRE STORAGE
M124

13 34 19.B2

DESIGN ROOF PURLIN FOR A
SUSPENDED WALL LOAD OF
250 LBS PER LINEAR FOOT

FFE
0"

T.O. ADMIN WALL
11' - 10"

8

CONCRETE FOUNDATION; RE: STRUCTURAL DWGS

CONCRETE SLAB; RE: STRUCTURAL DWGS

LINEAR DIFFUSER;
RE: MECH DWGS

09 51 00

08 51 13.A1

13 34 19.E2

13 34 19.A5

13 34 19.A5

13 34 19.B1 ROOF TYPE 1

A905
6

Sim

A905
14

Sim

3' 
- 6

"
5' 

- 0
"

3' 
- 4

"

EXT-3

/A A300SEE TYP

07 14 16

T.O. ADMIN WALL
11' - 10"

T.O. ENTRANCE WALL
18' - 6"

7

13 34 19.A5

13 34 19.A5

13 34 19.B1

13 34 19.B1

13 34 19.C1

13 34 19.D2

13 34 19.D4

13 34 19.C1

13 34 19.A3

13 34 19.E613 34 19.E6 STRUCTURAL FRAMING BY PEMB

EXT-3

F4

13 34 19.C1

13 34 19.E2

09 29 00.A1

ROOF TYPE 1

ROOF TYPE 1

A880
5B

09 10 00.B3DIAGONAL
BRACING

09 51 00

SUSPENDED LIGHT
FIXTURE; RE: ELEC
DWGS

DEFLECTION TRACK

09 10 00.D1

DWG. No.

PROJ. No.

SCALE

DATE

DWG. TITLE

DWN. CHK.

NOTES
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 3/4" = 1’−0"

WALL SECTIONS

A404

09/24/2014

RAS

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 3/4" = 1'-0"1 WALL SECTION
 3/4" = 1'-0"2 WALL SECTION

 3/4" = 1'-0"3 WALL SECTION
0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

KEYNOTE LEGEND
Key Value Keynote Text

07 14 16 COLD FLUID-APPLIED
WATERPROOFING

08 51 13.A1 PROJECTED CASEMENT/FIXED
WINDOW

08 51 13.D1 ALUM RIBBON WINDOW FIXED
09 10 00.B3 3 5/8" METAL STUD
09 10 00.D1 6" RUNNER TRACK
09 29 00.A1 5/8" GYPSUM WALL BOARD
09 51 00 ACOUSTICAL CEILINGS
13 34 19.A3 VERTICAL RIBBED METAL PANELS
13 34 19.A5 METAL FASCIA TRIM
13 34 19.B1 STANDING SEAM METAL ROOFING
13 34 19.B2 STANDING SEAM METAL ROOFING

W/ INTERIOR METAL PANEL
13 34 19.C1 PURLIN
13 34 19.D2 PANEL SUPPORT FLASHING
13 34 19.D4 CLOSURE TRIM
13 34 19.E2 SEGMENTED STEEL BEAM
13 34 19.E4 TAPERED COLUMN
13 34 19.E6 STEEL CHANNEL FRAMING
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RE: ROOF PLAN FOR
ASSEMBLY TYPE

CL

RE: HVAC DRAWINGS

1"  MIN @ HOT STACK

METAL RAIN HOOD13 34 19.B1

CLAMPING RING

13 34 19.B1

13 34 19.B1

METAL FLASHING
SLEEVE

REINFORCE ROOF PANEL AS
REQUIRED BY MANUFACTURER

RE: ROOF PLAN FOR
ASSEMBLY TYPE

CL ROOF VENT; RE:
PLUMBING DRAWINGS

8"
  M

IN

MTL FLASHING
SLEEVE
SOLDERED CONT
@ PERIMETER

13 34 19.B1

13 34 19.B113 34 19.B1

13 34 19.B1 LOOSE LOCK FLASHING

REINFORCE
ROOF PANEL AS
REQUIRED BY
MANUFACTURER

 R-5 THERMAL BLOCK
AT ROOF PURLIN

STANDING SEAM METAL
ROOF PANEL

VAPOR BARRIER

R-13 + R-13 FIBER GLASS
INSULATION BATTS

ROOF PURLIN: MIN DEPTH OF 10"

STANDING SEAM METAL
ROOF PANEL

ROOF PURLIN

STANDING SEAM METAL
ROOF PANEL

VAPOR BARRIER

R-13 + R-13 FIBER GLASS
INSULATION BATTS

INTERIOR METAL ROOF LINER

13 34 19.F1

13 34 19

CLAMP TO
STANDING SEAM

ALL ROOF TYPES

13 34 19.D2

RO
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 T
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1

13 34 19.B5

13 34 19.E7

MEMBRANE FLASHING

SMOKE / ROOF HATCH

RO
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 T
YP

E 
1

C

T.O. SERVICE WALL
20' - 0"

T.O. LOW WALL
16' - 6"

D

13 34 19.A5

13 34 19.B1

13 34 19.E2

13 34 19.E4

13 34 19.C1

13 34 19.E3

13 34 19.A5

13 34 19.B113 34 19.B1

13 34 19.C1 10"

ROOF TYPE 1

ROOF TYPE 2

M8D 13 34 19.E2

EXT-1

13 34 19.D2

13 34 19.D4

13 34 19.C1

ROOF TYPE 1

4"
1' - 0"

TYP TOP OF WALL CLOSURE; RE: A902

M

T.O. SERVICE WALL
20' - 0"

T.O. LOW WALL
16' - 6"

L

T.O. MAINT WALL
14' - 0"

13 34 19.A5

13 34 19.A5

13 34 19.B1

13 34 19.E5

13 34 19.E2

13 34 19.B1 ROOF TYPE 1

ROOF TYPE 1

1' - 4 "

EXT-2

M8FD

13 34 19.D2

13 34 19.D4

BASE FLASHING

TYP TOP OF WALL
CLOSURE; RE: A902

13 34 19.A5

13 34 19.A5

13 34 19.B1

CLOSURE TRIM

13 34 19.B1

6" EAVE STRUT

MTL EDGE FLASHING

13 34 19.A4 SOFFIT PANEL

STANDING SEAM ROOF

10
"

7

13 34 19.A5

13 34 19.A5

13 34 19.A4

13 34 19.B1

STRUCT FRAMING
DESIGN BY PEMB MANUF13 34 19.C5

EXT-3

13 34 19.E1

13 34 19.B1 ROOF TYPE 1

13 34 19.C5

1' - 2"

13 34 19.D2
13 34 19.D4

BASE FLASHING

ROOF TYPE 1

13 34 19.E6

1' 
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"

C D

T.O. HIGH WALL
25' - 6"

T.O. ROOF RIDGE
30' - 2"

13 34 19.A5

13 34 19.A5

13 34 19.B1

13 34 19.B1

13 34 19.E2

EXT-1

ROOF TYPE 2

ROOF TYPE 2

M8D

TYP TOP OF WALL CLOSURE; RE: A902

13 34 19.C1

13 34 19.D2
13 34 19.D4

13 34 19.C1

13 34 19.A2
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"

BASE FLASHING
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 1 1/2" = 1'-0"4 HOT STACK FLASHING DETAIL
 1 1/2" = 1'-0"5 PIPE/VENT FLASHING DETAIL

 1 1/2" = 1'-0"1 ROOF TYPE 1 (BY PRE-ENGINEERED BUILDING MANUFACTURER)
 1 1/2" = 1'-0"3 ROOF TYPE - 3 (BY PRE-ENGINEERED BUILDING MANUFACTURER)

 1 1/2" = 1'-0"2 ROOF TYPE 2 (BY PRE-ENGINEERED BUILDING MANUFACTURER)

ROOF TYPES:

 1 1/2" = 1'-0"6 TYP SNOW GUARD DETAIL

KEYNOTE LEGEND
Key Value Keynote Text

13 34 19 METAL BUILDING SYSTEM
13 34 19.A2 HORIZONTAL RIBBED METAL

PANELS
13 34 19.A4 METAL SOFFIT SYSTEM
13 34 19.A5 METAL FASCIA TRIM
13 34 19.B1 STANDING SEAM METAL ROOFING
13 34 19.B5 FASTENERS
13 34 19.C1 PURLIN
13 34 19.C5 OUT BOARD GIRTS
13 34 19.D2 PANEL SUPPORT FLASHING
13 34 19.D4 CLOSURE TRIM
13 34 19.E1 STEEL BEAM
13 34 19.E2 SEGMENTED STEEL BEAM
13 34 19.E3 ADJUSTABLE HEIGHT METAL

ANGLE
13 34 19.E4 TAPERED COLUMN
13 34 19.E5 STRAIGHT COLUMN
13 34 19.E6 STEEL CHANNEL FRAMING
13 34 19.E7 MISC STEEL
13 34 19.F1 SNOW GUARDS

 1 1/2" = 1'-0"8 EXHAUST FAN

 3/4" = 1'-0"9 ROOF SECTION
 3/4" = 1'-0"10 ROOF SECTION

 1 1/2" = 1'-0"7 CANOPY EDGE DETAIL

 3/4" = 1'-0"12 ROOF SECTION

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0" 0' 2'-0"1'-0"6"3"

SCALE: 1 1/2"=1'-0"
0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"

 3/4" = 1'-0"13 ROOF SECTION
0' 4'-0"2'-0"1'-0"6"
SCALE: 3/4"=1'-0"
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04 20 00.C2
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04 20 00.A1
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CONC SLAB ON GRADE;
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CONC FOUNDATION;
RE: STRUCT DWGS
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CONC SLAB ON GRADE;
RE: STRUCT DWGS

04 20 00.A1

07 11 13
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09 10 00

09 29 00.A1
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SEAL EDGES
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STRUCTURE; RE:
STRUCT DWGS; PAINT;
COLOR BY ARCHITECT
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09 29 00.A1

09 29 00.A1

CONT SEALANT
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HUNG STUD
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13 34 19.A2
13 34 19.D2

09 29 00.A1
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HUNG STUD
@ 16" OC
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 1 1/2" = 1’−0"

SECTION DETAILS

A450

09/24/2014
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419 Bradley Dr,
Lynchburg, VA

24501−4901

 1 1/2" = 1'-0"1 ROOF EDGE DETAIL

 1 1/2" = 1'-0"10 ROOF RAKE DETAIL

 1 1/2" = 1'-0"3 DETAIL
 1 1/2" = 1'-0"4 SILL DETAIL

 1 1/2" = 1'-0"5 DETAIL

 1 1/2" = 1'-0"2 DETAIL

 1 1/2" = 1'-0"6 ROOF EDGE DETAIL
 1 1/2" = 1'-0"7 DETAIL

 1 1/2" = 1'-0"8 DETAIL
 1 1/2" = 1'-0"9 DETAIL

 1 1/2" = 1'-0"14 DETAIL

 1 1/2" = 1'-0"15 ROOF EDGE DETAIL
 1 1/2" = 1'-0"16 SILL DETAIL

 1 1/2" = 1'-0"17 SILL DETAIL
 1 1/2" = 1'-0"18 WALL BASE DETAIL

 1 1/2" = 1'-0"19 WALL BASE DETAIL

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

 1 1/2" = 1'-0"11 SECTION DETAIL
 1 1/2" = 1'-0"12 SECTION DETAIL

 1 1/2" = 1'-0"13 SECTION DETAIL
0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

KEYNOTE LEGEND
Key Value Keynote Text

03 45 00 PRECAST ARCHITECTURAL CONCRETE
04 20 00.A1 GROUND FACE CONCRETE MASONRY UNIT
04 20 00.C2 CAVITY DRAINAGE MATERIAL
04 20 00.E4 THROUGH WALL FLASHING
06 05 73.A1 2-LAYERS 5/8" FIRE RETARDANT TREATED PLYWOOD
06 10 00.A1 PRESSURE TREATED BLOCKING
06 40 00.B1 SOLID-SURFACING MATERIAL COUNTERTOP
07 11 13 BITUMINOUS DAMPPROOFING
07 14 16 COLD FLUID-APPLIED WATERPROOFING
07 21 00.B1 GLASS-FIBER BLANKET INSULATION
07 21 00.D1 RIGID INSULATION
07 62 00 SHEET METAL FLASHING AND TRIM
07 92 00.A1 SEALANT
07 92 00.A3 BACKER ROD AND SEALANT
08 36 13.A1 GLASS PANEL SECTIONAL DOOR
08 41 13.B1 ALUMINUM STOREFRONT SYSTEM
08 41 13.E1 .090" BENT ALUM CLOSURE TRIM
08 51 13.B4 SHIM
08 80 00 GLAZING
09 10 00 NON-STRUCTURAL METAL FRAMING
09 10 00.B3 3 5/8" METAL STUD
09 29 00.A1 5/8" GYPSUM WALL BOARD
13 12 00.A1 PRE-ENGINEERED ROOF CANOPY AND COLUMNS
13 34 19.A2 HORIZONTAL RIBBED METAL PANELS
13 34 19.A3 VERTICAL RIBBED METAL PANELS
13 34 19.A4 METAL SOFFIT SYSTEM
13 34 19.A5 METAL FASCIA TRIM
13 34 19.A9 METAL FASCIA PANEL
13 34 19.B1 STANDING SEAM METAL ROOFING
13 34 19.B4 GUTTER
13 34 19.C1 PURLIN
13 34 19.C2 PURLIN WITH R5 THERMAL BLOCK
13 34 19.C3 Z PURLIN W/ SUPPORT BRACKET
13 34 19.D1 J-TRIM
13 34 19.D2 PANEL SUPPORT FLASHING
13 34 19.D5 SILL
13 34 19.D6 HEAD
13 34 19.E2 SEGMENTED STEEL BEAM
13 34 19.E6 STEEL CHANNEL FRAMING

Revision
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09 29 00.A1

09 10 00.B3 3 5/8"

5/8"

09 10 00.B1 2 1/2"

09 29 00.A1 5/8"

13 34 19.E2

EXT-3

13 34 19.A3

07 92 00.A3

08 51 13.B4

08 41 13.B1

13 34 19.A5

5/8"

13 34 19.D6

M

6"

09 51 00.B1

09 29 00.A1

13 34 19.A3

13 34 19.A5

EXT-3

09 51 00.A1

LINEAR DIFFUSER;
RE: MECH DWGS

08 41 13.B1
07 92 00.A3

2"
3/

8" 08 51 13.B4

1/2"

13 34 19.D6

M 13 34 19.B1

13 34 19.A5

09 10 00

13 34 19.C2

EXT-3

13 34 19.A3

13 34 19.A5

13 34 19.D2

4 1/8"
1 ' - 0 "

DWG. No.
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SCALE
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DWN. CHK.
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 1 1/2" = 1’−0"

SECTION DETAILS
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09/24/2014

RAS
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0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

 1 1/2" = 1'-0"5 ROOF EDGE DETAIL

 1 1/2" = 1'-0"4 ROOF RAKE DETAIL
 1 1/2" = 1'-0"3 DETAIL

 1 1/2" = 1'-0"1 DETAIL

KEYNOTE LEGEND
Key Value Keynote Text

07 92 00.A3 BACKER ROD AND SEALANT
08 41 13.B1 ALUMINUM STOREFRONT SYSTEM
08 51 13.B4 SHIM
09 10 00 NON-STRUCTURAL METAL FRAMING
09 10 00.B1 1 5/8" METAL STUD
09 10 00.B3 3 5/8" METAL STUD
09 29 00.A1 5/8" GYPSUM WALL BOARD
09 51 00.A1 PERIMETER EDGE TRIM-TYPE 1
09 51 00.B1 ACOUSTICAL CEILING PANEL
13 34 19.A2 HORIZONTAL RIBBED METAL PANELS
13 34 19.A3 VERTICAL RIBBED METAL PANELS
13 34 19.A5 METAL FASCIA TRIM
13 34 19.B1 STANDING SEAM METAL ROOFING
13 34 19.C2 PURLIN WITH R5 THERMAL BLOCK
13 34 19.C3 Z PURLIN W/ SUPPORT BRACKET
13 34 19.D2 PANEL SUPPORT FLASHING
13 34 19.D6 HEAD
13 34 19.E2 SEGMENTED STEEL BEAM

 1 1/2" = 1'-0"2 ROOF EDGE NO GUTTER
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WALL MOUNTED SINK; RE: PLUMB DWGS
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TB

09 30 00.A2

09 30 00.A1

SH
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6' 
- 0

"
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"
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 1/4" = 1'-0"10 M. TOIL. M104 - WEST
 1/4" = 1'-0"12 M.LOCKER/SHOWER.M104A-NORTH

 1/4" = 1'-0"14 M.LOCKER/SHOWER.M104A-SOUTH

 1/4" = 1'-0"7 W.TOIL.M105-EAST

 1/4" = 1'-0"1 W.LOCKER/SHOWER.M105A-NORTH
 1/4" = 1'-0"3 W.LOCKER/SHOWER.M105A-SOUTH

 1/4" = 1'-0"20 PORT.ELEC.STOR.M119-WEST
 1/4" = 1'-0"21 PORT.ELEC.STOR.M119-SOUTH

 1/4" = 1'-0"22 MAINT.BREAK ROOM.M107-EAST
 1/4" = 1'-0"23 MAINT.BREAK ROOM.M107-SOUTH

 1/4" = 1'-0"26 FARE COLL.&VAULT.M125-WEST
 1/4" = 1'-0"27 FARE COLL&VAULT.M125-NORTH

 1/4" = 1'-0"29 CUSTODIAL.M130-SOUTH
 1/4" = 1'-0"30 TOIL.M131-WEST

 1/4" = 1'-0"31 TOIL.M131-SOUTH
 1/4" = 1'-0"28 FARE COLL&VAULT.M125-EAST

KEYNOTE LEGEND
Key Value Keynote Text

04 20 00.B1 8" CONCRETE MASONRY UNIT
06 40 00.A1 PLASTIC-LAMINATE CABINETS
06 40 00.B1 SOLID-SURFACING MATERIAL

COUNTERTOP
06 40 00.E1 COUNTER SUPPORT BRACKET
08 80 00.A1 SECURITY GLAZING
09 29 00.A1 5/8" GYPSUM WALL BOARD
09 30 00.A1 CERAMIC WALL TILE
09 30 00.A2 CERAMIC BASE TILE
09 65 00.A2 RESILIENT BASE
10 51 13.A1 12"x18"x72" LOCKER
10 51 13.A2 12"x18"x72" ADA LOCKER
10 51 13.A5 LOCKER SIDE TRIM/FILLER

PANELS
10 51 13.B2 20"x42" ADA BENCH
10 55 00 POSTAL SPECIALTIES:

INFORMATION SORTER
12 90 00.A1 TV-NIC; MOUNT CENTER 5'-0" AFF
CH COAT HOOK
GB GRAB BAR
HD HAND DRYER
MBH MOP AND BROOM HOLDER
MR MIRROR
PTD PAPER TOWEL DISPENSER
SC SHOWER CURTAIN AND ROD
SD SOAP DISPENSER
SH SOAP HOLDER
SS FOLDING SHOWER SEAT
TB TOWEL BAR
TP TOILET PARTITION
TTD TOILET TISSUE DISPENSER
US URINAL SCREEN
WR WASTE RECEPTICAL

 1/4" = 1'-0"19 CUSTODIAL.M106-EAST

 1/4" = 1'-0"9 M. TOIL. M104 - SOUTH
 1/4" = 1'-0"11 M. TOIL. M104 - NORTH

 1/4" = 1'-0"15 M.LOCKER/SHOWER.M104A-WEST
 1/4" = 1'-0"13 M.LOCKER/SHOWER.M104A-EAST

 1/4" = 1'-0"18 M104A-WEST
 1/4" = 1'-0"17 M104A-EAST

 1/4" = 1'-0"16 M104A-WEST

 1/4" = 1'-0"4 W.LOCKER/SHOWER.M105A-WEST
 1/4" = 1'-0"2 W.LOCKER/SHOWER.M105A-EAST

 1/4" = 1'-0"5 M105A-EAST
 1/4" = 1'-0"6 W.TOIL.M105-NORTH

 1/4" = 1'-0"8 W.TOIL.M105-SOUTH

 1/4" = 1'-0"24 MAINT. BREAK ROOM. M107-NORTH

 1/4" = 1'-0"25 MAINT. BREAK ROOM.M107-WEST

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

NOTE:  FOR ADDITIONAL NOTES AND DIMENSIONS
REFER TO DWG. G002

Revision
Number

Issued by Revision Description Revision Date
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 1/4" = 1'-0"1 REC.A101-WEST
 1/4" = 1'-0"2 REC.A101-SOUTH

 1/4" = 1'-0"4 UNISEX.TOIL.A116-EAST
 1/4" = 1'-0"5 UNISEX.TOIL.A116-SOUTH

 1/4" = 1'-0"7 UNISEX.TOIL.A117-WEST
 1/4" = 1'-0"8 UNISEX.TOIL.A117-SOUTH

 1/4" = 1'-0"9 M.TOIL.A132-NORTH
 1/4" = 1'-0"10 M.TOIL.A132-EAST

 1/4" = 1'-0"11 M.TOIL.A132-SOUTH
 1/4" = 1'-0"12 M.TOIL.A132-WEST

 1/4" = 1'-0"13 M.SHWR.A132B-NORTH
 1/4" = 1'-0"14 M.SHWR.A132B-EAST

 1/4" = 1'-0"15 M.SHWR.A132B-SOUTH
 1/4" = 1'-0"16 M.SHWR.A132B-WEST

 1/4" = 1'-0"18 W.TOIL.A133-NORTH
 1/4" = 1'-0"19 W.TOIL.A133-EAST

 1/4" = 1'-0"20 W.TOIL.A133-SOUTH
 1/4" = 1'-0"21 W.TOIL.A133-WEST

KEYNOTE LEGEND
Key Value Keynote Text

06 40 00.A2 PLASTIC LAMINATE
06 40 00.B1 SOLID-SURFACING MATERIAL

COUNTERTOP
06 40 00.E1 COUNTER SUPPORT BRACKET
06 40 00.G1 ENGINEERED RECLAIMED WOOD

PANELING
09 30 00.A1 CERAMIC WALL TILE
09 30 00.A2 CERAMIC BASE TILE
09 51 00 ACOUSTICAL CEILINGS
09 65 00.A2 RESILIENT BASE
10 51 13.A1 12"x18"x72" LOCKER
10 51 13.A2 12"x18"x72" ADA LOCKER
10 51 13.B2 20"x42" ADA BENCH
BCS
CH COAT HOOK
GB GRAB BAR
HD HAND DRYER
MR MIRROR
PTD PAPER TOWEL DISPENSER
SC SHOWER CURTAIN AND ROD
SD SOAP DISPENSER
SH SOAP HOLDER
SS FOLDING SHOWER SEAT
TB TOWEL BAR
TP TOILET PARTITION
TTD TOILET TISSUE DISPENSER
US URINAL SCREEN
WR WASTE RECEPTICAL

 1/4" = 1'-0"3 UNISEX.TOIL.A116-NORTH
 1/4" = 1'-0"6 UNISEX.TOIL.A117-NORTH

 1/4" = 1'-0"17 M.SHWR.A132B-NORTH

 1/4" = 1'-0"1A REC.A101-DESK WEST
 1/4" = 1'-0"2A REC.A101-DESK SOUTH

 1/4" = 1'-0"2B REC.A101-DESK NORTH
 1/4" = 1'-0"1C REC.A101-DESK EAST

 1/4" = 1'-0"1B REC.A101-SIGNAGE

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"
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 1/4" = 1'-0"1 W.SHWR.A133B-NORTH
 1/4" = 1'-0"2 W.SHWR.A133B-EAST

 1/4" = 1'-0"3 W.SHWR.A133B-SOUTH
 1/4" = 1'-0"4 W.SHWR.A133B-WEST

 1/4" = 1'-0"5 CUSTODIAL.A134-WEST

 1/4" = 1'-0"6 PANTRY/BREAK RM.A139-WEST
 1/4" = 1'-0"7 PANTRY/BREAK RM.A139-SOUTH

 1/4" = 1'-0"8 LOCKERS.A140-WEST
 1/4" = 1'-0"9 LOCKERS.A140-EAST

 1/4" = 1'-0"10 CORR.-EAST

 1/4" = 1'-0"11 PANTRY/BREAK RM.A139-EAST

 1/4" = 1'-0"12 TRAINING RM.A118/A119-NORTH
 1/4" = 1'-0"13 MOBILITY CENTER.A120-WEST

KEYNOTE LEGEND
Key Value Keynote Text

06 40 00.A1 PLASTIC-LAMINATE CABINETS
06 40 00.B1 SOLID-SURFACING MATERIAL

COUNTERTOP
06 40 00.G1 ENGINEERED RECLAIMED WOOD

PANELING
09 30 00.A1 CERAMIC WALL TILE
09 30 00.A2 CERAMIC BASE TILE
09 51 00 ACOUSTICAL CEILINGS
09 65 00.A2 RESILIENT BASE
10 22 26.A1 OPERABLE PARTITION
10 51 13.A1 12"x18"x72" LOCKER
10 51 13.A2 12"x18"x72" ADA LOCKER
10 51 13.A3 12"x18"x36" LOCKER
10 51 13.A4 12"x18"x36" ADA LOCKER
10 51 13.B1 6' BENCH
10 51 13.B2 20"x42" ADA BENCH
10 55 00 POSTAL SPECIALTIES:

INFORMATION SORTER
12 90 00.A1 TV-NIC; MOUNT CENTER 5'-0" AFF
CH COAT HOOK
GB GRAB BAR
MBH MOP AND BROOM HOLDER
MS MOP SINK
SC SHOWER CURTAIN AND ROD
SH SOAP HOLDER
SS FOLDING SHOWER SEAT
TB TOWEL BAR

GWB; PNT

 1/4" = 1'-0"14 CUSTODIAL.A134-SOUTH
0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"
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PAINT EXPOSED STRUCTURE
AND PIPES ABOVE

13 34 19.B1

09 51 00

SUSPENDED CLOUDS

REFER TO ELECTRICAL DWGS
FOR LIGHT FIXTURES

10' - 0"

GENERAL NOTES:
IN MAINTENANCE AND SERVICE LANES, SPACES
ARE EXPOSED TO STRUCTURE ABOVE, PAINTED.
REFER TO ELECTRICAL DWGS FOR LIGHT FIXTURE
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 3/32" = 1'-0"1 FIRST FLOOR CEILING LAYOUT
0' 32'-0"16'-0"8'-0"4'-0"
SCALE: 3/32"=1'-0"

TRUE

 1/4" = 1'-0"
REFLECTED CEILING PLAN SYMBOLS

 3/32" = 1'-0"2 UPPER CEILING CLOUD PLAN RM A138
 3/32" = 1'-0"3 LOWER CEILING CLOUD PLAN RM 138  3/32" = 1'-0"4 UPPER CEILING CLOUD PLAN RM A101A

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0" 0' 32'-0"16'-0"8'-0"4'-0"

SCALE: 3/32"=1'-0"
0' 32'-0"16'-0"8'-0"4'-0"
SCALE: 3/32"=1'-0"

0' 32'-0"16'-0"8'-0"4'-0"
SCALE: 3/32"=1'-0"
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(12" CLEAR INSIDE)

1' - 1"

1"

BASE AS SCHEDULED

CONT. 2X TREATED
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3/4" P.LAM DOORS, DOOR
FRAMES, BOTTOMS, &
DIVIDERS

ADJUSTABLE RECESSED
SHELF STANDARDS AND CLIPS

3/4" P.LAM ADJUSTABLE
SHELF

1/4" P. LAM BACK PANEL

1x3 SUBFRAME
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SOLID SURFACE COUNTERTOP
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SEALANT
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 1 1/2" = 1'-0"1 TYP DETAIL - BASE & UPPER WALL CABINETS
 1 1/2" = 1'-0"2 TYP DETAIL - SINK WITH UPPER WALL CABINET

 1 1/2" = 1'-0"4 TYP DETAIL -BASE COUNTER

 1 1/2" = 1'-0"5 DETAIL - PARTS CLERK COUNTER

 1 1/2" = 1'-0"7 DETAIL - RECEPTION DESK
 1 1/2" = 1'-0"8 DETAIL - DISPATCH COUNTER

KEYNOTE LEGEND
Key Value Keynote Text

04 20 00 UNIT MASONRY
04 20 00.B1 8" CONCRETE MASONRY UNIT
06 05 73.A1 2-LAYERS 5/8" FIRE RETARDANT

TREATED PLYWOOD
06 10 00.A1 PRESSURE TREATED BLOCKING
06 40 00.A1 PLASTIC-LAMINATE CABINETS
06 40 00.A2 PLASTIC LAMINATE
06 40 00.B1 SOLID-SURFACING MATERIAL

COUNTERTOP
06 40 00.C1 STAINLESS STEEL COUNTERTOP
06 40 00.E1 COUNTER SUPPORT BRACKET
06 40 00.F1 3/4" PLYWOOD
06 40 00.F2 3/8" PLYWOOD
06 40 00.G1 ENGINEERED RECLAIMED WOOD

PANELING
07 92 00.A1 SEALANT
08 11 13 HOLLOW METAL DOORS AND

FRAMES
08 51 13 ALUMINUM WINDOWS
08 51 13.B2 ALUM WINDOW RECEPTOR
08 51 13.B3 DISSIMILAR METALS SEPARATOR
08 51 13.B4 SHIM
08 80 00 GLAZING
09 10 00 NON-STRUCTURAL METAL

FRAMING
09 10 00.B3 3 5/8" METAL STUD
09 10 00.C1 FURRING CHANNELS @ 16" O.C.
09 29 00.A1 5/8" GYPSUM WALL BOARD
09 65 00.A2 RESILIENT BASE
10 55 00 POSTAL SPECIALTIES:

INFORMATION SORTER

 1 1/2" = 1'-0"9 DETAIL-MAIL SLOTS

 1 1/2" = 1'-0"6 DETAIL-FARE COLLECTION & VAULT COUNTER

 1 1/2" = 1'-0"10 TYP WAINSCOT INSIDE/OUTSIDE CORNER DETAIL

 1 1/2" = 1'-0"11 TYP. WAINSCOT BASE DETAIL

 1 1/2" = 1'-0"3 TYP MILLWORK AT ACCESSIBLE SINK

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"
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 1 1/2" = 1'-0"3 Ceiling Detail - ACT to Curtain Wall to ACT 1

 1 1/2" = 1'-0"4A Ceiling Detail - ACT to Curtain Wall A
 1 1/2" = 1'-0"5A Ceiling Detail - ACT to folding partition to ACT

 1 1/2" = 1'-0"6A Ceiling Detail - ACT to Gyp (Transition) to ACT
 1 1/2" = 1'-0"7 Ceiling Detail - ACT to Gyp Soffit

 1 1/2" = 1'-0"8 Ceiling Detail - ACT to Gyp soffit to ACT

 1 1/2" = 1'-0"9 Ceiling Detail - ACT to Gyp to ACT
 1 1/2" = 1'-0"10 Ceiling Detail - Gyp (to bot of structure + curtain wall) to ACT

 1 1/2" = 1'-0"2C DETAIL- ACT CLOUD
 1 1/2" = 1'-0"1 DETAIL- GYP (TYP)

 1 1/2" = 1'-0"11 DETAIL- GYP TO RECESSED FIXTURE

 1 1/2" = 1'-0"2A TYP CLOUD EDGE DETAIL

 1 1/2" = 1'-0"5B Ceiling Detail - ACT to Accordion Partition

 1 1/2" = 1'-0"12 Ceiling detail - ACT to Curtain Wall

 1 1/2" = 1'-0"6B Ceiling Detail - ACT to Gyp (Transition)

 1 1/2" = 1'-0"4B Ceiling Detail - ACT to Curtain Wall B

KEYNOTE LEGEND
Key Value Keynote Text

05 12 00.A1 STEEL ANGLE
05 40 00.B1 7/8" HAT CHANNEL
06 10 00 ROUGH CARPENTRY
06 16 00.A1 5/8" GYPSUM WALL SHEATHING
06 40 00.F1 3/4" PLYWOOD
07 84 00.A1 FIRESTOPPING
07 92 00.A3 BACKER ROD AND SEALANT
08 41 13.B1 ALUMINUM STOREFRONT SYSTEM
08 51 13.B4 SHIM
08 80 00 GLAZING
09 10 00.B1 1 5/8" METAL STUD
09 10 00.B3 3 5/8" METAL STUD
09 10 00.B4 6" METAL STUD
09 10 00.D1 6" RUNNER TRACK
09 29 00.A1 5/8" GYPSUM WALL BOARD
09 29 00.A2 INTERIOR GWB TRIM BEAD
09 51 00.A1 PERIMETER EDGE TRIM-TYPE 1
09 51 00.A2 PERIMETER EDGE TRIM-TYPE 2
09 51 00.A4 SHADOW REVEAL
09 51 00.B1 ACOUSTICAL CEILING PANEL
09 51 00.C1 METAL SUSPENSION SYSTEM
09 51 00.C2 HANGER WIRE
10 22 26.A1 OPERABLE PARTITION

 1 1/2" = 1'-0"2B TYP WIDE CLOUD EDGE DETAIL
0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"
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 1/2" = 1'-0"2 Ceiling Detail - Enlarged RCP @ COLUMN
 1/2" = 1'-0"1 Ceiling Detail - Enlarged RCP @ COLUMN

 1/2" = 1'-0"3 Ceiling Detail - Enlarged RCP @ COLUMN
 1/2" = 1'-0"4 Ceiling Detail - Enlarged RCP @ COLUMN

 1/2" = 1'-0"5 Ceiling Detail - Enlarged RCP @ COLUMN

 1/2" = 1'-0"6 Ceiling Detail - Enlarged RCP @ COLUMN
 1/2" = 1'-0"7 Ceiling Detail - Enlarged RCP @ COLUMN

 1/2" = 1'-0"8 Ceiling Detail - Enlarged RCP @ COLUMN
 1/2" = 1'-0"9 Ceiling Detail - Enlarged RCP @ COLUMN

 1/2" = 1'-0"10 Ceiling Detail - Enlarged RCP @ COLUMN

0' 4'-0"2'-0"1'-0"6"
SCALE: 1/2"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 1/2"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 1/2"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 1/2"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 1/2"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 1/2"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 1/2"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 1/2"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 1/2"=1'-0"

0' 4'-0"2'-0"1'-0"6"
SCALE: 1/2"=1'-0"

KEYNOTE LEGEND
Key Value Keynote Text

05 40 00.B1 7/8" HAT CHANNEL
05 40 00.C1 3 5/8" METAL STUD
07 84 00.A1 FIRESTOPPING
08 41 13.B1 ALUMINUM STOREFRONT SYSTEM
09 10 00 NON-STRUCTURAL METAL FRAMING
09 10 00.B3 3 5/8" METAL STUD
09 29 00 GYPSUM BOARD
09 29 00.A1 5/8" GYPSUM WALL BOARD
09 51 00 ACOUSTICAL CEILINGS
09 51 00.A1 PERIMETER EDGE TRIM-TYPE 1
13 34 19.A2 HORIZONTAL RIBBED METAL PANELS
13 34 19.E4 TAPERED COLUMN
13 34 19.E5 STRAIGHT COLUMN
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DOOR SCHEDULE, TYPES
AND DETAILS

A901

09/24/2014

RAS/JAH

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

DOOR SCHEDULE
DOOR

NO.
DOOR OPENING FRAME DETAILS DOOR

LABEL HARDWARE REMARKSWIDTH HEIGHT MATERIAL DEPTH TYPE HEAD JAMB SILL MATERIAL THICKNESS TYPE

A100-1 6' - 0" 7' - 0" ALUM 4 1/2" 1 2N 2M 2R ALUM/ GL 1 3/4" E 01 Access Control
A100-2 6' - 0" 7' - 0" ALUM 4 1/2" 1 2N 2M 2O ALUM/ GL 1 3/4" E 02
A102-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 19
A103-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 20
A103-2 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03
A104-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 21
A105-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 22
A106-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03
A107-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03
A108-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03
A109-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03
A110-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03
A111-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03
A113-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03
A114-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A
A115-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03
A116-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2Q WD 1 3/4" A 08 3/4" Undercut
A117-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2Q WD 1 3/4" A 08 3/4" Undercut
A118-1 3' - 0" 7' - 0" HM 4 5/8" 1 2A 2B 2O WD 1 3/4" F 23
A119-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" D 24
A120-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 25
A120-2 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 25
A121-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03
A122-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03
A123-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 26
A125-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 27
A126-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03
A127-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03
A130-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 34
A131-1 6' - 0" 7' - 0" ALUM 4 1/2" 1 2N 2M 2R ALUM/ GL 1 3/4" C 29 Access Control
A131-2 3' - 0" 7' - 0" ALUM 4 1/2" 1 2N 2M 2O ALUM/GL 1 3/4" C 31
A132-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2S WD 1 3/4" A 06 3/4" Undercut
A132-2 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2S WD 1 3/4" A 07 3/4" Undercut

A132A-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2Q WD 1 3/4" A 06 3/4" Undercut
A133-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2S WD 1 3/4" A 06 3/4" Undercut
A133-2 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2S WD 1 3/4" A 07 3/4" Undercut

A133A-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2Q WD 1 3/4" A 06 3/4" Undercut
A134-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 28 3/4" Undercut
A135-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" - 18
A137-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 33
A137-2 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B 2O WD 1 3/4" A 03
A139-1 3' - 0" 7' - 0" HM 5 3/4" 1 2A 2B, 2M 2O WD 1 3/4" A 32
A141-1 6' - 0" 7' - 0" ALUM 4 1/2" 1 2N 2M 2O ALUM/ GL 1 3/4" C 30
A141-2 6' - 0" 7' - 0" ALUM 4 1/2" - 2N 2M 2R ALUM/ GL 1 3/4" C 29 Access Control
A142-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 35 Access Control

A-2 3' - 0" 7' - 0" HM 4 5/8" 2 2E 2F 2R HM 1 3/4" F 35
A-3 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 35 Access Control

M1-1 14' - 0" 14' - 0" HM - 2EE 2X, 2Y 2U STL 2" G 12 Motorized Overhead Coiling Door
M1-2 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" A 11
M1-3 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 38
M2-1 14' - 0" 14' - 0" ALUM - 2BB 2AA, 2Z 2T ALUM/ GL 2 1/8" F - 12 Motorized Overhead Glass Sectional Door
M3-1 14' - 0" 14' - 0" ALUM - 2BB 2AA, 2Z 2T ALUM/ GL 2 1/8" F - 12 Motorized Overhead Glass Sectional Door
M4-1 14' - 0" 14' - 0" ALUM - 2BB 2AA, 2Z 2T ALUM/ GL 2 1/8" F - 12 Motorized Overhead Glass Sectional Door
M5-1 14' - 0" 14' - 0" ALUM - 2BB 2AA, 2Z 2T ALUM/ GL 2 1/8" F - 12 Motorized Overhead Glass Sectional Door
M6-1 14' - 0" 14' - 0" ALUM - 2BB 2AA, 2Z 2T ALUM/ GL 2 1/8" F - 12 Motorized Overhead Glass Sectional Door
M7-1 14' - 0" 14' - 0" ALUM - 2BB 2AA, 2Z 2T ALUM/ GL 2 1/8" F - 12 Motorized Overhead Glass Sectional Door
M8-1 14' - 0" 14' - 0" ALUM - 2BB 2AA, 2Z 2T ALUM/ GL 2 1/8" F - 12 Motorized Overhead Glass Sectional Door

M9A-1 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" A 29 Access Control
M9B-1 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" A 29 Access Control
M10-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" F 04
M11-1 3' - 0" 7' - 0" HM 5 3/4" 1 2H 2I, 2L 2P HM 1 3/4" A 29 Access Control
M11-2 8' - 0" 8' - 0" HM - 2CC 2W, 2Y 2U STL 2" G 12 Motorized Overhead Coiling Door
M13-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 17
M14-1 3' - 0" 7' - 0" HM 5 3/4" 1 2H 2I, 2L 2P HM 1 3/4" A 29 Access Control

M104-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2Q SIM HM 1 3/4" A 06 3/4" Undercut
M105-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2Q SIM HM 1 3/4" A 06 3/4" Undercut
M106-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 10 3/4" Undercut
M107-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F, 23/A903 2R HM 1 3/4" A 09
M108-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 03
M109-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 03
M110-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 36
M111-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 37
M112-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 36
M116-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 60 MIN 16
M116-2 6' - 0" 7' - 0" HM 5 3/4" 1 2H 2I, 2L 2P HM 1 3/4" D 13
M117-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 60 MIN 15
M117-2 6' - 0" 7' - 0" HM 5 3/4" 1 2H 2I, 2L 2P HM 1 3/4" D 14
M117-3 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 60 MIN 15
M118-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 60 MIN 38
M118-2 6' - 0" 7' - 0" HM 5 3/4" 1 2H 2I, 2L 2P HM 1 3/4" A 13
M119-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 05
M120-1 6' - 0" 7' - 0" HM 5 3/4" 1 2H 2I, 2L 2P HM 1 3/4" D 13
M122-1 3' - 0" 7' - 0" HM 5 3/4" 1 2H 2I, 2L 2P HM 1 3/4" A 29 Access Control
M122-2 10' - 0" 10' - 0" HM - 2CC 2W, 2Y 2U STL 2" G 12 Motorized Overhead Coiling Door
M123-2 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 41
M123-3 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 40
M123-4 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 60 MIN 39 3/4" Undercut
M123-5 8' - 0" 8' - 0" STL - 2DD 2V 2U STL H 12 Motorized Overhead Coiling Door

M123A-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 03
M124-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 05
M124-2 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 16
M124-3 8' - 0" 8' - 0" STL - 2DD 2V 2U STL H 12 Motorized Overhead Coiling Door
M124-4 8' - 0" 8' - 0" STL - 2DD 2V 2U STL H 12 Motorized Overhead Coiling Door
M125-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 18 Access Control
M126-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 90 MIN 05
M127-1 3' - 0" 7' - 0" HM 4 5/8" 2 2E 2F 2G HM 1 3/4" F 90 MIN 10
M128-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" F 90 MIN 05
M129-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2R HM 1 3/4" A 90 MIN 05
M130-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 90 MIN 28 3/4" Undercut
M131-1 3' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" A 90 MIN 08 3/4" Undercut
M132-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 90 MIN 42
M132-2 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 90 MIN 17 Access Control
M134-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 90 MIN 42
M135-1 6' - 0" 7' - 0" HM 5 3/4" 2 2E 2F 2G HM 1 3/4" D 90 MIN 42
M135-2 6' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" D 13

M135A-1 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P WD 1 3/4" A 43
S1-1 14' - 0" 14' - 0" STL - 2EE 2FF, 2GG 2U FABRIC H 12 Motorized Fabric Roll-up Door
S1-2 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" A 11

S1A-2 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" A 11
S2-1 14' - 0" 14' - 0" STL - 2EE 2FF, 2GG 2U FABRIC H 12 Motorized Fabric Roll-up Door
S2-2 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" A 11

S2A-1 3' - 0" 7' - 0" HM 5 3/4" 1 2J 2K, 2L 2P HM 1 3/4" A 11
SS-1 12' - 0" 9' - 4" HM 2DD 2V 2U STL 2" x 12 Salt Storage Building
SS-2 3' - 0" 7' - 0" HM 5 3/4" 2E 2F 2G HM 1 3/4" - 43 Salt Storage Building

 1/4" = 1'-0"1 Door Details

 1/4" = 1'-0"4 Door Frame Types
 1/4" = 1'-0"3 Door Types

 1 1/2" = 1'-0"2 FRAME DETAILS

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"

NOTES:
1. REFER TO ELECTRICAL DWGS FOR ELECTRICAL CONNECTIONS
2. OVERHEAD DOOR ELECTRICAL DEVICES ARE NOT CNG-COMPLIANT OR CNG-READY

Revision
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NOMINAL UNIT DIMENSION

S 4 A - 1

FIRE RATINGS (HOURLY)

ROUGHING MATERIAL
S - METAL STUD
F - METAL STUD FURRING
M - CONCRETE MASONRY UNITS

NOTE:
THIS DRAWING IS A COMPREHENSIVE MASTER SCHEDULE & DETAIL
SHEET. NOT ALL PARTITIONS TPE ARE SHOWN ARE NECESSARILY USED
ON THIS PROJECT. REFER TO INDIVIDUAL FLOOR PLANS FOR SPECIFIC
PARTITION TYPES USED.

A - SOUND ATTENUATION
B - 5/8" MOISTURE & MOLD RESISTANT GYP BD
C - GWB TO 6" ABOVE CEILING
D - TO DECK

RE: TYPICAL CLOSURE DETAILS

FINISHED FLOOR

FINISHED CEILING AS PER
REFLECTED CEILING PLAN

S4   3 5/8" MTL STUD & GWB TO DECK

NON-RATED & 1HR RATED PARTITIONS
FIRE RATINGS:

UL DESIGN U465

SEALANT TYP BOTH SIDES

SEALANT TYP BOTH SIDES

1 LAYER 5/8" GWB BOTH SIDES

METAL STUDS @ 16" OC MAXIMUM (TYP)
STAGGERED

SOUND ATTENUATION BLANKET - FULL
DEPTH AT PARTITIONS W/ "A" SUFFIX

  4 7/8"

  7 1/4" S6   6" MTL STUD & GWB TO DECK

  9 1/4" S8   8" MTL STUD & GWB TO DECK

NOTES:
1. BRACE METAL STUDS AS PER MANUFACTURER
REQUIREMENTS TO BUILDING STRUCTURE
2. PROVIDE METAL CLIP ANGLES AS REQUIRED TO INSTALL
WALLS ON UNEVEN SURFACES (IE. PRECAST CONCRETE PANELS,

EXISTING EXTERIOR WALLS, ETC.)

RE: TYPICAL CLOSURE DETAILS

FINISHED FLOOR

FINISHED CEILING AS PER
REFLECTED CEILING PLAN

F     7/8" HAT FURRING & GWB TO DECK

F1   1 1/2" FURRING & GWB TO DECK

FURRING PARTITIONS

SEALANT TYP BOTH SIDES

SEALANT TYP BOTH SIDES

1 LAYER 5/8" GWB

METAL STUDS @ 16" OC MAXIMUM (TYP)

F2   2 1/2" FURRING & GWB TO DECK

F4   3 5/8" FURRING & GWB TO DECK

F6   6" FURRING & GWB TO DECK

RE: TYPICAL CLOSURE DETAILS

FINISHED FLOOR

FINISHED CEILING AS PER
REFLECTED CEILING PLAN

M4   4" CMU

M6   6" CMU

NON-RATED, 1HR & 2HR
MASONRY PARTITIONS

SEALANT TYP BOTH SIDES

CMU

M8   8" CMU

SEALANT TYP BOTH SIDES

HORIZONTAL JOINT REINFORCING
@ 16" o.c.

3 5/8".

5 5/8".

7 5/8".

RE: TYPICAL CLOSURE DETAILS

FINISHED FLOOR

FINISHED CEILING AS PER
REFLECTED CEILING PLAN

NON RATED, 1HR & 2HR
RATED PARTITIONS

FIRE RATINGS:
UL DESIGN U906

SEALANT TYP BOTH SIDES

SEALANT TYP BOTH SIDES

1 LAYER 5/8" EA SIDE
1 LAYER 5/8" TYPE X GWB @ 1 HR RATING
2 LAYERS 5/8" TYPE X GWB @ 2 HR RATING

METAL STUDS @ 16" OC MAXIMUM (TYP)
STAGGERED

SOUND ATTENUATION BLANKET - FULL
DEPTH AT PARTITIONS W/ "A" SUFFIX

BRACE @ 48"o.c. MAX

11 7/8".

1'-1 7/8".

M6F      6" CMU

M8F      8" CMU

M6FD    6" CMU TO DECK

M8FD    8" CMU TO DECK

NOTE:
1. FLOOR PLAN SYMBOL DESIGNATES COMBINATIONS OF PARTITIONS
2. LOCATION OF FLOOR PLAN SYMBOL DESIGNATES SIDE OF FURRING
3. A 'D' SUFFIX DESIGNATES CMU & FURRING GO UP TO DECK

10 3/4" .

8 3/4" .

FIRE RATINGS:
UL DESIGN U905

8" CMU, 1 & 2 HR RATING

M8D   8" CMU TO DECK

7 5/8".

7 5/8".

NOTE:
1. A 'D' SUFFIX DESIGNATES CMU UP TO DECK

5/8" MOISTURE & MILDEW RESISTANT
GYP BD AT PARTITIONS W/ "B" SUFFIX -
SHOWER SIDE OF PARTITION ONLY.
REFER TO                      FOR ADDITIONAL
INFORMATION

/1 A906
5/8" MOISTURE & MILDEW RESISTANT
GYP BD AT PARTITIONS W/ "B" SUFFIX -
SHOWER SIDE OF PARTITION ONLY.
REFER TO                      FOR ADDITIONAL
INFORMATION

/1 A906

5/8" MOISTURE & MILDEW RESISTANT
GYP BD AT PARTITIONS W/ "B" SUFFIX -
SHOWER SIDE OF PARTITION ONLY.
REFER TO                      FOR ADDITIONAL
INFORMATION

/1 A906

1 1/2".

2".

3 1/8".

4 1/4".

6 5/8".

TY
P5" TY
P5" TY
P5"

NON-RATED WALL
CONSTRUCTION

1 HOUR FIRE AND/OR
SMOKE WALL
CONSTRUCTION

MAINTAIN 1 HOUR
CONSTRUCTION AT
INTERSECTIONS

NON-RATED WALL
CONSTRUCTION

1 HOUR FIRE AND/OR
SMOKE WALL
CONSTRUCTION

2 HOUR FIRE AND/OR
SMOKE WALL
CONSTRUCTION

MAINTAIN 2 HOUR
CONSTRUCTION AT
INTERSECTIONS

1 HOUR FIRE AND/OR
SMOKE WALL
CONSTRUCTION

INTERSECTING PLAN  DETAILS - 1HR & NON-
RATED MTL STUD PARTITIONS

INTERSECTING PLAN  DETAILS - 1HR & 2HR
MTL STUD PARTITIONS

INTERSECTING PLAN  DETAILS -
CMU & MTL STUD PARTITIONS

CMU PARTITION

FURRING

MTL STUD
PARTITION

METAL BUILDING
WALL

SEALANT
(BOTH SIDES)

CMU
PARTITION

CONTROL
JOINT FILLER

BACKER ROD
AND SEALANT
(BOTH SIDES)

CMU
PARTITION

PREFORMED
CONTROL
JOINT FILLER

24'-0"
MAX.

24'-0"
MAX.

UNLESS
OTHERWISE SHOWN

CMU
PARTITION

BACKER ROD AND
SEALANT (BOTH SIDES)

PREFORMED CONTROL
JOINT FILLER

COLD FORMED FRAMING
AS SHOWN, CUT FLANGES
@ GIRT FLANGES

x

EXT-3

8" SPLIT FACE CMU

1" AIR GAP

8" COLD FORMED METAL FRAMING

MET BLDG MFR 8 1/2" GIRT 4'-0" OC

MET BLDG MFR EXTERIOR METAL WALL
PANEL (TYPE 3A & 3B)

2" RIGID INSULATION

METAL BLDG WALL TRIM

DRAINAGE CAVITY
THRU WALL FLASHING W/ WEEPS

GYPSUM SHEATHING

METAL STUD FURRING W/ GWB

BITUMINOUS DAMPPROOFING

MET BLDG MFR BATT INSULATION R-13

PRECAST SILL - SEE SILL TYPE C

EXT-2

METAL CAP FLASHING
PRECAST SILL - SEE SILL TYPE B

8" SPLIT FACE CMU

1" AIR GAP

8" CMU

2" RIGID INSULATION

DRAINAGE CAVITY
THRU WALL FLASHING W/ WEEPS

BITUMINOUS DAMPPROOFING

MET BLDG MFR 8 1/2" GIRT 4'-0" OC

MET BLDG MFR EXTERIOR METAL
WALL PANEL (TYPE 2A & 2B)

MET BLDG MFR BATT INSULATION R-13

EXT-1

8" SPLIT FACE CMU

1" AIR GAP

8" CMU

2" RIGID INSULATION

DRAINAGE CAVITY
THRU WALL FLASHING W/ WEEPS

BITUMINOUS DAMPPROOFING

MET BLDG MFR 8 1/2" GIRT 4'-0" OC

MET BLDG MFR 3 1/2" FOAM-
INSULATION-CORE METAL WALL
PANELS (TYPE 1A, 1B, 1C, 1D)(R-19)

METAL CAP FLASHING
PRECAST SILL - SEE SILL TYPE C

OUTSIDE FACE OF GIRT; TYP. OUTSIDE FACE OF GIRT; TYP. OUTSIDE FACE OF GIRT; TYP.

x x

FACE OF COLUMN BEYOND

FACE OF COLUMN BEYOND

METAL CAP  FLASHING

FINISH GRADE

8" SOLID CMU - SEE SILL TYPE A 8" SOLID CMU - SEE SILL TYPE A

COLD FLUID-APPLIED
WATERPROOFING

PEEL & STICK AIR BARRIER
TRANSITION 6" EACH LEG

FINISH GRADE

COLD FLUID-APPLIED
WATERPROOFING

PEEL & STICK AIR BARRIER
TRANSITION 6" EACH LEG

FINISH GRADE

COLD FLUID-APPLIED
WATERPROOFING

PEEL & STICK AIR BARRIER
TRANSITION 6" EACH LEG

FIRESTOP JOINT SPRAY CFS-SP WB OR EQUAL
OVER FIRE SAFING MINERAL WOOL, BOTH SIDES

FIRE MINERAL WOOL FIRE SAFING

METAL FRAMING AS SHOWN, WHEN
STUDS ARE INTERUPTED BY A GIRT THEN
FASTEN  TOP AND BOTTOM TRACKS TO
THE GIRTS AND ATTACH STUDS

LINE OF EXTERIOR METAL PANEL

STRUCTURAL METAL GIRT

CMU PARTITION

07 84 00.A2
09 29 00.B1

TYPE X GWB MUST MEET REQUIREMENTS TO
ACHIEVE RATING; SEE WALL LOCATION FOR RATING

FACE OF CMU BELOW

UNDERSIDE OF ROOF SYSTEM

2 L's 4x3x1/4 L.L.V. CONT. EACH FACE OF
WALL

CMU WALL SEE PLAN FOR PARTITION
TYPE

3" CHANNEL @ 6'-0" OC

ROOF PURLIN

UNDERSIDE OF ROOF SYSTEM

ROOF PURLIN

2 L's 4x3x1/4 L.L.V. CONT. EACH FACE OF
WALL

DEFLECTION SPACE

CMU WALL SEE PLAN FOR PARTITION
TYPE

BOND BEAM

CUT TO FIT COURSE SOLID CMU

CUT TO FIT COURSE SOLID CMU

DEFLECTION SPACE

UNDERSIDE OF ROOF SYSTEM

WALL - SEE PLAN FOR PARTITION TYPE

3" CHANNEL @ 6'-0" OC

ROOF PURLIN

UNDERSIDE OF ROOF SYSTEM

ROOF PURLIN

DEFLECTION TRACK

WALL - SEE PLAN FOR PARTITION TYPE

DEFLECTION TRACK

UNDERSIDE OF ROOF SYSTEM

CMU WALL SEE PLAN FOR
PARTITION TYPE

FILL OPENINGS W/ FIRE
SAFING INSULATION

ROOF PURLIN

FIRESTOP JOINT SPRAY OVER
FIRE SAFING MINERAL WOOL,
BOTH SIDES

SPRAY APPLIED FIRE PROOFING
TO ACHIEVE 2 HR RATING OVER
METAL LATH, MONOKOTE MK-6
PRODUCT OR EQUAL

CUT TO FIT COURSE SOLID CMU

2 L's 4x3x1/4 L.L.V. CONT. EACH FACE OF
WALL

FILL DEFLECTION SPACE W/ FIRE
SAFING INSULATION

3" CHANNEL @ 6'-0" OC

NOT USED

1 1/8" 6 1/2"

7 
5/

8"

7 5/8"

6 
1/

2"
1 

1/
8"

9"

7 
5/

8"

1 3/4" 7 1/4"

5 
1/

4"
2 

3/
8"

8" 1/2" 1/2"

3 1/2" 5 1/2"

7 
3/

4"

8" 1/2" 1/2"

5 
1/

4"

9"

1 
7/

8"
5/

8"

TYPE A TYPE B

TYPE C

ROOF PURLIN

STANDING SEAM METAL ROOF PANEL

INTERIOR METAL ROOF LINER

2 L's 4x3x1/4 L.L.V. CONT. EACH FACE OF
WALL

FILL DEFLECTION SPACE W/ FIRE SAFING
INSULATION

CMU WALL SEE PLAN FOR PARTITION
TYPE

3" CHANNEL @ 6'-0" OC

ALL WALLS TO EXTEND TO UNDERSIDE
OF ROOF SYSTEM: METAL STUDS @ 24"
O.C. W/ (2) LAYERS 5/8" G.W.B. EACH
SIDE PROVIDE SOUND ATTENUATION
BLANKET WITHIN STUDS.

FIRESTOP JOINT SPRAY OVER
FIRE SAFING MINERAL WOOL,
BOTH SIDES

DEFLECTION TRACK

BOND BEAM

CUT TO FIT COURSE SOLID CMU

REFER TO UL:
CJ-D-0004

INTERIOR METAL ROOF LINER

ROOF PURLIN

FIRESTOP JOINT SPRAY OVER
FIRE SAFING MINERAL WOOL,
BOTH SIDES

2 L's 4x3x1/4 L.L.V. CONT. EACH FACE OF
WALL

FILL DEFLECTION SPACE W/ FIRE SAFING
INSULATION

CMU WALL SEE PLAN FOR PARTITION
TYPE

DEFLECTION TRACK

CUT TO FIT COURSE SOLID CMU

STANDING SEAM METAL ROOF PANEL

REFER TO UL:
HW-D-0488
HW-D-0489
HW-D-0490
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WALL TYPES AND DETAILS
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EXTERIOR WALL TYPES:

MASONRY PARTITION DETAILS:

METAL STUD PARTITION DETAILS:

PARTITION TYPE SYMBOL:

PARTITION TYPES:

 1 1/2" = 1'-0"B TYPICAL CONTROL JOINTS
 1 1/2" = 1'-0"E FIRE PROOF WALL DETAIL1

 1 1/2" = 1'-0"4 TYPICAL CLOSURE DETAILS

 1 1/2" = 1'-0"2C HEAD OF WALL - FIRE RESISTIVE CONSTRUCTION

 3" = 1'-0"1 SILL TYPE

 1 1/2" = 1'-0"2A HEAD OF WALL - FIRE RESISTIVE CONSTRUCTION  2HR

 1 1/2" = 1'-0"2B HEAD OF WALL - FIRE RESISTIVE CONSTRUCTION  1HR
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Number
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FFE
0"

36' - 0"

3' 
- 4

"
5' 

- 2
"

2' 
- 1

1"
2' 

- 1
"

4' 
- 1

1"

3' 
- 4

"

W1

G2G2

G4G2

G2

G6

G2 G2 G2

G4 G4 G4

G6G6

G4 G4G4G4

G6

G4

G4

G6

G2

CERAMIC FRIT
APPLIED TO GLASS;
SCREEN: HORIZ: 1"
LINES - 1" SPACE;
TYP THIS ROW OF
GLAZING

13

A905

7

A905

9

A200

12

A905

16

A450

25

A905

12

A905

10

A905

14

A450

16

A450

5

A905

13

A905

21

A905

23

A905

4' - 0" 3' - 10" 4' - 4 1/2" 2' - 4" 6' - 4" 2' - 3 1/2" 4' - 7 1/2" 4' - 3" 3' - 11 1/2"

3' 
- 8

"

10

A200

G2

G4

G4

G4

G2

G4

G4

G6

G2

G2

G2

G6

G6 G6

8"
5"

8"
4" 8"

22
"

4"4" 4"4" 4"4" 4"4" 4"

CERAMIC FRIT
APPLIED TO GLASS;
SCREEN: HORIZ: 1/2"
LINES - 1/2" SPACE;
TYP THIS ROW OF
GLAZING

CERAMIC FRIT
APPLIED TO GLASS;
SCREEN: HORIZ: 1/4"
LINES - 1/4" SPACE;
TYP THIS ROW OF
GLAZING

-
-

-

FFE
0"

13
' - 

6"

10' - 9"

G1 G1 G1

G3G3

W2

G1 G1 G1

3

A200

4

A905

3

A905

25

A905

23

A905 21

A905

3' 
- 3

"
3' 

- 3
"

7' 
- 0

"

2' - 4" 6' - 5" 2' - 0"

SIM.

SIM.

SIM.

SIM.

G3G3

FFE
0"

13
' - 

6"

10' - 7"

G1 G1 G1

G3G3G3

W3

G1 G1 G1

3
A200

10

A905

25

A905

21

A905

23

A905

4

A905

3' 
- 3

"
3' 

- 3
"

7' 
- 0

"

2' - 11 1/2" 3' - 3" 4' - 4 1/2"

SIM.

SIM.

SIM.

FFE
0"

9' 
- 0

"

6' - 0"

G1 G1 G1

G3

G3G3

G3

W4

13

A905

25

A905

8

A905

1
A451

23

A905

1' - 9 1/2" 3' - 2 1/2" 1' - 0"

1' 
- 8

"
4' 

- 8
"

2' 
- 8

"

G3

FFE
0"

12' - 11"

9' 
- 0

"

G4 G4 G4

G6G6G6

G5 G5 G5

W5A

13

A905

3

A200

26

A905

8

A905

1

A451

23

A905

21

A905

SIM.

2' 
- 8

"
4' 

- 6
"

1' 
- 1

0"

4' - 3" 4' - 6" 4' - 2"

18
"

7"
4" 14

"
4"

23
"

CERAMIC FRIT APPLIED
TO GLASS; SCREEN:
HORIZ: 1/2: LINES - 1/2"
SPACE; TYP THIS ROW
OF GLAZING

CERAMIC FRIT APPLIED
TO GLASS; SCREEN:
HORIZ: 1/4: LINES - 1/4"
SPACE; TYP THIS ROW
OF GLAZING

FFE
0"

14' - 11"

9' 
- 0

"

W5B

G4 G4 G4 G4

G6G6G6G6

G5 G5 G5 G5

13

A9053

A200
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A905

8

A905

3

A451

23

A905

21

A905

SIM.2' 
- 8

"
4' 

- 6
"

1' 
- 1

0"

2' - 9 1/2" 4' - 0" 4' - 0" 4' - 1 1/2"

18
"

7"
4"

14
"

4"
23

"

CERAMIC FRIT APPLIED
TO GLASS; SCREEN:
HORIZ: 1/2: LINES - 1/2"
SPACE; TYP THIS ROW
OF GLAZING

CERAMIC FRIT APPLIED
TO GLASS; SCREEN:
HORIZ: 1/4: LINES - 1/4"
SPACE; TYP THIS ROW
OF GLAZING

FFE
0"

11
' - 

0"
25' - 8"

G4 G4 G4 G4 G4 G4

G4G4G4G4

G4 G4

G6

W6

3

A200

16

A450

9

A905

5

A200

25

A905

7

A905
SIM.

21

A905

23

A905

1

A451

7' 
- 0

"
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- 0
"

2' 
- 0

"
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3' 
- 4

"

6

A200

7

A200

G4

G4

G6G6

FFE
0"

10' - 3 1/2"

W7

G1 G1 G1

G3G3G3

13

A905

16
A450

3

A200

1
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23
A905 21

A905

1' 
- 1

1 
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2"
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- 9
"

3' 
- 4

"

11
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0"

4' - 2 1/2" 4' - 6" 1' - 7 1/2"

FFE
0"

9' 
- 0

"

9' - 6"

G1

W8

G1 G1

G3 G3

6
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16
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4A

A880 3

A200
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A905
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7' 
- 0

"
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"
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G3

FFE
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"
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- 4
"
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VW1
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24
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FFE
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2' 
- 1

0"
4' 

- 0
"

VW2

G1

24
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FFE
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4' - 0"

1' 
- 2

"
6' 

- 0
"

VW3

G1
24

A903
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FFE
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9' 
- 0

"

W9

G1 G1

G3G3

8' - 0 1/2"

25

A905

16

A905

3

A905

3
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23

A905

21

A905

7' 
- 0

"
2' 

- 0
"

4' - 0 1/2" 4' - 0 1/2"

FFE
0"

4' - 0"

5' 
- 0

"
3' 
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"

W14

G1 G1

15

A905

6

A905

14

A905

FFE
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3' - 0"

4' 
- 2

"

VW12

G3

22

A903

23

A903

24

A903

G3

FFE
0"

7' - 0"

5' 
- 2

"
2' 

- 1
0"

VW6

G3 G3

26

A903

25

A903

24
A903

24

A9034' 
- 7

"
7 

1/
2"

3' - 6" 3' - 6"

GLAZING LEGEND

IGU-1: INSULATED CLEAR VISION GLASS

IGU-1: INSULATED SAFETY GLASS

IGU-2: INSULATED SPANDREL GLASS

G1

G2

G3

IGU-3: INSULATED TINTED VISION GLASSG4

IGU-2: INSULATED SAFETY SPANDREL GLASSG5

IGU-3: INSULATED TINTED SAFETY GLASSG6

FFE
0"

1' 
- 4

"
6' 

- 0
"

6' - 0"

VW4

G3

24

A903

24

A903

24

A903

FFE
0"

4' 
- 0

"
3' 

- 4
"

3' - 0"

VW7

G1
27

A903

27

A903

27

A903

28

A903

FFE
0"

3' 
- 4

"
4' 

- 0
"

8' - 0"

VW8

G1

27

A903

27

A903

27

A903

28

A903

12 GA. REINFORCING
PLATE WELDED TO
FRAME

FASTEN FRAME TO FLOOR
CHANNEL WITH CONCEALED
FASTENERS

FLOOR LINE

2"

X MATCH DOOR FRAME

SEALANT EA
SIDE

2"
2"

X

MATCH DOOR FRAME
DEPTH

1/
2"

1/
2"

2" SEE ELEVATIONS

5/8" x 1 1/8"
REMOVABLE STOP

"Z" CLIP

GLASS - SEE
SCHEDULE

2"2" SEE ELEVATIONS

1" x 4" x 12" GA. CHANNEL STRUT.
WELD TO FRAME & ANCHOR TO SLAB
ABOVE & BELOW WITH L4X4 4" CLIPS,
12 GA.., SEE WINDOW ELEVATIONS
FOR LOCATIONS

5/8" x 1 1/8"
REMOVABLE STOP

2"

5/8" x 1 1/8"
REMOVABLE STOP

1" X 4" 12 GA
CHANNEL

1/2" SEE PLANS 1/2"

GLASS - SEE
SCHEDULE

'Z' CLIP AT
JAMBS

METAL STUDS

SEALANT, TYP.
BOTH SIDES
ALL AROUND

X

VARIES - SEE
DOOR FRAME
DETAILS

2"

5/8" x 1 1/8"
REMOVABLE STOP @
ROOM SIDE, TYP.

5/8" x 1 1/8"
REMOVABLE STOP @
ROOM SIDE, TYP.

5"

6"
2"

FFE
0"

6' 
- 0

"
2' 

- 8
"

6' - 0"

VW10

G3 G3

5

A800

1

A905

2

A905

3' - 0"3' - 0"

'Z' CLIP AT
JAMBS

SEALANT, TYP.
BOTH SIDES
ALL AROUND

METAL STUDS

1" X 2 1/2" 12
GA CHANNEL

5/8" x 1 1/8"
REMOVABLE STOP

GLASS - SEE
SCHEDULE

8" CMU

SEE PLANS 1/2"

FFE
0"

8' - 0"

3' 
- 2

"
4' 

- 0
"

27

A903

27

A903

27

A903

25

A903

2' - 8 1/2" 2' - 6 1/2" 2' - 8 1/2"

G1 G1 G1
23

A903

'Z' CLIP AT
JAMBS

SEALANT, TYP.
BOTH SIDES
ALL AROUND

5/8" x 1 1/8"
REMOVABLE STOP

GLASS - SEE
SCHEDULE

'Z' CLIP AT
JAMBS

SEALANT, TYP.
BOTH SIDES
ALL AROUND

5/8" x 1 1/8"
REMOVABLE STOP

GLASS - SEE
SCHEDULE

8" x 8" CMU
GROUT SOLID

REINFORCING STEEL;
RE: STRUCT

HM FRAME

HM FRAME

7 
5/

8"

7 5/8"

SHIM
SHIM
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GLAZING TYPES

A903

09/24/2014

BW1

444505

PDM

GREATER LYNCHBURG TRANSIT
COMPANY

BID DOCUMENTS

419 Bradley Dr,
Lynchburg, VA

24501−4901

 1/4" = 1'-0"1 W1
 1/4" = 1'-0"2 W2

 1/4" = 1'-0"3 W3
 1/4" = 1'-0"4 W4

 1/4" = 1'-0"5 W5A

 1/4" = 1'-0"6 W5B
 1/4" = 1'-0"7 W6

 1/4" = 1'-0"8 W7
 1/4" = 1'-0"9 W8

 1/4" = 1'-0"12 VW1
 1/4" = 1'-0"13 VW2

 1/4" = 1'-0"14 VW3

 1/4" = 1'-0"10 W9
 1/4" = 1'-0"11 W14

 1/4" = 1'-0"15 VW5
 1/4" = 1'-0"16 VW6

 1/4" = 1'-0"17 VW4
 1/4" = 1'-0"18 VW7

 1/4" = 1'-0"19 VW8

 1 1/2" = 1'-0"22 VIEW WINDOW BASE DETAIL - TYP
 1 1/2" = 1'-0"23 VIEW WINDOW DETAIL AT DOOR - TYP

 1 1/2" = 1'-0"24 VIEW WINDOW FRAME DETAIL - TYP
 1 1/2" = 1'-0"25 VIEW WINDOW MULLION DETAIL - TYP

 1 1/2" = 1'-0"26 VIEW WINDOW OPEN SILL DETAIL

 1/4" = 1'-0"21 VW10

 1 1/2" = 1'-0"27 VIEW WINDOW FRAME DETAIL - TYP @ MAINT.

 1/4" = 1'-0"20 VW9

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"

0' 8'-0"4'-0"2'-0"1'-0"
SCALE: 1/4"=1'-0"
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 1 1/2" = 1'-0"14 GLAZING DETAIL

 1 1/2" = 1'-0"6 GLAZING DETAIL

 1 1/2" = 1'-0"20 GLAZING DETAIL

 1 1/2" = 1'-0"11 GLAZING DETAIL

KEYNOTE LEGEND
Key Value Keynote Text

03 45 00 PRECAST ARCHITECTURAL CONCRETE
04 20 00.A1 GROUND FACE CONCRETE MASONRY

UNIT
04 20 00.B1 8" CONCRETE MASONRY UNIT
04 20 00.E1 ALUMINUM FLASHING
04 20 00.E4 THROUGH WALL FLASHING
05 12 00 STRUCTURAL STEEL
06 10 00.A1 PRESSURE TREATED BLOCKING
06 16 00.A1 5/8" GYPSUM WALL SHEATHING
06 40 00.B1 SOLID-SURFACING MATERIAL

COUNTERTOP
07 11 13 BITUMINOUS DAMPPROOFING
07 14 16 COLD FLUID-APPLIED WATERPROOFING
07 21 00.B1 GLASS-FIBER BLANKET INSULATION
07 21 00.C1 VAPOR RETARDER
07 21 00.D1 RIGID INSULATION
07 62 00.A1 PEEL & STICK AIR BARRIER
07 92 00.A1 SEALANT
07 92 00.A3 BACKER ROD AND SEALANT
08 41 13.A1 ALUMINUM AND GLASS ENTRANCE

DOORS
08 41 13.B1 ALUMINUM STOREFRONT SYSTEM
08 41 13.E1 .090" BENT ALUM CLOSURE TRIM
08 51 13.A1 PROJECTED CASEMENT/FIXED WINDOW
08 51 13.A2 ASSISTIVE WINDOW ACTUATOR
08 51 13.B1 HORIZONTAL SLIDING/FIXED WINDOW
08 51 13.B4 SHIM
08 80 00 GLAZING
08 90 00 LOUVERS
09 10 00 NON-STRUCTURAL METAL FRAMING
09 10 00.B2 3 1/2" METAL STUD
09 10 00.B3 3 5/8" METAL STUD
09 10 00.B4 6" METAL STUD
09 10 00.B5 8" METAL STUD
09 10 00.C1 FURRING CHANNELS @ 16" O.C.
09 29 00.A1 5/8" GYPSUM WALL BOARD
09 29 00.A2 INTERIOR GWB TRIM BEAD
09 51 00 ACOUSTICAL CEILINGS
09 51 00.A1 PERIMETER EDGE TRIM-TYPE 1
09 51 00.B1 ACOUSTICAL CEILING PANEL
13 34 19.A2 HORIZONTAL RIBBED METAL PANELS
13 34 19.A3 VERTICAL RIBBED METAL PANELS
13 34 19.A4 METAL SOFFIT SYSTEM
13 34 19.A5 METAL FASCIA TRIM
13 34 19.C1 PURLIN
13 34 19.C4 IN BOARD GIRTS
13 34 19.C5 OUT BOARD GIRTS
13 34 19.C6 METAL DECKING
13 34 19.D1 J-TRIM
13 34 19.D2 PANEL SUPPORT FLASHING
13 34 19.D3 JAMB
13 34 19.D6 HEAD
13 34 19.E2 SEGMENTED STEEL BEAM
13 34 19.E5 STRAIGHT COLUMN

 1 1/2" = 1'-0"24 GLAZING DETAIL

 1 1/2" = 1'-0"17 GLAZING DETAIL
 1 1/2" = 1'-0"18 GLAZING DETAIL

 1 1/2" = 1'-0"22 GLAZING DETAIL

 1 1/2" = 1'-0"13 GLAZING DETAIL

 1 1/2" = 1'-0"25 GLAZING DETAIL
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 1 1/2" = 1'-0"26 GLAZING DETAIL
0' 2'-0"1'-0"6"3"
SCALE: 1 1/2"=1'-0"
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ROOM FINISH SCHEDULE

ROOM
NUMBER ROOM NAME

FLOOR FINISH BASE WALLS CEILING

NOTESFIELD FINISH

NORTH
WALL EAST WALL SOUTH WALL WEST WALL

FINISHFIELD FIELD FIELD FIELD

A1 CORRIDOR POL CONC 4" RUBBER GWB/PNT-6 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A2 CORRIDOR POL CONC 4" RUBBER GWB/PNT-5 GWB/PNT-2 GWB/PNT-2 GWB/PNT-5 ACT
A3 CORRIDOR POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A4 CORRIDOR POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A5 CORRIDOR POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A6 PASSAGE POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A7 CORRIDOR POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT

A100 VEST POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A101 REC POL CONC 4" RUBBER - - GWB/PNT-6 GWB/PNT-6 ACT

A101A WAITING AREA POL CONC 4" RUBBER GWB/PNT-6 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A102 CONF A POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A103 CONF B POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A104 LOST & FND POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A105 CLOSET POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A106 GM POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A107 A. GM POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A108 HR POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A109 FINANCE POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A110 PAYROLL POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A111 PLANNING POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A112 WORKSTATIONS POL CONC 4" RUBBER GWB/PNT-5 GWB/PNT-5 GWB/PNT-2 GWB/PNT-2 ACT
A113 ID/PHOTO POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A114 MARKETING POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A115 TRAIN. OFF. & STORAGE POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A116 UNISEX TOILET CERAMIC TILE CERAMIC TILE GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB
A117 UNISEX TOILET CERAMIC TILE CERAMIC TILE GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB
A118 OPS TRAINING RM POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A119 MAINT TRAINING RM POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A120 MOBILITY CENTER POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A121 MOBILITY OFF POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A122 FLEX POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A123 STORAGE POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A124 A. SUPER POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A125 WORK AREA POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A126 IT OFFICE POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A127 IT STATIC CONTROL RES 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A128 OPS SUPER POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A129 SUPER POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A130 SECURITY POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A131 VEST POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A132 M. TOIL QT QT GWB/PNT-4 GWB/PNT-4 GWB/PNT-4 GWB/PNT-4 GWB

A132A VEST QT QT GWB/PNT-4 GWB/PNT-4 GWB/PNT-4 GWB/PNT-4 GWB
A132B SHWR QT QT CT/GWB/PNT-4 CT/CMU/PNT-4 CT/CMU/PNT-4 CT/CMU/PNT-4 GWB
A133 W. TOIL QT QT GWB/PNT-3 GWB/PNT-3 GWB/PNT-3 GWB/PNT-3 GWB

A133A VEST QT QT GWB/PNT-3 GWB/PNT-3 GWB/PNT-3 GWB/PNT-3 GWB
A133B SHWR QT QT CT/GWB/PNT-3 CT/GWB/PNT-3 CT/GWB/PNT-3 CT/GWB/PNT-3 GWB
A134 CUSTODIAL POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A135 FILE STOR POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A136 PARATRANSIT DISPATCH POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A137 FIXED ROUTE DISPATCH POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A138 READY ROOM POL CONC 4" RUBBER GWB/PNT-6 GWB/PNT-6 GWB/PNT-2 GWB/PNT-2 PARTIAL ACT NOTE 3
A139 PANTRY/BREAK RM POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-6 GWB/PNT-2 GWB/PNT-2 PARTIAL ACT NOTE 3
A140 LCKRS POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A141 VEST POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 GWB/PNT-2 ACT
A142 EXERCISE POL CONC 4" RUBBER GWB/PNT-2 GWB/PNT-2 GWB/PNT-6 GWB/PNT-2 ACT
M1 CHASSIS WASH CONC W/ HARDENER - CMU/HPC CMU/HPC CMU/HPC CMU/HPC NONE NOTE 2
M2 HVAC  BAY CONC W/ HARDENER - CMU/MTL/PNT-1 - - - NONE NOTE 2
M3 TIRE BAY CONC W/ HARDENER - CMU/MTL/PNT-1 - - - NONE NOTE 2
M4 FUTURE CONC W/ HARDENER - CMU/MTL/PNT-1 - - - NONE NOTE 2
M5 REPAIR BAY CONC W/ HARDENER - CMU/MTL/PNT-1 - - - NONE NOTE 2
M6 REPAIR BAY CONC W/ HARDENER - CMU/MTL/PNT-1 - - - NONE NOTE 2
M7 REPAIR BAY CONC W/ HARDENER - CMU/MTL/PNT-1 - - - NONE NOTE 2
M8 INSPECTION BAY CONC W/ HARDENER - CMU/MTL/PNT-1 - - - NONE NOTE 2
M9 COMMON AISLE CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M9A AISLE CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M9B AISLE CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M10 CORRIDOR CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M11 CORRIDOR CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M12 CORRIDOR CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M12A PASSAGE CONC W/ HARDENER CERAMIC TILE CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 GWB NOTE 2
M13 CORR CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M14 CORRIDOR CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M100 SPEC. TOOLS CONC W/ HARDENER - CMU/FENCE CMU/FENCE CMU/FENCE CMU/PNT-1 NONE NOTE 2
M101 TOOL STORAGE 1 CONC W/ HARDENER - CMU/FENCE CMU/FENCE CMU/FENCE CMU/PNT-1 NONE NOTE 2
M102 TOOL STORAGE 2 CONC W/ HARDENER - CMU/FENCE CMU/FENCE CMU/FENCE CMU/PNT-1 NONE NOTE 2
M103 TOOL STORAGE 3 CONC W/ HARDENER - CMU/FENCE CMU/FENCE CMU/FENCE CMU/PNT-1 NONE NOTE 2
M104 M. TOIL. QT QT CMU/PNT-4 CMU/PNT-4 CMU/PNT-4 CMU/PNT-4 GWB NOTE 2

M104A MENS LOCKER/SHOWER RM QT QT CT/CMU/PNT-3 CT/CMU/PNT-3 CT/CMU/PNT-3 CT/CMU/PNT-3 GWB NOTE 2
M105 W. TOIL. QT QT CMU/PNT-4 CMU/PNT-4 CMU/PNT-4 CMU/PNT-4 GWB NOTE 2

M105A WOMENS LOCKER/SHOWER RM QT QT CT/CMU/PNT-4 CT/CMU/PNT-4 CT/CMU/PNT-4 CT/CMU/PNT-4 GWB NOTE 2
M106 CUSTODIAL SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 GWB NOTE 2
M107 MAINTENANCE BREAK ROOM POL CONC 4" RUBBER CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2
M108 LIBRARY POL CONC 4" RUBBER CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2
M109 CONSULTATION POL CONC 4" RUBBER CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2
M110 SUPERINTENDANT POL CONC 4" RUBBER CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2
M111 WORKSTATIONS (3) POL CONC 4" RUBBER CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2
M112 FARE BOX REPAIR CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2
M113 COMMON WORK AREA CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M113A USED OIL CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M114 RECYCLING CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M115 LAUNDRY CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M116 MECH. RM. CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M117 ELEC. RM. CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M118 LUBE ROOM CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M119 PORTABLE ELEC. STOR. SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2
M120 GROUNDS CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M121 BATTERY CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M122 RECEIVING CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M123 PARTS STORAGE CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M123A PARTS CLERK SEALED CONC 4" RUBBER CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2
M124 TIRE STORAGE CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M125 FARE COLLECTION & VAULT SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 GWB NOTE 2
M126 SERVICE CONTROL SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M127 SERVICE STORAGE SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M128 VACUUM SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M128A WORK AREA SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M129 IT/WIRING ROOM STATIC CONTROL RES 4" RUBBER CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 ACT NOTE 2
M130 CUSTODIAL SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 GWB NOTE 2
M131 TOILET SEALED CONC CERAMIC TILE CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 GWB NOTE 2
M132 PASSAGE CONC W/ HARDENER - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 1; NOTE 2
M133 COMPRESSOR ROOM SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M134 MECH RM SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
M135 WASH WATER RECYCLING SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2

M135A FIRE PUMP ROOM SEALED CONC - CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 CMU/PNT-1 NONE NOTE 2
S1 SERVICE LANE CONC W/ HARDENER - CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC HPC NOTE 1; NOTE 2

S1A AISLE CONC W/ HARDENER - CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC HPC NOTE 1; NOTE 2
S2 WASH LANE CONC W/ HARDENER - CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC HPC NOTE 1; NOTE 2

S2A AISLE CONC W/ HARDENER - CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC CMU/MTL W/ HPC HPC NOTE 1; NOTE 2
SSA STORAGE CONC - CMU/HPC CMU/HPC CMU/CONC/HPC CMU/HPC NONE NOTE 4
SSB SALT STORAGE CONC - CMU/CONC CMU/CONC CMU/CONC CMU/CONC NONE NOTE 4

 3" = 1'-0"1 SHOWER BASE - SECTION DETAIL
 3" = 1'-0"2 TILE TO TILE - PLAN DETAIL

 1 1/2" = 1'-0"3 TYPICAL GRAB BAR MOUNTING DETAIL
 1 1/2" = 1'-0"4 Detail 7

NOTES:

1. INCLUDES SIDEWALK AND CURB
2. HIGH PERFORMANCE COATING SYSTEMS ON WALLS, CEILINGS, EXPOSED METAL, STRUCTURAL STEEL; EXCLUDES PRE-FINISHED SURFACES
3. FLOATING ACT GROUPS; PAINT STRUCTURE AND EQUIPMENT ABOVE INCLUDING MECH & PLUMBING DEVICES; PNT-5
4. HIGH PERFORMANCE COATING SYSTEMS ON CMU WALLS ONLY

 3" = 1'-0"2A TILE WALL - PLAN DETAIL

KEYNOTE LEGEND
Key Value Keynote Text

07 92 00.A1 SEALANT
07 95 13.E1
09 29 00.A1 5/8" GYPSUM WALL BOARD
09 29 00.E1
09 30 00.A1 CERAMIC WALL TILE
09 30 00.A3 ALUM TRIM
10 30 00.A1 AUTOMATIC SPILL BARRIER
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