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City of Lynchburg 
Procurement Division 
900 Church Street 
Lynchburg, Virginia  24504 
Telephone No.: (434) 455-3970 
Fax No.: (434) 845-0711 

Addendum for Bid 
 

Renovations to Miller Center 

13-834 
 
 
Date: March 14, 2013 
 
From: Stephanie Suter, CPPO, CPPB 
 
RE: Addendum No. 1  
 
 
 
This Addendum supplements and amends the original Plans and Specifications and shall be taken into 
account in preparing bids and shall become a part of the Contract Documents.  The Bidder shall indicate 
receipt of this Addendum and all previously issued Addenda on the Bid Form.      

 

1. The deadline for questions has been extended until 2:00 PM, March 26, 2013. 

2. The deadline for bids has been extended until 3:00 PM, April 3, 2013. 

3. The Pre-Bid Conference Attendee Listing is attached. 

4. Changes to Part I (Project Manual), Part III (Technical Specifications), and Part IV (Drawings) follow from 
H & A Architects & Engineers, project designers. 
 

 

   

READ TERMS AND CONDITIONS AND SIGN 

In compliance with the above BID, and subject to all the conditions hereof, the undersigned offers and agrees to 
comply with any or all of the terms and conditions contained herein, or as mutually agreed upon by subsequent 
negotiations.  This form shall become part of the final file. 

Company Name:    Address:    Date:   

Authorized Signature:      Title:      

Print Name:     Telephone No.:   Fax No.:   
 







 
 

 

LAST REVISION 08/16/2011 

PROJECT: Renovations to Miller Center 

City Project # P0072 

PROJECT #: 008261 

PROJECT ADDRESS: 301 Grove Street 
Lynchburg, VA  24501 

FROM: H&A Architects & Engineers 

TO: Prospective Bidders 

ADDENDUM # 1 

 
DATE: 
 

 
March 13, 2013 

This Addendum forms a part of the Contract Documents and modifies the original Bid Set documents 

dated February 13, 2013, only to the extent noted below. Bidders shall acknowledge receipt of this 

Addendum in the space provided on the Bid Form; failure to do so may subject Bidder to disqualification. 

 

CHANGES TO PART I (PROJECT MANUAL): 

 

ADVERTISEMENT FOR BIDS 

 

Page PM-2: Make the following changes. 

 

 In the first paragraph, CHANGE the March 21, 2013 bid date to read April 3, 2013. 

 In the last paragraph, CHANGE the March 14, 2013 date for submitting written questions to read 

  March 26, 2013. 

 

SUBCONTRACTOR AND CRAFTSMEN QUALIFICATIONS 

 

Page PM-16: In the first paragraph for Theater Equipment and Systems, at the end of the third line 

DELETE the term “historic.” 

  

INSTRUCTIONS TO BIDDERS 

 

Page PM-32: Under Article 7.1 in the list of items bidders shall include with their bid submission, at the 

second bulleted line DELETE the phrase “and Subcontractor Qualifications”. 

 

Page PM-33:  After Article 7.7 ADD the following article: 

 

“7.8 Post-Bid Submission: Within 24 hours after date and time for receipt of bids, all bidders 

shall submit the required Subcontractor and Craftsmen Qualifications statements.”  
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GENERAL CONDITIONS 

 

Page PM-69: After paragraph 9.2.1, ADD the following subparagraph: 

 

 “9.2.1.1 For funding purposes, the Schedule of Values shall include a breakdown in sufficient 

  detail such that a subtotal of the cost for sitework and the new addition can be accurately 

  determined, separate and apart from the cost for renovations of the existing building.” 

 

CHANGES TO PART III (TECHNICAL SPECIFICATIONS): 

 

TABLE OF CONTENTS, TECHNICAL SPECIFICATIONS 

 

Page TOC-2: Under Division 09 – Finishes, CHANGE Section 096500 to read 096519. 

 

SECTION 011000 - SUMMARY 

 

Page 011000-1:  Under paragraph 1.2.A, ADD the following subparagraph: 

 

 “9. Miscellaneous provisions.” 

 

Page 011000-4:  After subparagraph 1.10.C.3, ADD the following heading and paragraph: 

 

 1.11 MISCELLANEOUS PROVISIONS 

 

A. Material Ownership and Owner‟s Right of First Refusal: Existing items, materials, and 

equipment listed below located in altered areas of the project that will be permanently 

removed and that can be salvaged and used by the Owner remain the property of the 

Owner unless otherwise indicated on the Contract Drawings or in other sections of 

the specifications.  Such items that are removed and that the Owner elects not to 

retain will then become the property of the Contractor for disposal. 

1. One 7.5-ton split heat pump system (air-handler and condensing unit only); air 

handler is located on the third floor near the southwest corner of the building. 

2. Bathroom mirrors. 

3. Water coolers. 

4. Sinks. 

5. Door lock hardware. 

6. Up to a maximum of four (4) radiators with associated valves and fittings. ”  

 

SECTION 012100 – ALLOWANCES 

 

Page 012100-3:  Under paragraph 3.3.A ADD the following subparagraph: 
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 “4. Allowance No. 4: Include the lump sum of $3,000 (three thousand dollars exactly) for 

  palletizing stone, bricks, or pavers discovered during site demolition, for transport by City 

  staff.” 

 

SECTION 012300 - ALTERNATES 

 

Page 012300-1:  After subparagraph 1.3.A.2, ADD the following subparagraph: 

 

“3. For the purposes of this project, the terms „Alternate‟, „Additive Alternate‟, and „Additive 

Bid Item‟ may be used interchangeably in the Contract Documents.” 

 

SECTION 040120 – CLEANING, REPAIR AND RESTORATION OF HISTORIC MASONRY 

 

Page 040120-1:  At the end of subparagraph 1.2.B.1 ADD the phrase “including replacement bricks in 

existing walls.” 

 

Pages 040120-1 and 040120-2:  DELETE heading 1.4 and paragraph 1.4.A in their entirety. 

 

Page 040120-2: Make the following changes under heading 1.5. 

 

At paragraph 1.5.A, at the end of the first sentence after “product indicated” ADD “and proposed 

  for masonry restoration and cleaning.” 

DELETE paragraph 1.5.B in its entirety. 

At paragraph 1.5.C after “Samples” DELETE the phrase “for Verification.” 

DELETE subparagraphs 1.5.C.1 and 1.5.C.2 in their entirety. 

At subparagraph 1.5.C.3 DELETE the phrase “,6 inches long by 1/2 inch wide,”. 

At subparagraph 1.5.C.3.1, DELETE the second sentence beginning with “Identify sources” in its 

  entirety. 

At subparagraph 1.5.C.4 DELETE the phrase “, at least 3 inches long by 1-1/2 inches wide”. 

 

Pages 040120-2 and 040120-3:  DELETE paragraphs 1.6.B, 1.6.C, and 1.6.D in their entirety. 

 

Pages 040120-3 and 040120-4: Make the following changes under heading 1.7. 

 

DELETE paragraphs 1.7.D and 1.7.E in their entirety. 

At subparagraph 1.7.G.1 in the first line CHANGE “areas” to read “area”, in the third line 

 CHANGE “48 inches” to read “16 inches”, and in the third and fourth line DELETE the 

 phrase “Erect sample areas in existing walls unless otherwise indicated, to” such that the 

 sentence begins with “Demonstrate quality of…” 

 At subparagraph 1.7.G.5 CHANGE “may” to read “will” and DELETE the phrase “if undisturbed at 

  time of Substantial Completion”.  

 

Pages 040120-5 and 040120-6: Make the following changes under heading 2.1. 
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 At paragraph 2.1.A after “Face Brick:” ADD “Refer to Division 04 Section „Unit Masonry‟ “ and  

  DELETE the remainder of the paragraph in its entirety. 

At the end of paragraph 2.1.B ADD “Refer to Division 04 Section „Unit Masonry‟ “ and DELETE  

  subparagraphs 2.1.B.1 and 2.1.B.2 in their entirety.  

 

SECTION 042000 - UNIT MASONRY 

 

Page 042000-6: At paragraph 2.4.B, make the following changes. 

 

At subparagraph 2.4.B.1, after the phrase “at Building Addition” ADD the phrase “and Masonry 

  Site Walls” before the colon. 

At subparagraphs 2.4.B.1.a., b., and c. DELETE “TBD” and ADD the following in its place: 

“a. Old Virginia Brick Shenandoah Series „Poplar Forest‟ or „Edgewood‟ 

 b. Belden Brick „Revere Blend A‟ (Sugarcreek Plant 9) 

 c. Watsontown Brick Pennsylvania Molded Series „Bradford Type 2‟ or „Woodlyn 

  Antique Type 2‟ ” 

At subparagraph 2.4.B.1.a DELETE “TBD” and ADD the following in its place: 

“a. Old Virginia Brick „Colonial Red Range‟ Wood Mould (custom size).” 

DELETE subparagraphs 2.4.B.1.b and c.  

 

SECTION 066500 - CELLULAR PVC TRIM 

 

Page 066500-2: After subparagraph 2.1.A.2, ADD the following subparagraph: 

 

 “3. “Versatex Trimboard” products, manufactured by Wolfpac Technologies, Inc. 

a. Street Address: 400 Steel Street, Aliquippa PA  15001 

b. Telephone:  724.857.1111 

c. Website:  www.versatex.com” 

 

Page 066500-2: Under heading 2.1 ADD the following paragraph: 

 

 “C. At the Contractor‟s Option, “TruExterior
TM

“ poly-ash trim manufactured by Boral® may be 

  used in lieu of specified cellular PVC trim.” 

 

SECTION 080152 - REPAIR AND RESTORATION OF HISTORIC WOOD WINDOWS 

 

Pages 080152-1 and 080152-2: Make the following changes under headings 1.4, 1.6 and 1.7. 

 

 At paragraph 1.4.A, DELETE the phrase “Engage a qualified historic treatment specialist to”, such 

  that the sentence begins with “Perform preconstruction testing…” 

DELETE paragraph 1.6.A in its entirety. 

 DELETE paragraph 1.7.A and ADD the following in its place: 
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  “A. References:  United States Secretary of the Interior „Guidelines for the  

   Rehabilitation of Historic Structures‟ and „Standards for the Rehabilitation of 

   Historic Structures.‟ “ 

 After paragraph 1.7.E ADD the following paragraph: 

  “F. Regulatory Requirements 

1. This contractor shall use a degree of care consistent with the Secretary of 

the Interior‟s published Standards and Guidelines in executing the work, and 

shall endeavor to restore existing wood members and sash using the 

techniques specified herein, or other techniques approved by the Architect, 

without replacement of wood members or sash.  No wood members shall be 

replaced, nor shall replacement sash be fabricated, without the advance 

approval of the Architect. 

2. When evaluating individual members or entire sash to determine if 

deterioration is such that replacement of members or portions thereof is 

warranted, the Architect will review project conditions, building program, the 

Secretary of the Interior‟s Standards and Guidelines, and other relevant 

criteria when making such a determination.” 

 

Pages 080152-4 and 080152-5: DELETE heading 2.5 and paragraphs 2.5.A, 2.5.B, and 2.5.C in their 

entirety. 

 

Page 080152-8: Make the following changes under headings 3.5 and 3.6. 

 

 DELETE paragraph 3.5.G in its entirety. 

 CHANGE paragraph 3.6.A to read “Adjust existing and replacement sash, hardware, and   

  accessories for a tight fit at contact points and fix in place with inconspicuous fasteners. 

  Seal perimeter and meeting rail for weathertight enclosure.” 

 

SECTION 084113 – STOREFRONT ENTRANCE DOORS 

 

Page 084113-3:  At the end of subparagraph 2.3.A.2 ADD “, custom height bottom rail.” 

 

Pages 084113-3 and 084113-4:  DELETE paragraphs 2.4.D, 2.4.E, 2.4.I and 2.4.M in their entirety. 

 

Page 084113-5:  At paragraph 3.4.A, DELETE the Offset Pivot Hinges, Panic exit device, Electric Strike, 

and Closer. 

 

SECTION 087100 - DOOR HARDWARE 

 

Page 087100-9:  Make the following changes under heading 1.4. 

 

 At paragraph 1.4.D in the first line after “Architect” ADD “and Owner.” 

 At the end of subparagraph 1.4.D.3 ADD “and Owner‟s locksmith.” 
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Page 087100-10:  After paragraph 1.5.A, ADD the following paragraph: 

 

 “B. Work of this section involves coordination with Owner‟s security system access control  

  devices to be supplied under separate contract.  Anticipated supplier for security system  

  is SimplexGrinnell (Salem, Virginia).” 

 

Page 087100-13: Make the following changes under Heading 2.2. 

 

 DELETE subparagraph 2.2.O.1. 

 At subparagraph 2.2.Q.1, CHANGE “Adams Rite” to read “Securitron.” 

 At subparagraph 2.2.S.1, CHANGE “Sargent Manufacturing Co.” to read “Securitron.” 

 

Pages 087100-16 and 087100-17: Make the following changes under heading 2.9. 

 

 At the end of subparagraph 2.9.A.2 CHANGE “three edges” to read „four edges.” 

 CHANGE subparagraph 2.9.A.4 to read “Solid Plastic Door Plates.” 

 CHANGE subparagraph 2.9.A.4.a to read “Thickness: 0.125 inch.” 

 At the end of subparagraphs 2.9.B.2.c and 2.9.C.2.c ADD “K2125.” 

 

Page 087100-17: Make the following changes under heading 2.10. 

 

 In subparagraph 2.10.A.1 CHANGE “DHSI #105” to read “Pemko 5773.” 

 In subparagraph 2.10.A.2 CHANGE “NGP 101V or 100V” to read “Pemko 345V or 308V.” 

 

Page 087100-18: Make the following changes in paragraph 2.15. 

 

 In subparagraph 2.15.B.1 CHANGE “permanent” to read “SFIC.” 

 In subparagraph 2.15.B.3 CHANGE “full-size” to read “SFIC” and DELETE “six (6).” 

 

Page 087100-19:  At the end of subparagraph 2.15.D after “Medeco” ADD “KeyMark. No substitutions 

permitted.” 

 

Pages 087100-21 through 087100-27:  DELETE heading 3.8 in its entirety and ADD revised heading 3.8 

in its place (10 pages). See attached Revised Hardware Sets dated March 13, 2013. 

 

SECTION 087113 – AUTOMATIC DOOR OPENER 

 

Page 087113-4:  At paragraph 2.3.J CHANGE “6100 series” to read “8100 series.” 

 

SECTION 090169 – WOOD FLOOR RESTORATION 

 



 
 

 

LAST REVISION 08/16/2011 

Page 090169-1:  At the end of subparagraph 1.2.A.1 ADD “Base bid on 80 man-hours for installation of 

finish nails.” 

 

Page 090169-2: Under paragraph 3.2.D ADD the following subparagraphs: 

 

 “1. For holes up to 1/2-inch diameter maximum, fill hole with wood filler. 

2. For holes 1/2-inch to 3/4-inch diameter maximum, fill hole with solid wood plug sized to 

match hole. 

3. For holes greater than 3/4-inch diameter, remove minimum 6-inch length of damaged 

board and replace with salvaged or new wood flooring.”    

 

SECTION 098413 - ACOUSTICAL WALL PANELS 

 

Page 098413-2:  After paragraph 2.1.A, ADD the following subparagraph: 

 

“1. Acceptable Alternate Product:  Fresco
TM

 AcousTech
TM

 Wall Panels as manufactured by 

AVL Systems, Inc.” 

 

SECTION 142400 – HYDRAULIC ELEVATOR 

 

Page 142400-8: At the end of paragraphs 2.10.B, 2.10.C, and 2.10.D ADD the phrase “#4 Satin Dark 

Statuary finish; match Architect‟s sample.” 

 

SECTION 263200 - Packaged Engine Generator 

 

Page 263200-4:  At the end of paragraph 1.8.B ADD “Warranty shall include all travel, parts, and labor 

required to maintain generator proper operation.” 

 

Page 263200-5:  In subparagraph 2.2.B.1 CHANGE Seismic risk “zone 4” to read “zone 2A”. 

 

Page 263200-11:  Under heading 2.13 ADD the following paragraph: 

“G. The enclosure shall have sound-attenuation rated for a residential area.  The enclosure 

  shall be a sound-attenuated, weather protective, Caterpillar „CAE‟ Series enclosure  

  (Minimum of 75 dBA at 23) or equivalent.” 

 

CHANGES TO PART IV (DRAWINGS): 

 

SHEET C3.0 

 

Utility Plan:  At the mechanical equipment well near the southeast corner of the building, ADD storm drain 

connection to foundation drain tile.   (Refer to Wall Sections 8/A301 and 9/A402.) 
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SHEET C4.0 

 

Grading Plan:  At the mechanical equipment well near the southeast corner of the building, DELETE two 

(2) 776.69 TW designations pointing to four (4) locations. 

 

SHEET C6.0 

 

ADD Flush Concrete Curb Edge Restraint Detail per attached Sketch SKC-1 dated March 11, 2013. 

 

SHEET S101 

 

Foundation and First Floor Framing Plan:  At the Mechanical Equipment Well near the southeast corner 

of the building, ADD Top of Footing Elevation “(-6’-8”).” 

 

SHEET AD001 

 

Partial West Elevation – Demolition A:  At the elevation designations for the existing floor levels, make the 

following changes: 

 

Second Floor: CHANGE 10‟-6” to read +/- 10’-8” 

Third Floor: CHANGE 25‟-0” to read +/- 25’-4” 

 

Demolition Notes, Roof: ADD the following Note: 

 

 “ 98 Remove Damaged Metal Lining at Concealed Gutter.  Base Bid on Removal of 200 LF; 

  Exact Quantity to be Determined in the Field.” 

 

SHEET AD102 

 

Roof Demolition Plan:  ADD symbol for Demolition Note 98 pointing to the typical perimeter concealed 

gutter. 

 

SHEET A021 

 

Door Types:  At the elevation for door type A-1 ADD horizontal intermediate rail, 5” wide, with bottom of 

rail at 3‟-0” above the bottom of the door. 

 

Door Schedule: Make the following changes in the HWD. SET column: 

 

 At opening 122.1, CHANGE HW-13 to read HW-15. 

 At opening 315, CHANGE HW-14.1 to read HW-14. 

 

SHEET A102 
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Second Floor Plan:  At Storage Room 239, ADD door swing for door 239 (mirror image of door 238). 

 

SHEET A111 

 

Enlarged Toilet Room Plan 6:  At the open side of the shower, below accessories „20‟ and „21‟ ADD 

designation and note for “Marble Threshold, 3” Wide By 1/2-Inch High.” 

 

SHEET A112 

 

Enlarged Plan 9:  At Storage Room 239, ADD door swing for door 239 (mirror image or door 238). 

 

SHEET A121 

 

Enlarged Plan at Auditorium:  At the detail marked for the front edge of the stage, CHANGE the sheet 

reference to read A712 in lieu of A711. 

  

SHEET A323 

 

Storm Window Notes:  ADD the following new note: 

 

 “5. At the Contractor‟s Option, the Meeting Rail for Split-Panel Openings May Incorporate a 

  Fixed Metal Tee Mullion Placed in line with the Sash Meeting Rail in lieu of the Integral 

  Mullion Shown.  Paint the Back Side of the Mullion to Match the Front.”  

 

SHEET A402 

 

Section 9/A402:  CHANGE the leader line and arrow from the Note 1” x 2-1/2” to point to the top rail of the 

fencing, and ADD note reading “Aluminum Fence Type AF-2” pointing to the vertical pickets. 

 

SHEET A601 

 

Roof Plan:  Next to the note for the Existing Wood Cornice with Built-In Gutter and Metal Flashing Liner to 

Remain ADD symbol for keynote „7‟. 

 

Roof Plan Keynotes:  ADD the following Keynote: 

 

 “  7 Base Bid on Repair by Replacement of 200 LF of Metal Flashing Lining at Existing 

  Concealed Gutter; Exact Quantity to be Determined in the Field.” 

 

SHEET E401 

 

Emergency Power Riser Diagram:  CHANGE the General Note above the diagram to read as follows: 
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“In the Event of Fire Pump Starting Up During Activation of Generator, Normal Power Transfer 

Switch shall be Locked Out During Start-Up of Fire Pump and Remain Off Line when Fire Pump 

is Running.  If Normal Emergency Power is Active During Activation of Generator and Fire Pump 

Starts Up, Normal Emergency Power Transfer Switch (ATS2) shall be Locked Out and Remain 

Locked Out During Operation of the Fire Pump.” 

 

 

END OF ADDENDUM NO. 1 

encl: Pages 087100-22 through 087100-31 dated March 13, 2013 
Sketch SKC-1 dated March 11, 2013 
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3.8 HARDWARE SETS 

A. Hardware sets represent the design intent and direction of the Owner and Architect. Provide 
omitted items not included in a hardware set with the appropriate additional hardware 
required for proper application and functionality.  
1. Modify existing doors and frames for new doors and hardware as specified. Fill holes 

and voids with solid material to match the substrate. Use an acceptable filler, sand, 
prime and finish paint so that the void is not noticeable.  

2. Cover plates and door wraps may be submitted for approval as needed.    

B. Manufacturer’s Abbreviations: 
1.  MK - McKinney  
2.  MR - Markar  
3.  RO - Rockwood  
4.  RU - Corbin Russwin  
5.  MC - Medeco  
6.  HS - HES  
7.  RF - Rixson  
8.  NO - Norton  
9.  PE - Pemko  
10.  SU - Securitron  
11.  DJ - Don-Jo  

C. Interior Door Openings 
 
Hardware Set HW-1 
Existing Classroom door 
  
1 Mortise Lock (classroom) ML2055 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
1 Kick Down Door Holder 461 US10B RO 
1 Mortise Lock Door Wrap 514-CW 613 DJ 
  
 Notes:  
 Remove existing lockset, deadbolt and closer (where occurring).  
 Re-use the balance of existing hardware. 
  
Hardware Set HW-2 
Oversize Classroom door 
  
1 Hinge (anchor, heavy weight) TA792/TA5792 5" x 4-1/2" US10B MK 
1 Heavyweight Hinge TA786 5" x 4-1/2" US10B MK 
1 Mortise Lock (classroom) ML2055 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
1 Wall Stop 403 US10B RO 
1 Kick Down Door Holder 461 US10B RO 
3 Silencer 608  RO 
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Hardware Set HW-3 
Stairwell door (standard height) 
  
3 Heavyweight Hinge TA786 5" x 4-1/2" US10B MK 
1 Fire Rated Rim Exit ED6200A Passage Merlot Trim 613 RU 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
1 Wall Stop 403 US10B RO 
1 Gasketing S773D x LAR  PE 
  
Hardware Set HW-4 
Stairwell door (greater than 7’-6” tall) 
  
4 Heavyweight Hinge TA786 5” x 4-1/2” US10B MK 
1 Fire Rated Rim Exit ED6200A Passage Merlot Trim 613 RU 
1 Surface Closer 78B/D-RA 690 NO 
1 Wall Stop 403 US10B RO 
1 Gasketing S773D x LAR  PE 
  
Hardware Set HW-4.1 
Stairwell door (greater than 7’-6” tall) 
  
4 Heavyweight Hinge TA786 5” x 4-1/2” US10B MK 
1 Fire Rated Rim Exit ED6200A Passage Merlot Trim 613 RU 
1 Surface Closer 78B/D-PA 690 NO 
1 Wall Stop 403 US10B RO 
1 Gasketing S773D x LAR  PE 
  
Hardware Set HW-5 
Stairwell door (oversize) with hold-open 
  
1 Hinge (anchor, heavy weight) TA792/TA5792 5” x 4-1/2” US10B MK 
1 Heavyweight Hinge TA786 5” x 4-1/2” US10B MK 
1 Fire Rated Rim Exit ED6200A Classroom Merlot Trim SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Surface Closer w/ HO Arm UNI78B/D-H 690 NO 
1 Electromagnetic Holder 980 24VAC/DC as required 690 RF 
1 Gasketing S773D x LAR  PE 
  
Hardware Set HW-6 
Pair existing oversize Stairwell doors 
  
1 Dust Proof Strike 570 US10B RO 
1 Automatic Flushbolts 1962 US10B RO 
1 Rim Exit Device ED6200 S02 Classrm Merlot Trim SFIC 613 RU 
2 Cylinder Core as required to match existing 613 MC 
1 Coordinator 1600 x size as req. x 1601 AB/C as req. Black RO 
2 Surface Closer 78B/D-PA/RA as required 690 NO 
2 Electromagnetic Holder 980 24VAC/DC as required 690 RF 
  
 Notes:  
 Remove existing deadbolt, flushbolts, and push plates.  
 All other existing hardware to be re-used. 
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Hardware Set HW-7 
Public Restroom entry door 
  
4 Heavyweight Hinge TA786 4-1/2” x 4-1/2” US10B MK 
1 Deadbolt DL4117 SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Push Plate 70C CFC US10B RO 
1 Pull Plate BF 110x70C CFTT US10B RO 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
1 Kickplate K2125 10” x 2” LDW x CSK Choc. Brown RO 
1 Wall Stop 403 US10B RO 
3 Silencer 608  RO 
  
Hardware Set HW-8 
Restroom with privacy latch 
  
4 Heavyweight Hinge TA786 4-1/2” x 4-1/2” US10B MK 
1 Mortise Lock (privacy) ML2030 MSL 613 RU 
1 Mop Plate K2125 4” x 2” LDW x CSK Choc. Brown RO 
1 Wall Stop 403 US10B RO 
3 Silencer 608  RO 
  
Hardware Set HW-9 
Janitor Closet door 
  
3 Heavyweight Hinge TA786 4-1/2" x 4-1/2" US10B MK 
1 Mortise Lock (storeroom) ML2057 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
2 Mop Plate K2125 4" x 2" LDW x CSK Choc. Brown RO 
1 Wall Stop 403 US10B RO 
3 Silencer 608  RO 
  
Hardware Set HW-10 
Supply Closet, Storage Room single door standard height 
  
3 Heavyweight Hinge TA786 x NRP 4-1/2" x 4-1/2" US10B MK 
1 Mortise Lock (storeroom) ML2057 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
3 Silencer 608  RO 
  
Hardware Set HW-10.1 
Supply Closet, Storage Room single door standard height 
  
3 Heavyweight Hinge TA786 4-1/2” x 4-1/2” US10B MK 
1 Mortise Lock (storeroom) ML2057 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Wall Stop 403 US10B RO 
3 Silencer 608  RO 
  
Hardware Set HW-11 
Supply Closet, double door 
  
8 Heavyweight Hinge TA786 x NRP 4-1/2” x 4-1/2” US10B MK 
2 Flush Bolt 555 US10B RO 
1 Dust Proof Strike 570 US10B RO 
1 Mortise Lock (storeroom) ML2057 MSL SFIC 613 RU 
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1 Cylinder Core as required to match existing 613 MC 
2 Silencer 608  RO 
  
Hardware Set HW-12 
Kitchen Pantry door 
  
3 Heavyweight Hinge TA786 4-1/2” x 4-1/2” US10B MK 
1 Mortise Lock (classroom) ML2055 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
2 Mop Plate K2125 4” x 2” LDW x CSK Choc. Brown RO 
1 Wall Stop 403 US10B RO 
1 Kick Down Door Holder 461 US10B RO 
3 Silencer 608  RO 
  
Hardware Set HW-13 
Pair Electrical Room doors, unequal leaves 
  
8 Heavyweight Hinge TA786 x NRP 4-1/2” x 4-1/2” US10B MK 
2 Flush Bolt 555 US10B RO 
1 Dust Proof Strike 570 US10B RO 
1 Fire-rated Mortise Exit Device ED6600A Classroom Merlot Trim SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
2 Silencer 608  RO 
  
Hardware Set HW-14 
Office door, Storage Room door 
  
4 Heavyweight Hinge TA786 x NRP 4-1/2” x 4-1/2” US10B MK 
1 Mortise Lock (classroom) ML2055 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Wall Stop 403 US10B RO 
3 Silencer 608  RO 
  
Hardware Set HW-15 
Existing Office or Storage Room door(s) 
  
1 Mortise Lock (classroom) ML2055 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
  
 Notes:  
 Remove existing lockset.  
 Balance of existing hardware to be re-used. 
  
Hardware Set HW-15.1 
Existing Office or Storage Room door(s) 
  
1 Mortise Lock (classroom) ML2055 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Threshold 171A MSES10 x LAR  PE 
1 Gasketing S773D x LAR  PE 
1 Door Bottom 412DSL x LAR  PE 
  
 Notes:  
 Remove existing lockset.  
 Balance of hardware to be re-used. 
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Hardware Set HW-16 
Office door with access control 
  
4 Heavyweight Hinge TA786 x NRP 4-1/2" x 4-1/2" US10B MK 
1 Electrified Mortise Lock ML20905 MSL M92 SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
1 Wall Stop 403 US10B RO 
3 Silencer 608  RO 
1 Electric Power Transfer EL-CEPT 10B SU 
1 ElectroLynx Harness QC-C1500P  MK 
1 ElectroLynx Harness QC-CXXXP x LAR  MK 
1 Position Switch DPS-W-BK  SU 
1 Power Supply BPS-12/24-1  SU 
  
 Notes:  

 Card Reader to be furnished by Owner.  
 Coordinate the electrical rough-in with the access control supplier. 
  
Hardware Set HW-17 
Existing Office door with access control 
  
1 Mortise Lock (storeroom) ML2057 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Electric Strike 1006-12/24 x faceplate as required 613 HS 
1 SMART Pac Bridge Rectifier 2005M3  HS 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
1 ElectroLynx Harness QC-C1500P  MK 
1 Position Switch DPS-W-BK  SU 
1 Power Supply BPS-12/24-1  SU 
  
 Notes:  
 Remove the existing cipher lock and closer.  
 Balance of existing hardware to be re-used.  
 Card Reader to be furnished by Owner.  
 Coordinate the electrical rough-in with the access control supplier. 
  
Hardware Set HW-18 
Public Entry pair of doors 
  
8 Heavyweight Hinge TA786 x NRP 4-1/2” x 4-1/2” US10B MK 
2 Concealed Vert Rod Exit ED6800 O255 SFIC 613 RU 
2 Cylinder Core as required to match existing 613 MC 
2 Surface Closer 78B/D-PA/RA as required 690 NO 
2 Wall Stop 403 US10B RO 
2 Kick Down Door Holder 461 US10B RO 
2 Silencer 608  RO 
  
 Note:  Exit Devices must be dogged down for push pull when unlocked to meet ADA. 
  
Hardware Set HW-19 
Existing Office door with access control 
  
1 Mortise Lock (storeroom) ML2057 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Electric Strike 1006-12/24 x faceplate as required 613 HS 
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1 SMART Pac Bridge Rectifier 2005M3  HS 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
1 ElectroLynx Harness QC-C1500P  MK 
1 Position Switch DPS-W-BK  SU 
1 Power Supply BPS-12/24-1  SU 
  
 Notes:  
 Card Reader to be furnished by Owner.  
 Remove the existing lockset and strike.  
 Balance of hardware to be re-used.  
 Coordinate the electrical rough-in with the access control supplier. 
  
Hardware Set HW-20 
Oversize Storage Room door 
  
1 Hinge (anchor, heavy weight) TA792/TA5792 5” x 4-1/2” US10B MK 
1 Mortise Lock (storeroom) ML2057 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Kick Down Door Holder 461 US10B RO 
3 Silencer 608  RO 
  
Hardware Set HW-21 
Neighborhood Center Vestibule door 
  
3 Heavyweight Hinge TA786 4-1/2" x 4-1/2" US10B MK 
1 Push Plate 70C US10B RO 
1 Pull Plate BF 110x70C US10B RO 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
3 Silencer 608  RO 
  
Hardware Set HW-22 
Stairwell door from office suite 
  
3 Heavyweight Hinge TA786 x NRP 4-1/2" x 4-1/2" US10B MK 
1 Mortise Lock (classroom) ML2055 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
1 Wall Stop 403 US10B RO 
1 Gasketing S773D x LAR  PE 
 
Hardware Set HW-23 
Kitchen doors 
  
3 Heavyweight Hinge TA786 x NRP 4-1/2” x 4-1/2” US10B MK 
1 Mortise Lock (classroom) ML2055 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Surface Overhead Holder 9-X26 613E RF 
1 Mop Plate K2125 4” x 2” LDW x CSK Choc. Brown RO 
3 Silencer 608  RO 
  
Hardware Set HW-24 
Concessions/Serving (2 separate door leaves) 
  
8 Heavyweight Hinge TA786 4-1/2" x 4-1/2" US10B MK 
2 Deadbolt DL4117 SFIC 613 RU 
2 Cylinder Core as required to match existing 613 MC 
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2 Push Plate 70C CFC US10B RO 
2 Pull Plate BF 110x70C CFTT US10B RO 
2 Surface Overhead Holder 9-X26 613E RF 
2 Surface Closer 78B/D-PA/RA as required 690 NO 
6 Silencer 608  RO 
  
Hardware Set HW-25 
Attic access door 
  
3 Heavyweight Hinge TA786 4-1/2” x 4-1/2” US10B MK 
1 Mortise Lock (storeroom) ML2057 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
1 Gasketing S773D x LAR  PE 
  
Hardware Set HW-26 
Existing door at Make-Up Room 
  
1 Deadbolt DL4117 SFIC 613 RU 
1 Mortise Lock (privacy) ML2030 MSL 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Kickplate K2125 10” x 2” LDW x CSK Choc. Brown RO 
1 Wall Stop 403 US10B RO 
  
 Notes:  
 Remove existing lockset.  
 Balance of hardware to be re-used. 
  
Hardware Set HW-27 
Stage Access Door 
  
4 Heavyweight Hinge TA786 x NRP 4-1/2" x 4-1/2" US10B MK 
1 Mortise Lock (classroom) ML2055 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
1 Wall Stop 403 US10B RO 
1 Kick Down Door Holder 461 US10B RO 
1 Threshold 171A MSES10 x LAR  PE 
1 Gasketing S773D x LAR  PE 
1 Door Bottom 412DSL x LAR  PE 
  
Hardware Set HW-28 
Stage side door 
  
4 Heavyweight Hinge TA786 x NRP 4-1/2" x 4-1/2" US10B MK 
1 Deadbolt DL4117 SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Push Plate 70C CFC US10B RO 
1 Pull Plate BF 110x70C CFTT US10B RO 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
1 Wall Stop 403 US10B RO 
1 Kick Down Door Holder 461 US10B RO 
1 Threshold 171A MSES10 x LAR  PE 
1 Gasketing S773D x LAR  PE 
1 Door Bottom 412DSL x LAR  PE 
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Hardware Set HW-29 
Existing Auditorium doors repositioned 
  
2 Continuous Hinge FM200 8'0 Cut to Length Gray Powder  
   Coat Primer MR 
2 Flush Bolt 555 US10B RO 
2 Dust Proof Strike 570 US10B RO 
  
 Notes:  
 Remove existing pivots and push plates.  
 Paint the continuous hinges to match the door color. 
  
Hardware Set HW-30 
Auditorium doors (oversize) 
 
 4 Heavyweight Hinge TA786 NRP 5" x 4-1/2" US10B MK 
1 Rim Exit Device ED6200 Classroom Merlot Trim SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
1 Kick Down Door Holder 461 US10B RO 
1 Door Stop 442 US10B RO 
1 Threshold 171A MSES10 x LAR  PE 
1 Gasketing S773D x LAR  PE 
1 Door Bottom 412DSL x LAR  PE 

D.  Exterior Door Openings 
 
Hardware Set HW-101 
Pair Mechanical Room doors 
  
8 Hinge (heavy weight) TA386 NRP 4-1/2” x 4-1/2” US10B MK 
2 Flush Bolt 555 US10B RO 
1 Dust Proof Strike 570 US10B RO 
1 Mortise Lock (storeroom) ML2057 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
2 Surface Overhead Holder 9-X26 613E RF 
1 Threshold 277 AS MSES10 x LAR  PE 
1 Gasketing S773D x LAR  PE 
2 Sweep 345DV x LAR  PE 
  
 Notes:  
 Overlapping metal astragal to be furnished by the door manufacturer.  
 Apply the S773 to the frame perimeter and astragal. 
 
Hardware Set HW-102 
Elevator Equipment Room door 
  
3 Hinge (heavy weight) TA386 NRP 4-1/2” x 4-1/2” US10B MK 
1 Mortise Lock (storeroom) ML2057 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Surface Closer w/ HO Arm UNI78B/D-H 690 NO 
1 Threshold 277AS MSES10 x LAR  PE 
1 Gasketing S773D x LAR  PE 
1 Sweep 345DV x LAR  PE 
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Hardware Set HW-103 
Existing Storage Room door 
  
1 Mortise Lock (storeroom) ML2057 MSL SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Gasketing S773D x LAR  PE 
1 Sweep 345DV x LAR  PE 
  
 Notes:  
 Replace the lockset and weatherstrip.  
 Balance of hardware to ne re-used. 
  
Hardware Set HW-104 
Existing Neighborhood Center door 
  
1 Continuous Hinge MCK-54HD 83” Custom Cut to Length BZ MK 
1 Rim Exit Device ED6200 Classroom Merlot Trim SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
1 Threshold 171A MSES10 x LAR  PE 
1 Gasketing S773D x LAR  PE 
1 Sweep 345DV x LAR  PE 
  
 Notes:  
 Remove the existing automatic door operator, exit device, hinges and deadbolt.  
 Balance of hardware to be re-used.  
 Blank or cover the deadbolt preparation in the door with a door wrap or blank escutcheon. 
  
Hardware Set HW-105 
Pair Aluminum and Glass Storefront doors 
  
2 Offset Pivots 147 613 RF 
2 Electrified Int. Pivots E-M19 x QC-12 613 RF 
1 Concealed VR Elect Exit Device ED4800 P1057 M92 M94 SFIC 613 RU 
1 Concealed VR Elect Exit Device ED4800 P1050 M92 613 RU 
2 Cylinder Core as required to match existing 613 MC 
2 Closer (surface) DC8210 A11 690 RU 
1 Drop Plate 754F25 x 597F92 690 RU 
2 Door Switch 685  NO 
2 Floor Stop 471 US10B RO 
1 Threshold 2005AT MSES10 x LAR  PE 
2 Position Switch DPS-M-BK  SU 
1 Controller 781N  RU 
  
 Notes:  
 Card Reader to be furnished by Owner. 
 Refer to Section 087113 for automatic door opener.  

 The door leaf with operator will require the exit device to either be dogged down or controlled 
      by the access control for operation.  
 Perimeter frame and door meeting stile weatherstrip to be furnished by the door and frame      
      manufacturer.  
 Install the operator on the same active leaf to receive the card access and exit device with  
      M94 latch retraction. 
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Hardware Set HW-106 
Pair custom wood and glass Entrance doors 
  
2 Continuous Hinge MCK-14HD 95" Custom Cut to Length BZ MK 
1 Removable Mullion 910KM 10' SFIC  RU 
1 Rim Exit Device ED7200 P657 SFIC 613 RU 
1 Rim Exit Device ED7200 P650 613 RU 
2 Cylinder Core as required to match existing 613 MC 
2 Surface Closer 78B/D-PA/RA as required 690 NO 
2 Kickplate K2125 10" x 2" LDW x CSK Choc. Brown RO 
1 Threshold 2005AT MSES10 x LAR  PE 
1 Gasketing S773D x LAR  PE 
1 Astragal 18061DNB x 2 pcs. x LAR  PE 
  
Hardware Set HW-107 
Existing Kitchen Vestibule door 
  
1 Rim Exit Device ED6200 Classroom Merlot Trim SFIC 613 RU 
1 Cylinder Core as required to match existing 613 MC 
1 Surface Closer 78B/D-PA/RA as required 690 NO 
1 Gasketing S773D x LAR  PE 
1 Sweep 345DV x LAR  PE 
  
 Notes:  
 Replace the existing exit device, closer and weatherstrip.  
 Re-use the balance of door hardware. 

END OF SECTION 087100 
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